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Executive Summary

PG&E’s electric service reliability performance in 2019 was challenged by several
weather events, including severe winter storms, and extreme summer heat waves. Given
the continued and growing threat of extreme weather and wildfires, PG&E expanded our
Community Wildfire Safety Program to further reduce wildfire risks and help keep our
customers and the communities we serve safe. This includes expanding our Public Safety
Power Shutoff (PSPS) program beginning with the 2019 wildfire season to include all
electric lines that pass through high fire-threat areas. As a result, PG&E’s reliability
performance declined compared to 2018.

Electric utilities measure reliability in many ways: duration of customer outages, frequency
of customer outages, average restoration time, counting only unplanned outages,
counting planned outages, excluding unusual events such as major storms (typically
referred to as Major Event Days or “MED”), including or excluding certain types of
outages, among other distinctions. This report explains the various different measures
and includes the various metrics required by CPUC Decision 16-01-008. For purposes
of this Executive Summary, PG&E is focusing on metrics that include planned outages
but exclude major event days. These metrics are found in Section 3. PG&E believes
these metrics best reflect the typical customer’s experience and are common benchmark
metrics across the electric utility industry.

Table 1 below displays the electric reliability metrics SAIDI, SAIFI, MAIFI and CAIDI from
2010 through 20109.

10
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Table 1 — Combined Transmission and Distribution System Indices (2010-2019)
(Excludes MED and Independent System Operator (ISO) outages, and includes
planned outages)

Major Events Excluded

Year SAIDI SAIFI MAIFI | CAIDI
2010 157.2 1.207 1.254 130.3
2011 141.7 1.097 1.170 129.3
2012 131.0 1.130 1.800 115.9
2013 116.1 1.070 1.527 108.5
2014 108.4 0.966 1.396 112.2
2015 95.9 0.871 1.594 110.1
2016 108.9 1.021 1.494 106.7
2017 113.4 0.958 1.568 118.3
2018 126.3 1.079 1.479 117.0
2019 148.8 1.129 1.282 131.9

Chart A below shows the amount of time the average PG&E customer experienced a
sustained outage or outages each year in graphical form and includes a linear trend line:

2010-2019 Transmission & Distribution System SAIDI Performance Results

Chart A

T&D System - SAIDI
{Incl. Planned Outages and Excl. MEDs and ISO Outages)

165.0
155.0 -
1450 -
135.0 -
1250 4
115.0
105.0
5.0 A
85.0 A

75.0 T T T T T T T T T 1
2010 2011 2012 2013 2014 2015 2016 2017 2018 2019

(Includes Planned Outages, Excludes Major Event Days and ISO Outages)?!

Not surprisingly, similar trends are mirrored at the division level.

See Table 198 as shown in Section 3.
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How PG&E Measures Reliability

PG&E uses four metrics commonly utilized in the electric utility industry to measure
reliability for both unplanned and planned outages: the System Average Interruption
Duration Index (SAIDI), the System Average Interruption Frequency Index (SAIFI),
the Momentary Average Interruption Frequency Index (MAIFI), and the Customer
Average Interruption Duration Index (CAIDI).

e SAIDI is the amount of time the average PG&E customer experiences a sustained
outage or outages (being without power for more than five minutes) in a given year.
In 2019, PG&E's SAIDI was 148.8 minutes per customer.

o SAIFI is the number of times the average PG&E customer experiences a sustained
outage in a given year. In 2019, PG&E's SAIFI was 1.129.

o MAIFI? is the number of times the average customer is interrupted by momentary
outages each year. Momentary outages are outages lasting 5 minutes or less. In
2019, PG&E's MAIFI was 1.282.

« CAIDI is the average duration of sustained outages. It is determined by taking the total
outage minutes for all customer outages® (SAIDI) and dividing it by the total number
of customer outages (SAIFI). In 2019, PG&E's CAIDI was 131.9 minutes.

2 PG&E’s outage reporting tools were originally designed to track momentary outages as defined in

D96-09-045. Under D.16-01-008, this method of tracking momentary outages corresponds to the MAIFIe
definition contained in the IEEE Guide for Electric Power Distribution Reliability Indices (IEEE 1366
standard), which counts multiple outage interruptions that occur close to each other in time as a single
momentary outage event. This metric is equal to the total number of customer momentary interruption
events divided by the total number of customers served and does not include the events immediately
preceding a sustained interruption.

3 Measures sustained outage events and excludes momentary outage events.

12
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Total number of customers

Total number of customers

System Average Interruption
Frequency Index (SAIFI)

Total number of customers

What follows is the 2019 Electric Reliability Report for Pacific Gas and Electric Company
as required by Decision 16-01-008. This report includes system reliability data based on
the Institute of Electrical and Electronic Engineers (IEEE) Standard 1366 methodology,
as required by D.16-01-008. The report includes very specific details, including reliability
numbers for each of PG&E’s 19 divisions. It also includes a list of worst performing circuits

in Section 5.

13
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Introduction

This is the 2019 Electric Reliability Report for Pacific Gas and Electric Company as
required by Decision 16-01-008. This report includes system reliability data based on the
Institute of Electrical and Electronic Engineers (IEEE) Standard 1366 methodology. This
report consists of the following:

Section Description
1. System Indices for the Last 10 Years (2010-2019)
2. Division Reliability Indices (2010-2019) Including and Excluding Major

Event Days (MED)

3. System and Division Indices Based on IEEE 1366 (2010-2019) Including
Planned Outages and Including and Excluding MED

4. Service Territory Map including Divisions

5. Top 1% of Worst Performing Circuits (WPC) excluding MED

6. Top 10 Major Unplanned Power Outage Events in 2019

7. Summary List of MED per IEEE 1366

8. Historical Ten Largest Unplanned Outage Events (2010-2019)

9. The Number of Customer Inquiries on Reliability Data and the Number of

Days per Response

10. Appendix A — Definitions, Acronyms and Abbreviations

As noted in previous reports, PG&E implemented a new outage reporting system that
included the data conversion of its legacy (DART/OUTAGE) database. This new system
consists of two main components that are typically referred to as PG&E’s Integrated
Logging and Information System (ILIS) and its Operations Database (ODB), also called
ILIS-ODB for short. ILIS models the actual electric switching operations reported during

14
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the circuit restoration process (which is useful for determining accurate customer outage
minutes for calculating SAIDI and CAIDI). PG&E maintains account specific information
for customers affected by outages that are recorded and stored in PG&E’s ODB. This
system tracks outages at various levels (generation, transmission, substation, primary
distribution, and individual transformers) and the most current outage data was used to
compile the information contained in this report.

Distribution operators log outage information in PG&E’s ILIS tool, which uses minutes as
the smallest time increment to record the outage start, switching operations, and outage
end times. Smart Meters measure outage duration in seconds and are used to
automatically report momentary outages beyond non-SCADA auto-reclosing
devices. Momentary outages for SCADA related and other events are logged by
distribution operators using the ILIS tool, which does not have the benefit of measuring
the outage duration in seconds. Consequently, and although infrequent, it is possible that
an outage duration is recorded as 5 minutes when the actual outage duration was up to
5 minutes and 59 seconds. In 2015, PG&E updated its reporting tools and process to
help minimize this occurrence and allow the operator in these situations to log this event
as a 6-minute sustained outage.

We have added a list of Definitions, Acronyms and Abbreviations at the end as Appendix
A to help the reader who is not familiar with the jargon used in reliability reporting.

15
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1. System Indices for the Last Ten Years

a. System Indices (2010-2019)

Table 2 lists the required SAIDI, SAIFI, MAIFI#4, and CAIDI with MED Included
and Excluded as directed in Appendix B of D.16-01-008:

Table 2 — Combine Transmission and Distribution System Indices (2010-2019)
(Excludes planned and ISO outages)

Major Events Included Major Events Excluded
Year SAIDI SAIFI | MAIFI | CAIDI | SAIDI | SAIFI | MAIFI | CAIDI
2010 250.4 1.395 1.485 179.6 130.3 1.106 1.250 117.8
2011 279.5 1.276 1.472 219.1 109.6 0.974 1.163 112.5
2012 141.1 1.130 1.918 124.9 110.7 1.036 1.796 106.8
2013 117.0 1.070 1.633 109.3 95.8 0.969 1.523 98.9
2014 131.9 1.045 1.561 126.2 91.0 0.879 1.390 103.5
2015 131.8 0.967 1.812 136.3 80.7 0.787 1.585 102.5
2016 106.8 1.022 1.596 104.5 93.9 0.941 1.487 99.8
2017 357.9 1.466 2.295 244.0 97.4 0.878 1.487 110.9
2018 282.9 1.056 1.422 267.9 99.9 0.962 1.355 103.8
2019 | 1,365.1 | 1.874 1.780 728.5 1M7.7 1.010 1.269 116.5

Note: Includes Generation, Transmission, Substation, and Distribution related

outages

4

On November 18, 2011 the EON recording system was removed from service. Momentary

outage data is now being collected from SCADA devices and through the use of Smart Meters. Data
collection from the Smart Meters is more effective than the previous EON system since Smart Meters
don’t rely on customer volunteers having EON devices connected inside their buildings. The increased
frequency of momentary outages recorded does not necessarily indicate an actual increase in momentary
outages in 2012 and after (as compared to prior years) but is a result of this improved method for
recording momentary outages.
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Table 3 — Distribution System Indices (2010-2019)
(Excludes planned outages, transmission, substation, and generation related
outages)

Major Events Included Major Events Excluded

Year SAIDI SAIFI CAIDI SAIDI SAIFI CAIDI
2010 210.8 1.164 181.1 108.2 0.921 117.5
2011 239.2 1.041 229.7 92.8 0.796 116.5
2012 120.1 0.959 125.2 96.3 0.882 109.2
2013 100.1 0.869 115.2 84.8 0.804 105.5
2014 119.7 0.926 129.2 85.2 0.780 109.2
2015 99.4 0.804 123.6 72.5 0.689 105.3
2016 95.5 0.896 106.6 83.1 0.819 101.5
2017 302.8 1.274 237.7 90.0 0.792 113.6
2018 261.7 0.907 288.7 90.7 0.843 107.6
2019 1,324.1 1.673 791.6 102.9 0.879 117.1
Note: PG&E defines its distribution system as line voltage less than 60 kilovolts (KV)

The MAIFI information is not included in Table 3 and Table 4 since non-SCADA
automatic recording devices (EON or Smart Meters) do not distinguish between
transmission system outages or distribution system outages.

Table 4 — Transmission System Indices (2010-2019)
(Excludes planned outages, distribution, and generation related outages)
(Includes substation outages)

Major Events Included Major Events Excluded

Year SAIDI SAIFI CAIDI SAIDI SAIFI CAIDI
2010 38.7 0.230 168.2 22.0 0.186 118.4
2011 39.5 0.224 176.2 16.9 0.168 100.6
2012 21.3 0.165 128.7 14.8 0.149 99.6
2013 13.1 0.168 71.7 11.7 0.160 72.6
2014 14.1 0.116 121.0 7.5 0.097 77.8
2015 32.1 0.160 201.0 7.8 0.095 82.7
2016 11.2 0.125 89.5 10.7 0.121 88.3
2017 54.9 0.191 286.9 7.3 0.085 85.4
2018 16.3 0.145 112.3 7.8 0.114 68.9
2019 40.8 0.200 203.7 14.8 0.131 112.8

Note: PG&E defines its transmission system as line voltage 60 kilovolts (KV) and
above
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b. Separate System Charts of SAIDI, SAIFI, MAIFI, and CAIDI for the past
10 years with linear trend line (MED Excluded)

Chart 1: Transmission & Distribution System SAIDI Indices

T&D System - SAIDI
(Excludes Planned Outages, MEDs and I50)
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Chart 2: Distribution System SAIDI Indices

Distribution System - SAIDI

(Excl. Planned, Transmission, Substation, MEDs and Generation)

2010 2011 2012 2013 2014 2015 2016 2017 2018 2018
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Chart 3: Transmission System SAIDI Indices

Transmission System - SAIDI
{Excl. Planned, Distribution and Generation Qutages, and MEDs)
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(Includes substation outages)
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Chart 4: Transmission & Distribution System SAIFI Indices

T&D System - SAIFI
(Excludes Planned Qutages, MEDs and I1S0)
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Chart 5: Distribution System SAIFI Indices
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Chart 6: Transmission System SAIFI Indices

Transmission System - SAIFI
{Excl. Planned, Distribution and Generation Outages and MEDs)

2011 2012 2013 2014 2015 2016 2017 2018 2019

(Includes substation outages)
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Chart 7: Transmission & Distribution System MAIFI Indices
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5

See footnote 4.
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Chart 8: Transmission & Distribution System CAIDI Indices

T&D System - CAIDI
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Chart 9: Distribution System CAIDI Indices
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Chart 10: Transmission System CAIDI Indices

Transmission System - CAIDI
(Excl. Planned, Distribution and Generation Qutages and MEDs)
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2. Division Reliability Indices for the past 10 years including
and excluding MED

a. Division Reliability Indices for the past 10 years excluding ISO and
planned outages and including Major Event Days

Table 5: Division Reliability Indices

Division/System Year | SAIDI |SAIFI[MAIFI| CAIDI
CENTRAL COAST 2010| 390.7| 1.984| 3.941| 196.9
CENTRAL COAST 2011| 497.2| 1.995| 2.060| 249.2
CENTRAL COAST 2012| 152.0f 1.317| 2.362| 115.5
CENTRAL COAST 2013| 125.3| 1.315| 2.041 95.3
CENTRAL COAST 2014| 199.3| 1.351| 2.133| 147.5
CENTRAL COAST 2015| 253.0( 1.289| 2.173| 196.3
CENTRAL COAST 2016| 190.4| 1.646| 2.730| 115.7
CENTRAL COAST 2017| 807.8| 2.462| 4.576| 328.2
CENTRAL COAST 2018| 186.8| 1.598| 2.502| 117.0
CENTRAL COAST 2019|1,296.8| 2.585| 3.151] 501.6
Division/System  Year [ SAIDI [SAIFI|MAIFI{ CAIDI
DE ANZA 2010 172.8| 1.171| 1.420| 147.7
DE ANZA 2011 82.2| 0.712| 1.495| 115.5
DE ANZA 2012 82.8| 0.718| 1.223| 115.3
DE ANZA 2013 78.8/ 0.831| 1.173 94.8
DE ANZA 2014 112.9(1.017| 1.318| 1111
DE ANZA 2015 63.4 0.594( 1.281| 106.7
DE ANZA 2016 109.6( 0.924| 1.414| 118.6
DE ANZA 2017 317.3| 1.514| 1.792| 209.6
DE ANZA 2018 86.7| 0.836| 1.426] 103.8
DE ANZA 2019 406.0] 1.387| 2.008| 292.7
Division/System Year | SAIDI |SAIFI[MAIFI| CAIDI
DIABLO 2010 119.9| 1.376| 1.309 87.1
DIABLO 2011 78.7| 0.936| 1.394 84.0
DIABLO 2012 105.3| 1.230| 1.400 85.6
DIABLO 2013 83.1| 1.023| 1.297 81.3
DIABLO 2014 82.2| 0.979| 1.374 84.0
DIABLO 2015 83.7] 0.985| 1.873 85.0
DIABLO 2016 79.0| 1.008| 1.729 78.4
DIABLO 2017 140.7| 1.218| 2.138| 115.5
DIABLO 2018 89.5| 1.112| 1.540 80.4
DIABLO 2019 612.7| 1.601| 1.855| 382.7
Division/System @ Year [ SAIDI [SAIFI|MAIFI{ CAIDI
EAST BAY 2010 126.3| 1.092| 0.754| 115.7
EAST BAY 2011 104.5[0.981| 1.060| 106.6
EAST BAY 2012 110.7| 1.372| 1.347 80.7
EAST BAY 2013 117.3| 1.010| 1.266| 116.2
EAST BAY 2014 81.1| 0.847| 1.515 95.8
EAST BAY 2015 59.6| 0.723| 1.179 82.5
EAST BAY 2016 128.2| 1.205| 1.242| 106.4
EAST BAY 2017| 147.3| 1.217| 1.983| 121.1
EAST BAY 2018 87.6] 0.990( 1.126 88.4
EAST BAY 2019 462.4] 1.347| 1.216| 343.3
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Division/System Year | SAIDI |SAIFI[MAIFI| CAIDI
FRESNO 2010| 175.4( 1.275| 1.953| 137.6
FRESNO 2011| 164.9( 1.122( 2.012| 147.0
FRESNO 2012| 100.1| 1.066( 2.359 94.0
FRESNO 2013 95.0( 1.100( 2.104 86.4
FRESNO 2014 81.6( 1.002| 1.781 81.5
FRESNO 2015| 100.3( 1.151| 2.057 87.2
FRESNO 2016 85.1| 1.127| 1.975 75.5
FRESNO 2017| 102.5(0.986( 1.863| 104.0
FRESNO 2018| 113.9( 1.046( 1.415| 108.9
FRESNO 2019| 120.7(0.994| 1.695| 121.4
Division/System @ Year [ SAIDI [SAIFI|MAIFI| CAIDI
HUMBOLDT 2010| 575.3| 2.537( 1.686| 226.7
HUMBOLDT 2011| 543.1| 1.954( 2.282| 277.9
HUMBOLDT 2012| 338.1| 1.747| 4.654| 193.5
HUMBOLDT 2013| 304.3( 1.416| 2.627| 214.9
HUMBOLDT 2014| 288.4( 1.368( 1.940| 210.9
HUMBOLDT 2015| 695.2( 2.234( 2.736| 311.2
HUMBOLDT 2016| 219.4( 1.637| 2.055| 134.0
HUMBOLDT 2017| 919.8( 2.362( 3.510| 389.5
HUMBOLDT 2018| 403.5| 2.180( 1.570| 185.1
HUMBOLDT 2019|6,899.9| 4.388( 2.407|1,572.3
Division/System Year | SAIDI |SAIFI [MAIFI| CAIDI
KERN 2010| 137.4( 1.198( 1.566| 114.8
KERN 2011| 169.8( 1.273| 1.617| 133.4
KERN 2012 89.2| 0.999| 1.218 89.2
KERN 2013 91.3| 1.073| 1.226 85.1
KERN 2014| 108.8| 1.109( 1.848 98.2
KERN 2015 92.0( 0.947| 1.925 97.1
KERN 2016 89.8| 0.932| 2.072 96.3
KERN 2017| 138.9( 1.072| 1.958| 129.6
KERN 2018 72.4] 0.789| 1.747 91.8
KERN 2019| 162.0f 1.325| 2.079| 122.2
Division/System Year | SAIDI |SAIFI[MAIFI| CAIDI
LOS PADRES 2010| 277.0( 1.745| 2.045| 158.7
LOS PADRES 2011 135.4|1.230( 2.195| 110.1
LOS PADRES 2012 95.4( 1.010( 1.658 94.4
LOS PADRES 2013| 212.5| 1.495( 1.105| 142.1
LOS PADRES 2014| 186.6( 1.238( 1.354| 150.7
LOS PADRES 2015| 132.2(0.844( 1.783| 156.6
LOS PADRES 2016| 114.1 1.172| 1.672 97.4
LOS PADRES 2017| 315.7| 1.574| 2.127| 200.6
LOS PADRES 2018| 145.4( 1.291| 1.153| 112.6
LOS PADRES 2019| 225.9]|1.532( 1.134| 147.4
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Division/System  Year [ SAIDI [SAIFI|MAIFI{ CAIDI

MISSION 2010| 111.1] 0.987( 0.794| 112.5
MISSION 2011 74.3| 0.869| 0.656 85.4
MISSION 2012 93.9| 0.931| 0.862| 100.9
MISSION 2013 73.5| 0.805| 0.837 91.3
MISSION 2014 73.7] 0.751| 0.820 98.1
MISSION 2015 62.6| 0.596| 1.150| 105.1
MISSION 2016 82.7| 0.763| 0.961| 108.4
MISSION 2017| 138.4| 1.015( 1.470| 136.4
MISSION 2018 67.1| 0.672| 0.839 99.9
MISSION 2019| 295.5/0.948| 0.937] 311.8
Division/System Year | SAIDI |SAIFI[MAIFI| CAIDI
NORTH BAY 2010 | 161.8 |1.233|1.401 | 131.2
NORTH BAY 2011| 202.8( 1.332( 1.230| 152.3
NORTH BAY 2012| 140.4( 0.920( 1.949| 152.6
NORTH BAY 2013| 114.0| 0.996( 1.730| 114.5
NORTH BAY 2014| 235.1] 1.250( 2.721| 188.1
NORTH BAY 2015| 135.4| 1.059( 2.161| 127.9
NORTH BAY 2016/ 110.3(0.920( 1.434| 119.8
NORTH BAY 2017| 733.3| 1.761| 2.810| 416.5
NORTH BAY 2018| 164.6( 0.982( 1.837| 167.6
NORTH BAY 2019| 3,518.1| 3.182| 2.272|1,105.8

Division/System  Year [ SAIDI [SAIFI|MAIFI{ CAIDI

NORTH VALLEY 2010 552.3| 1.843( 1.979( 299.7
NORTH VALLEY 2011| 625.3] 2.033( 2.133| 307.5
NORTH VALLEY 2012 514.0| 1.886( 2.947 272.6
NORTH VALLEY 2013| 139.4]| 1.093( 1.962| 127.6
NORTH VALLEY 2014| 173.2| 1.177( 1.778| 147.2
NORTH VALLEY 2015| 479.6| 1.787( 2.528| 268.3
NORTH VALLEY 2016| 175.1] 1.265( 2.173| 138.4
NORTH VALLEY 2017 398.6| 1.672( 3.163| 238.5
NORTH VALLEY 2018( 4,287.2| 1.634( 1.393(2,623.7
NORTH VALLEY 2019]4,913.6] 3.973( 2.501|1,236.8

Division/System  Year [ SAIDI [SAIFI|MAIFI[ CAIDI

PENINSULA 2010| 163.6| 1.565( 1.475| 104.6
PENINSULA 2011| 112.7{ 1.195( 0.939 94.3
PENINSULA 2012| 101.1| 1.144| 1.709 88.4
PENINSULA 2013 94.3( 0.885( 1.322| 106.5
PENINSULA 2014 98.4| 1.061| 1.363 92.8
PENINSULA 2015 76.2( 0.866( 1.798 87.9
PENINSULA 2016 87.4( 0.990( 1.381 88.3
PENINSULA 2017 167.0| 1.328( 2.382 125.7
PENINSULA 2018 66.4( 0.856( 1.255 77.5
PENINSULA 2019| 734.9]| 1.557( 1.646| 472.0
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Division/System  Year [ SAIDI [SAIFI|MAIFI{ CAIDI

SACRAMENTO 2010 193.1| 1.115( 1.423| 173.2
SACRAMENTO 2011] 182.1] 1.203( 1.897| 151.4
SACRAMENTO 2012| 152.7| 1.335( 2.142| 114.4
SACRAMENTO 2013 98.3( 0.983( 1.697| 100.0
SACRAMENTO 2014| 107.9]| 0.913( 1.437| 118.2
SACRAMENTO 2015 92.4| 0.894( 1.771 103.3
SACRAMENTO 2016 99.4( 1.035( 1.803 96.1
SACRAMENTO 2017| 283.0| 1.870( 3.213] 151.3
SACRAMENTO 2018| 109.4| 1.069( 1.935| 102.4
SACRAMENTO 2019| 670.8] 1.686( 2.349| 397.9

Division/System Year | SAIDI |SAIFI[MAIFI| CAIDI

SAN FRANCISCO 2010 56.6( 0.709( 0.086 79.9
SAN FRANCISCO 2011 48.8] 0.569| 0.217 85.9
SAN FRANCISCO = 2012 51.7( 0.611| 1.051 84.6
SAN FRANCISCO = 2013 58.1( 0.657| 0.332 88.4
SAN FRANCISCO 2014 131.0(0.780| 0.353| 167.9
SAN FRANCISCO = 2015 36.1( 0.521| 0.537 69.3
SAN FRANCISCO = 2016 40.7] 0.537| 0.397 75.8
SAN FRANCISCO 2017 116.4(0.860( 0.513 135.4
SAN FRANCISCO 2018 38.0( 0.417( 0.298 91.0
SAN FRANCISCO = 2019 71.6{ 0.718 0.363 99.7

Division/System  Year [ SAIDI [SAIFI|MAIFI{ CAIDI

SAN JOSE 2010| 103.6| 0.920( 0.594| 112.6
SAN JOSE 2011| 113.8(0.988( 0.793| 115.2
SAN JOSE 2012| 85.2( 0.844( 0.972| 100.9
SAN JOSE 2013| 99.7| 0.962( 1.037| 103.7
SAN JOSE 2014| 98.9| 0.975( 1.066| 101.4
SAN JOSE 2015 75.6| 0.763( 1.151| 99.1
SAN JOSE 2016| 68.9| 0.678( 1.200f 101.5
SAN JOSE 2017| 179.8| 1.241( 1.807| 144.8
SAN JOSE 2018| 86.9| 0.872( 1.349| 99.6
SAN JOSE 2019| 275.7| 1.083| 1.428| 254.6
Division/System  Year [ SAIDI [SAIFI|MAIFI[ CAIDI
SIERRA 2010| 774.9| 2.288( 1.568| 338.7
SIERRA 2011|1,034.4| 2.191| 2.764| 472.2
SIERRA 2012| 243.2| 1.481( 3.224| 164.2
SIERRA 2013| 156.7| 1.411{ 3.222| 111.1
SIERRA 2014| 194.8| 1.411| 2.349| 138.1
SIERRA 2015| 181.9( 1.274| 3.150| 142.8
SIERRA 2016| 174.3| 1.252( 1.864| 139.2
SIERRA 2017| 620.1| 2.076( 3.105| 298.7
SIERRA 2018| 399.2| 1.450( 1.431| 275.3
SIERRA 2019|5,831.1| 4.105( 2.545|1,420.4
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Division/System Year | SAIDI |SAIFI[MAIFI| CAIDI
SONOMA 2010| 205.2( 1.384( 1.017| 148.2
SONOMA 2011| 246.0( 1.283( 1.532| 191.8
SONOMA 2012| 208.4( 1.109( 2.030| 187.9
SONOMA 2013| 181.7|1.119( 2.536| 162.3
SONOMA 2014| 214.9| 1.270( 2.049| 169.3
SONOMA 2015| 119.1| 0.868( 1.992| 137.3
SONOMA 2016 95.4| 0.834| 1.605| 114.3
SONOMA 2017|1,850.1( 1.951| 2.885| 948.3
SONOMA 2018| 107.4( 0.974( 1.240| 110.3
SONOMA 2019| 3,874.4| 2.541| 1.661|1,524.8
Division/System @ Year [ SAIDI [SAIFI|MAIFI| CAIDI
STOCKTON 2010| 386.3| 1.711( 1.603| 225.8
STOCKTON 2011| 473.7| 1.766( 1.182| 268.2
STOCKTON 2012| 166.1| 1.166( 2.095| 142.4
STOCKTON 2013| 115.6( 1.462| 2.137 79.1
STOCKTON 2014| 123.9(0.843| 1.444| 147.0
STOCKTON 2015| 124.5(1.035( 2.243| 120.3
STOCKTON 2016/ 100.0( 0.994( 1.777| 100.6
STOCKTON 2017| 271.1] 1.627( 1.924| 166.6
STOCKTON 2018| 231.0| 1.155( 1.994| 200.1
STOCKTON 2019|1,580.3| 2.366| 1.904| 667.8
Division/System Year | SAIDI |SAIFI [MAIFI| CAIDI
YOSEMITE 2010 711.1f 2.015( 3.164| 352.9
YOSEMITE 2011|1,172.0( 1.984| 2.632| 590.8
YOSEMITE 2012| 147.7| 1.311| 4.168| 112.6
YOSEMITE 2013| 189.1| 1.362| 3.429| 138.9
YOSEMITE 2014| 135.6| 1.290( 2.669| 105.2
YOSEMITE 2015| 112.4| 1.072( 3.095| 104.8
YOSEMITE 2016| 129.9| 1.234( 2.156| 105.2
YOSEMITE 2017| 310.8( 1.720( 3.048| 180.7
YOSEMITE 2018| 177.5( 1.471| 1.834| 120.7
YOSEMITE 2019|1,400.6| 2.655| 2.686| 527.5
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b. Division Reliability Indices for the past 10 years excluding planned
outages, ISO outages and Major Event Days

Table 6: Division reliability Indices

Division/System Year | SAIDI | SAIFI | MAIFI | CAIDI
CENTRAL COAST 2010| 171.1] 1.511| 2.928| 113.2
CENTRAL COAST 2011| 156.8| 1.513| 1.576| 103.6
CENTRAL COAST 2012| 137.4| 1.244| 2.184| 110.4
CENTRAL COAST 2013| 119.7| 1.291( 1.958| 92.7
CENTRAL COAST 2014| 122.1| 1.088| 1.835| 112.3
CENTRAL COAST 2015| 102.0{ 0.847| 1.844| 120.4
CENTRAL COAST 2016| 167.8| 1.479| 2.476| 113.4
CENTRAL COAST 2017| 146.3| 1.293| 2.589| 113.1
CENTRAL COAST 2018| 162.4| 1.447| 2.242| 112.2
CENTRAL COAST 2019| 203.6| 1.470| 2.229| 138.5

Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI
DE ANZA 2010| 116.4| 0.958( 1.151| 121.5
DE ANZA 2011 62.6| 0.625( 1.187| 100.1
DE ANZA 2012 74.6| 0.668 1.109| 111.7
DE ANZA 2013 77.0] 0.821| 1.138| 93.8
DE ANZA 2014 89.3| 0.890( 1.213| 100.3
DE ANZA 2015 51.2| 0.476( 1.171| 107.6
DE ANZA 2016( 87.3| 0.753| 1.336| 116.0
DE ANZA 2017( 99.9] 0.996( 1.150| 100.3
DE ANZA 2018| 83.9| 0.789( 1.402| 106.4
DE ANZA 2019| 91.3| 0.873| 1.657| 104.6

Division/System Year | SAIDI | SAIFI [ MAIFI | CAIDI
DIABLO 2010 104.3| 1.225( 1.216| 85.1
DIABLO 2011 66.8| 0.808 1.235| 82.7
DIABLO 2012( 98.8| 1.186( 1.363| 83.3
DIABLO 2013( 80.4| 1.001| 1.237| 80.3
DIABLO 2014| 66.1| 0.892( 1.220| 74.1
DIABLO 2015 73.8| 0.860( 1.666| 85.8
DIABLO 2016 76.5| 0.995[ 1.694| 76.9
DIABLO 2017 78.0| 0.876( 1.620| 89.1
DIABLO 2018 78.3| 1.004 1.496| 78.0
DIABLO 2019 78.8] 0.935[ 1.212] 84.3

Division/System Year | SAIDI | SAIFI | MAIFI | CAIDI
EAST BAY 2010 90.5| 0.874 0.678| 103.4
EAST BAY 2011 88.1] 0.868( 0.830| 101.5
EAST BAY 2012| 100.6| 1.289( 1.278| 78.0
EAST BAY 2013 63.0] 0.832( 1.155| 75.6
EAST BAY 2014 64.8| 0.726( 1.299| 89.2
EAST BAY 2015 45.0| 0.586( 1.085| 76.9
EAST BAY 2016 101.4| 1.050( 1.079| 96.6
EAST BAY 2017( 73.8| 0.903| 1.528| 81.7
EAST BAY 2018 78.8| 0.901| 1.074| 875
EAST BAY 2019 84.5] 0.854 0.956] 99.0
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Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI
FRESNO 2010( 115.0| 1.054( 1.846| 109.1
FRESNO 2011 81.6| 0.815( 1.685| 100.1
FRESNO 2012 98.6] 1.043 2.323] 945
FRESNO 2013 92.4] 1.068( 2.063| 86.5
FRESNO 2014 79.4| 0.983( 1.709| 80.7
FRESNO 2015 70.0|] 0.849( 1.829| 824
FRESNO 2016 83.4] 1.105( 1.951| 75.4
FRESNO 2017( 72.3] 0.799 1.546| 90.5
FRESNO 2018 73.5| 0.861 1.368| 85.4
FRESNO 2019 78.8] 0.828| 1.477| 95.2

Division/System Year | SAIDI | SAIFI | MAIFI | CAIDI
HUMBOLDT 2010 402.9| 2.158( 1.505| 186.7
HUMBOLDT 2011 227.0|] 1.448( 1.887| 156.8
HUMBOLDT 2012 276.6] 1.560( 4.330| 177.3
HUMBOLDT 2013( 210.4| 1.170( 2.437| 179.8
HUMBOLDT 2014 212.4] 1.217( 1.809| 1745
HUMBOLDT 2015 276.3| 1.621| 2.423| 170.5
HUMBOLDT 2016 203.0| 1.537( 1.995| 132.1
HUMBOLDT 2017 27v5.1] 1.306( 2.280| 210.6
HUMBOLDT 2018 226.8| 1.825( 1.502| 124.3
HUMBOLDT 2019 274.6] 1.640( 1.834| 1675

Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI
KERN 2010( 120.4| 1.076( 1.408| 111.9
KERN 2011 112.5| 0.979( 1.340| 114.8
KERN 2012 88.1] 0.981 1.218| 89.8
KERN 2013 87.5| 1.027( 1.133] 85.2
KERN 2014 81.0] 0.936( 1.635| 86.5
KERN 2015 80.4| 0.862 1.850| 93.2
KERN 2016 89.2| 0.916( 2.066| 97.4
KERN 2017( 78.1] 0.733( 1.403| 106.5
KERN 2018 71.6] 0.783( 1.720| 91.4
KERN 2019 106.6] 1.101| 1.743] 96.8

Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI
LOS PADRES 2010( 110.5| 1.159( 1.722| 95.3
LOS PADRES 2011 89.9| 0.970( 1.666| 92.7
LOS PADRES 2012 94.8| 1.008( 1.652| 94.1
LOS PADRES 2013 86.7| 0.726( 0.960| 119.5
LOS PADRES 2014 95.2| 1.043| 1.135| 91.2
LOS PADRES 2015 72.2| 0.687( 1.408| 105.1
LOS PADRES 2016 112.3| 1.147( 1.671] 97.9
LOS PADRES 2017 106.7| 0.944( 1.442| 113.0
LOS PADRES 2018 134.1] 1.208( 1.010| 111.0
LOS PADRES 2019 150.7] 1.188[ 0.798| 126.8
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Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI

MISSION 2010| 101.4| 0.910( 0.723| 111.5
MISSION 2011 62.9] 0.781 0.586| 80.6
MISSION 2012 91.2| 0.905( 0.860| 100.7
MISSION 2013 67.8| 0.736| 0.775| 92.1
MISSION 2014 62.9] 0.672( 0.770| 93.6
MISSION 2015 56.7| 0.543( 1.054| 104.4
MISSION 2016| 72.7| 0.702( 0.916| 103.7
MISSION 2017 60.6| 0.606( 1.002| 100.1
MISSION 2018| 62.0f 0.644| 0.815| 96.4
MISSION 2019 65.8] 0.669[ 0.691] 98.4
Division/System Year | SAIDI | SAIFI | MAIFI | CAIDI
NORTH BAY 2010 | 133.9 | 1.035 | 1.294 | 129.3
NORTH BAY 2011( 110.7| 1.074 1.094| 103.1
NORTH BAY 2012 109.7| 0.791| 1.646| 138.8
NORTH BAY 2013| 101.8| 0.910( 1.455| 111.9
NORTH BAY 2014| 114.6| 0.875( 2.505| 131.0
NORTH BAY 2015| 97.4| 0.904( 1.977| 107.8
NORTH BAY 2016 83.9] 0.767 1.209| 109.4
NORTH BAY 2017 148.5| 0.955 1.832| 155.5
NORTH BAY 2018 116.3| 0.921( 1.771] 126.3
NORTH BAY 2019( 148.2] 1.312| 1.647| 112.9

Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI

NORTH VALLEY 2010 156.9| 1.220| 1.814| 128.7
NORTH VALLEY 2011 161.2( 1.218] 1.557| 132.3
NORTH VALLEY 2012 223.2( 1.505| 2.576| 148.3
NORTH VALLEY 2013| 118.9| 1.035( 1.904| 114.9
NORTH VALLEY 2014| 111.1| 0.968| 1.521| 114.8
NORTH VALLEY 2015| 132.8| 1.062( 1.930| 125.0
NORTH VALLEY 2016| 146.4| 1.128 1.937| 129.8
NORTH VALLEY 2017 112.3] 0.863| 2.007| 130.2
NORTH VALLEY 2018 187.3| 1.367| 1.325| 137.0
NORTH VALLEY 2019 205.0] 1.506] 1.458] 136.1

Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI

PENINSULA 2010| 117.9| 1.324( 1.060| 89.0
PENINSULA 2011 83.8| 1.047( 0.782| 80.0
PENINSULA 2012 86.8| 0.999( 1.528| 86.9
PENINSULA 2013 70.1| 0.785( 1.114| 89.4
PENINSULA 2014 77.1] 0.898] 1.164| 85.9
PENINSULA 2015 60.5( 0.752( 1.601| 80.4
PENINSULA 2016 79.2| 0.908( 1.195| 87.2
PENINSULA 2017 61.5| 0.640( 1.176] 96.0
PENINSULA 2018 60.5| 0.806( 1.204| 75.0
PENINSULA 2019] 88.5| 0.816( 0.983| 108.4
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Division/System Year | SAIDI | SAIFI | MAIFI | CAIDI

SACRAMENTO 2010| 118.6/ 0.875[ 1.082| 135.5
SACRAMENTO 2011 107.9] 0.991] 1.693| 108.9
SACRAMENTO 2012| 130.1| 1.194 1.969| 108.9
SACRAMENTO 2013 93.0f 0.937( 1.566| 99.2
SACRAMENTO 2014 94.4 0.807| 1.258| 117.0
SACRAMENTO 2015 80.1| 0.799( 1.556| 100.3
SACRAMENTO 2016| 83.6/ 0.944 1.539| 88.5
SACRAMENTO 2017| 121.2| 1.070( 1.708| 113.2
SACRAMENTO 2018| 101.9| 1.031| 1.825| 98.9
SACRAMENTO 2019 98.9[ 0.866] 1.574| 114.3

Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI

SAN FRANCISCO = 2010| 49.6| 0.652| 0.066| 76.0
SAN FRANCISCO = 2011] 45.3| 0.540( 0.211] 83.9
SAN FRANCISCO = 2012| 47.0| 0.570f 1.008| 82.6
SAN FRANCISCO 2013] 52.0| 0.604( 0.302| 86.1
SAN FRANCISCO = 2014| 41.5| 0.457| 0.235] 90.8
SAN FRANCISCO 2015| 33.9| 0.504( 0.501| 67.2
SAN FRANCISCO = 2016( 39.7| 0.518] 0.355| 76.7
SAN FRANCISCO 2017 36.5| 0.500( 0.372 73.0
SAN FRANCISCO = 2018| 35.2| 0.378| 0.270 93.0
SAN FRANCISCO = 2019| 56.8] 0.614| 0.258| 92.4

Division/System Year | SAIDI | SAIFI [ MAIFI | CAIDI

SAN JOSE 2010 69.4| 0.758( 0.525| 91.6
SAN JOSE 2011 101.5| 0.900( 0.685| 112.8
SAN JOSE 2012 80.6| 0.793 0.945| 101.6
SAN JOSE 2013 96.7| 0.914 0.977| 105.7
SAN JOSE 2014| 76.0f 0.806( 1.026| 94.4
SAN JOSE 2015 65.9| 0.678[ 1.008| 97.2
SAN JOSE 2016| 65.5| 0.644| 1.152| 101.7
SAN JOSE 2017( 72.3] 0.739 1.171] 97.8
SAN JOSE 2018( 85.0| 0.858( 1.322| 99.1
SAN JOSE 2019 81.5| 0.747| 1.259| 109.1
Division/System Year | SAIDI | SAIFI | MAIFI | CAIDI
SIERRA 2010 194.0| 1.332( 1.124| 145.6
SIERRA 2011| 179.5| 1.168| 1.401| 153.7
SIERRA 2012| 182.4| 1.322( 2.906| 137.9
SIERRA 2013( 109.9| 1.279( 3.085| 85.9
SIERRA 2014( 142.2| 1.210( 2.128| 1175
SIERRA 2015( 123.2| 1.115( 2.816| 110.5
SIERRA 2016 121.7| 1.029( 1.705| 118.2
SIERRA 2017 155.0| 1.191| 1.856| 130.2
SIERRA 2018 152.9| 1.241| 1.350| 123.2
SIERRA 2019| 167.5| 1.151| 1.482| 145.6
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Division/System Year | SAIDI | SAIFI | MAIFI | CAIDI
SONOMA 2010 151.4| 1.131| 0.818| 133.9
SONOMA 2011 103.4| 0.896( 1.341| 115.4
SONOMA 2012 117.9| 0.897( 1.730| 1315
SONOMA 2013| 113.4| 0.846( 2.256| 134.0
SONOMA 2014| 113.7| 0.899( 1.587| 126.6
SONOMA 2015 73.0| 0.673| 1.534| 108.5
SONOMA 2016 88.6] 0.792( 1.508| 111.8
SONOMA 2017 120.7| 0.886 1.566| 136.2
SONOMA 2018 105.5| 0.956( 1.201| 110.3
SONOMA 2019 145.8] 1.071| 1.233] 136.2

Division/System  Year | SAIDI | SAIFI | MAIFI | CAIDI
STOCKTON 2010| 166.2| 1.310( 1.402| 126.8
STOCKTON 2011| 180.5| 1.234| 0.898| 146.2
STOCKTON 2012 91.1] 0.993( 1.972| 91.8
STOCKTON 2013( 106.5| 1.427( 2.025| 74.6
STOCKTON 2014 105.9] 0.749( 1.309| 141.4
STOCKTON 2015 96.1| 0.874 1.947| 109.9
STOCKTON 2016 84.0| 0.900( 1.663| 93.3
STOCKTON 2017| 84.6| 0.946( 1.264| 89.5
STOCKTON 2018| 107.7| 1.036( 1.872| 103.9
STOCKTON 2019| 175.4| 1.276( 1.130| 137.4

Division/System Year | SAIDI | SAIFI [ MAIFI | CAIDI
YOSEMITE 2010 226.3| 1.474 2.598| 153.5
YOSEMITE 2011 207.9| 1.279 1.811| 1625
YOSEMITE 2012 140.8| 1.272 4.088| 110.7
YOSEMITE 2013( 187.8| 1.344( 3.259| 139.7
YOSEMITE 2014| 117.6| 1.226( 2.446| 96.0
YOSEMITE 2015( 102.3| 0.984( 2.638| 103.9
YOSEMITE 2016| 123.2| 1.178( 2.025| 104.5
YOSEMITE 2017 143.0| 1.170( 2.150| 122.2
YOSEMITE 2018 158.4| 1.361| 1.773| 116.4
YOSEMITE 2019 160.7] 1.472| 1.603] 109.2

34



WMP-Discovery2023_DR_TURN_003-Q002Atch03

c. Charts for Division Reliability Indices for the past 10 years

i. Charts for Division Reliability Indices for the past 10 years with linear trend
line excluding ISO and planned outages and including MED

1. AIDI Performance Results (MED Included)

Chart 11: Division Reliability - AIDI Indices
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Chart 12: Division Reliability - AIDI Indices
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Chart 13: Division Reliability - AIDI Indices

Diablo - AIDI
(Include MEDs, Excludes ISO and Planned Outages)
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Chart 14: Division Reliability - AIDI Indices
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Chart 15: Division Reliability - AIDI Indices

Fresno - AIDI
(Include MEDs, Excludes ISO and Planned Qutages)
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Chart 16: Division Reliability - AIDI Indices
Humboldt - AIDI
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Chart 17: Division Reliability - AIDI Indices
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Chart 18: Division Reliability - AIDI Indices
Los Padres - AIDI
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Chart 19: Division Reliability - AIDI Indices

Mission - AIDI
{Include MEDs, Excludes ISO and Planned Qutages)
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Chart 20: Division Reliability — AIDI Indices
North Bay- AIDI
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Chart 21: Division Reliability - AIDI Indices

North Valley - AIDI
(Include MEDs, Excludes ISO and Planned Qutages)
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Chart 22: Division Reliability - AIDI Indices

Peninsula - AIDI
(Include MEDs, Excludes ISO and Planned Outages)
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Chart 23: Division Reliability - AIDI Indices

Sacramento - AIDI
{Include MEDs, Excludes ISO and Planned Qutages)
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Chart 24: Division Reliability - AIDI Indices
San Francisco - AIDI
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Chart 25: Division Reliability - AIDI Indices
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Chart 26: Division Reliability — AIDI Indices
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Chart 27: Division Reliability — AIDI Indices
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Chart 28: Division Reliability - AIDI Indices
Stockton - AIDI
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Chart 29: Division Reliability - AIDI Indices
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Chart 30: Division Reliability - AIFI Indices
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Chart 31: Division Reliability - AIFI Indices
De Anza - AlFI
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Chart 32: Division Reliability - AIFI Indices
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Chart 33: Division Reliability - AIFI Indices
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Chart 34: Division Reliability - AIFI Indices
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Chart 35: Division Reliability - AIFI Indices
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Chart 36: Division Reliability - AIFI Indices
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Chart 37: Division Reliability - AIFI Indices
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Chart 38: Division Reliability - AIFI Indices
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Chart 39: Division Reliability - AIFI Indices
North Bay - AIFI
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Chart 40: Division Reliability - AIFI Indices
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Chart 41: Division Reliability - AIFI Indices
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Chart 42: Division Reliability - AIFI Indices
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Chart 43: Division Reliability - AIFI Indices
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Chart 44: Division Reliability - AIFI Indices
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Chart 45: Division Reliability - AIFI Indices
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Chart 46: Division Reliability - AIFI Indices
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Chart 47: Division Reliability - AIFI Indices
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Chart 48: Division Reliability - AIFI Indices
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Chart 49: Division Reliability - MAIFI Indices
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Chart 50: Division Reliability - MAIFI Indices
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Chart 51: Division Reliability - MAIFI Indices
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Chart 52: Division Reliability - MAIFI Indices
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Chart 53: Division Reliability - MAIFI Indices
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Chart 54: Division Reliability - MAIFI Indices
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Chart 55: Division Reliability - MAIFI Indices
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Chart 56: Division Reliability - MAIFI Indices
Los Padres - MAIFI
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Chart 57: Division Reliability - MAIFI Indices
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Chart 58: Division Reliability - MAIFI Indices
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Chart 59: Division Reliability - MAIFI Indices
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Chart 60: Division Reliability - MAIFI Indices
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Chart 61: Division Reliability - MAIFI Indices
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Chart 62: Division Reliability - MAIFI Indices
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Chart 63: Division Reliability - MAIFI Indices
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Chart 64: Division Reliability - MAIFI Indices
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Chart 65: Division Reliability - MAIFI Indices
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Chart 66: Division Reliability - MAIFI Indices
Stockton - MAIFI
(Include MEDs, Excludes 1ISO and Planned Outages
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Chart 67: Division Reliability - MAIFI Indices
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Chart 68: Division Reliability - CAIDI Indices
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Chart 69: Division Reliability - CAIDI Indices
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Chart 70: Division Reliability - CAIDI Indices
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Chart 71: Division Reliability - CAIDI Indices
East Bay - CAIDI
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Chart 72: Division Reliability - CAIDI Indices
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Chart 73: Division Reliability - CAIDI Indices
Humboldt - CAIDI
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Chart 74: Division Reliability - CAIDI Indices
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Chart 75: Division Reliability - CAIDI Indices
Los Padres - CAIDI
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Chart 76: Division Reliability - CAIDI Indices
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Chart 77: Division Reliability - CAIDI Indices
North Bay - CAIDI
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Chart 78: Division Reliability - CAIDI Indices

(Include MEDs, Excludes 1ISO and Planned Qutages)
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Chart 79: Division Reliability - CAIDI Indices
Peninsula - CAIDI
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Chart 80: Division Reliability - CAIDI Indices
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Chart 81: Division Reliability - CAIDI Indices
San Francisco - CAIDI
{Include MEDs, Excludes 1ISO and Planned Qutages)
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Chart 82: Division Reliability - CAIDI Indices
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Chart 83: Division Reliability - CAIDI Indices
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Chart 84: Division Reliability - CAIDI Indices
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Chart 85: Division Reliability - CAIDI Indices

Stockton - CAIDI
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Chart 86: Division Reliability - CAIDI Indices
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Charts for Division Reliability Indices for the past 10 years with linear trend

line excluding ISO, planned outages and MED

1. AIDI Performance Results (MED Excluded)

Chart 87: Division Reliability - AIDI Indices

Central Coast - AIDI
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250

203.6

200
156.8 1678 162

150 T~ 137

100 1137 122
102.0
50
ﬂ T T T T T T T T T 1
2010 2011 2012 2013 2014 2015 2016 2017 2018 2019
Chart 88: Division Reliability - AIDI Indices
De Anza - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 89: Division Reliability - AIDI Indices
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Chart 90: Division Reliability - AIDI Indices
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Chart 91: Division Reliability - AIDI Indices

Fresno - AIDI
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Chart 92: Division Reliability - AIDI Indices

Humboldt - AIDI
(Excludes MEDs, ISO and Planned Outages)
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Chart 93: Division Reliability - AIDI Indices

Kern - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 94: Division Reliability - AIDI Indices
Los Padres - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 95: Division Reliability - AIDI Indices

Mission - AIDI

(Excludes MEDs, I1SO and Planned Outages)
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Chart 96: Division Reliability - AIDI Indices
North Bay - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 97: Division Reliability - AIDI Indices

North Valley - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 98: Division Reliability - AIDI Indices
Peninsula - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 99: Division Reliability - AIDI Indices

Sacramento - AlDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 100: Division Reliability - AIDI Indices

San Francisco - AIDI
(Excludes MEDs, 1SO and Planned Outages)
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Chart 101: Division Reliability - AIDI Indices

San Jose - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 102: Division Reliability - AIDI Indices
Sierra - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 103: Division Reliability - AIDI Indices

Sonoma - AIDI
(Excludes MEDs, IS0 and Planned Outages)
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Chart 104: Division Reliability - AIDI Indices
Stockton - AIDI
(Excludes MEDs, IS0 and Planned Outages)
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Chart 105: Division Reliability - AIDI Indices

Yosemite - AIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 106: Division Reliability - AIFI Indices

Central Coast - AIFI
(Excludes MEDs, 1SO and Planned Outages)
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Chart 107: Division Reliability - AIFI Indices
De Anza - AlFI
{Excludes MEDs, IS0 and Planned Outages)
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Chart 108: Division Reliability - AIFI Indices

Diablo - AIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 109: Division Reliability - AIFI Indices
East Bay - AlFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 110: Division Reliability - AIFI Indices

Fresno - AlFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 111: Division Reliability - AIFI Indices
Humboldt - AIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 112: Division Reliability - AIFI Indices

Kern - AlFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 113: Division Reliability - AIFI Indices
Los Padres - AIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 114: Division Reliability - AIFI Indices

Mission - AIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 115: Division Reliability - AIFI Indices
North Bay - AIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 116: Division Reliability - AIFI Indices

North Valley - AlFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 117: Division Reliability - AIFI Indices
Peninsula - AIFI
(Excludes MEDs, I1SO and Planned OQutages)
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Chart 118: Division Reliability - AIFI Indices

Sacramento - AlFI

(Excludes MEDs, I1SO and Planned OQutages)
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Chart 119: Division Reliability - AIFI Indices
San Francisco - AlFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 120: Division Reliability - AIFI Indices
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Chart 121: Division Reliability - AIFI Indices
Sierra - AIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 122: Division Reliability - AIFI Indices

Sonoma - AlFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 123: Division Reliability - AIFI Indices
Stockton - AIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 124: Division Reliability - AIFI Indices
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Chart 125: Division Reliability - MAIFI Indices

Central Coast - MAIFI
(Excludes MEDs, 1SO and Planned Dutages)
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Chart 126: Division Reliability - MAIFI Indices

De Anza - MAIFI
(Excludes MEDs, ISO and Planned Dutages)
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Chart 127: Division Reliability - MAIFI Indices

Diablo - MAIFI
{Excludes MEDs, I1SO and Planned Outages)
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Chart 128: Division Reliability - MAIFI Indices
East Bay - MAIFI
(Excludes MEDs, IS0 and Planned Outages)
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Chart 129: Division Reliability - MAIFI Indices
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Chart 130: Division Reliability - MAIFI Indices
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Chart 131: Division Reliability - MAIFI Indices

Kern - MAIFI
(Excludes MEDs, ISO and Planned Outages)
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Chart 132: Division Reliability - MAIFI Indices
Los Padres - MAIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 133: Division Reliability - MAIFI Indices

Mission - MAIFI
{Excludes MEDs, IS0 and Planned Outages)
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Chart 134: Division Reliability - MAIFI Indices
North Bay - MAIFI
(Excludes MEDs, ISO and Planned Dutages)
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Chart 135: Division Reliability - MAIFI Indices

North Valley - MAIFI
(Excludes MEDs, ISO and Planned Outages)
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Chart 136: Division Reliability - MAIFI Indices
Peninsula - MAIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 137: Division Reliability - MAIFI Indices

Sacramento - MAIFI
{Excludes MEDs, IS0 and Planned Outages)
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Chart 138: Division Reliability - MAIFI Indices
San Francisco - MAIFI
(Excludes MEDs, IS0 and Planned Outages)
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Chart 139: Division Reliability - MAIFI Indices

San Jose - MAIFI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 140: Division Reliability - MAIFI Indices
Sierra - MAIFI
(Excludes MEDs, IS0 and Planned Outages)
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Chart 141: Division Reliability - MAIFI Indices
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Chart 142: Division Reliability - MAIFI Indices
Stockton - MAIFI
(Excludes MEDs, I1SO and Planned OQutages)
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Chart 143: Division Reliability - MAIFI Indices
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Chart 144: Division Reliability - CAIDI Indices

Central Coast - CAIDI
(Excludes MEDs, 1SO and Planned Outages)
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Chart 145: Division Reliability - CAIDI Indices
De Anza - CAIDI
(Excludes MEDs, IS0 and Planned Outages)
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Chart 146: Division Reliability - CAIDI Indices

Diablo - CAIDI
(Excludes MEDs, I1SO and Planned OQutages)
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Chart 147: Division Reliability - CAIDI Indices
East Bay - CAIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 148: Division Reliability - CAIDI Indices

Fresno - CAIDI
(Excludes MEDs, I1SO and Planned OQutages)
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Chart 149: Division Reliability - CAIDI Indices
Humboldt - CAIDI
(Excludes MEDs, I1SO and Planned Outages)
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Chart 150: Division Reliability - CAIDI Indices
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Chart 151: Division Reliability - CAIDI Indices
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Chart 152: Division Reliability - CAIDI Indices
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Chart 153: Division Reliability - CAIDI Indices
North Bay - CAIDI
{Excludes MEDs, ISO and Planned Outages)
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Chart 154: Division Reliability - CAIDI Indices

North Valley - CAIDI
(Excludes MEDs, I1SO and Planned OQutages)
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Chart 155: Division Reliability - CAIDI Indices

Peninsula - CAIDI
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Chart 156: Division Reliability - CAIDI Indices
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Chart 157: Division Reliability - CAIDI Indices
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Chart 158: Division Reliability - CAIDI Indices

San Jose - CAIDI
(Excludes MEDs, ISO and Planned Outages)
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Chart 159: Division Reliability - CAIDI Indices
Sierra - CAIDI
(Excludes MEDs, I1SO and Planned Outages)
180
153.7

180 14M?_9 1455
140 N 150.2 -~
120 \\ —
100 TI05

80 859

&0

40

20

u T T T T T T T T T 1

2010 2011 2012 2013 2014 2015 2016 2017 2018 2019

112




WMP-Discovery2023_DR_TURN_003-Q002Atch03

Chart 160: Division Reliability - CAIDI Indices\

Sonoma - CAIDI
(Excludes MEDs, IS0 and Planned Outages)
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Chart 161: Division Reliability - CAIDI Indices
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Chart 162: Division Reliability - CAIDI Indices
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d. Division and System Reliability Indices Performance Variances
(Five-Year Average)

This section contains additional division reliability information, as required by Decision
04-10-034, and Decision 16-01-008, Appendix B, footnote 6. This section explains
threshold variations (unplanned outages only) in division and/or system reliability indices
relative to the prior five-year averages (excluding major events, as defined per the IEEE
1366 methodology). This section also highlights the large outage events in each division
that exceeded the reporting threshold.

Table 7 summarizes the 2019 division indices that meet the reporting requirement
thresholds of 10 percent or more for the division, and 5 percent or more at the system
level worse than the five year rolling average of reliability performance per D. 04-10-034.5
An “X” indicates that the 2019 Division and system index exceeded the 10 percent and 5
percent threshold, respectively, and is thus discussed in detail in this section.

6 As in prior reports, PG&E does not interpret this reporting requirement as applying to those
indices where 2019 reliability was better than the prior five-year average.
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Table 7 — 2019 Indices excluding Major Events
(Meeting the Reporting Requirement Thresholds)

SAIDI | SAIFI | MAIFI | CAIDI
SYSTEM X X X
CENTRAL COAST X X X
DE ANZA X X X
DIABLO
EAST BAY X X
FRESNO X
HUMBOLDT X
KERN X X
LOS PADRES X X X
MISSION
NORTH BAY X X
NORTH VALLEY X X
PENINSULA X X
SACRAMENTO X
SAN FRANCISCO X X X
SAN JOSE X X X
SIERRA X X
SONOMA X X X
STOCKTON X X X
YOSEMITE X X
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Table 8: Division and System Reliability Indices Performance Variances (Excluding

MED)

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
SYSTEM 2014 91.0| 0.879| 1.390( 103.5
SYSTEM 2015 80.7| 0.787| 1.585( 102.5
SYSTEM 2016 93.9| 0.941| 1.487( 99.8
SYSTEM 2017 97.4| 0.878| 1.487| 110.9
SYSTEM 2018 99.9| 0.962| 1.355 103.8
5-Year Average 14-18 Awg 92.6| 0.889| 1.461| 104.1
SYSTEM 2019 117.7| 1.010| 1.269( 116.5

%Difference| 27.1%)]| 13.5%]|-13.1%]| 12.0%
Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

CENTRAL COAST 2014 122.1| 1.088| 1.835( 112.3
CENTRAL COAST 2015 102.0f 0.847| 1.844| 120.4
CENTRAL COAST 2016 167.8| 1.479| 2.476| 113.4
CENTRAL COAST 2017 146.3| 1.293| 2.589| 113.1
CENTRAL COAST 2018 162.4| 1.447| 2.242| 112.2
5-Year Average 14-18 Awg 140.1] 1.231] 2.198| 113.8
CENTRAL COAST 2019 203.6| 1.470( 2.229| 138.5

%Difference| 45.3%)]| 19.4%| 1.4%]| 21.7%
Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

DE ANZA 2014 89.3| 0.890| 1.213| 100.3
DE ANZA 2015 51.2| 0.476| 1.171| 107.6
DE ANZA 2016 87.3] 0.753| 1.336 116.0
DE ANZA 2017 99.9| 0.996| 1.150( 100.3
DE ANZA 2018 83.9| 0.789| 1.402| 106.4
5-Year Average 14-18 Awg 82.3| 0.781| 1.254| 105.4
DE ANZA ¥ 2019 91.3| 0.873| 1.657| 104.6

%Difference| 10.9%]| 11.9%]| 32.1%| -0.8%
Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

DIABLO 2014 66.1] 0.892| 1.220| 74.1
DIABLO 2015 73.8| 0.860| 1.666| 85.8
DIABLO 2016 76.5| 0.995| 1.694| 76.9
DIABLO 2017 78.0f{ 0.876| 1.620| 89.1
DIABLO 2018 78.3| 1.004| 1.496| 78.0
5-Year Average 14-18 Awg 74.5| 0.925( 1.539( 80.5
DIABLO 2019 78.8| 0.935| 1.212| 84.3

%Difference| 5.8%| 1.0%|-21.3%| 4.7%
Division/System Year SAIDI | SAIFI | MAIFI | CAIDI

EAST BAY 2014 64.8] 0.726] 1.299| 89.2
EAST BAY 2015 45.01 0.586| 1.085[ 76.9
EAST BAY 2016 101.4| 1.050| 1.079( 96.6
EAST BAY 2017 73.8| 0.903| 1.528| 81.7
EAST BAY 2018 78.8 0.901| 1.074| 87.5
5-Year Average 14-18 Awg 72.8| 0.833| 1.213| 87.3
EAST BAY 2019 84.5| 0.854| 0.956( 99.0

%Difference| 16.1%]| 2.5%)]-21.2%| 13.3%
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Division Reliability Indices
2014-2019
(Excluding MED)

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

FRESNO 2014 79.4| 0.983| 1.709| 80.7
FRESNO 2015 70.0] 0.849| 1.829| 824
FRESNO 2016 83.4| 1.105 1.951| 754
FRESNO 2017 72.3| 0.799| 1.546| 90.5
FRESNO 2018 73.5( 0.861| 1.368| 85.4
5-Year Average 14-18 Awg 75.7( 0.919| 1.681| 82.3
FRESNO 2019 78.8| 0.828| 1.477| 95.2

%Difference| 4.1%]| -9.9%](-12.1%| 15.6%

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

HUMBOLDT 2014 212.4| 1.217| 1.809| 174.5
HUMBOLDT 2015 276.3| 1.621| 2.423| 170.5
HUMBOLDT 2016 203.0 1.537| 1.995| 132.1
HUMBOLDT 2017 275.1] 1.306| 2.280| 210.6
HUMBOLDT 2018 226.8| 1.825 1.502| 124.3
5-Year Average 14-18 Awg 238.7| 1.501| 2.002| 159.0
HUMBOLDT 2019 274.6| 1.640( 1.834| 167.5

%Difference| 15.0%| 9.2%]| -8.4%| 5.3%

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

KERN 2014 81.0] 0.936| 1.635| 86.5
KERN 2015 80.4| 0.862| 1.850| 93.2
KERN 2016 89.2| 0.916| 2.066| 97.4
KERN 2017 78.1| 0.733| 1.403| 106.5
KERN 2018 71.6| 0.783| 1.720| 91.4
5-Year Average 14-18 Awg 80.1| 0.846| 1.735| 94.6
KERN ¥ 2019 106.6| 1.101| 1.743| 96.8

%Difference| 33.2%]| 30.1%| 0.5%| 2.3%

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

LOS PADRES 2014 95.2| 1.043| 1.135| 91.2
LOS PADRES 2015 72.2] 0.687| 1.408| 105.1
LOS PADRES 2016 112.3| 1.147| 1.671 97.9
LOS PADRES 2017 106.7| 0.944| 1.442| 113.0
LOS PADRES 2018 134.1] 1.208| 1.010( 111.0
5-Year Average 14-18 Awg 104.1] 1.006| 1.333] 103.5
LOS PADRES ¥ 2019 150.7| 1.188| 0.798( 126.8

%Difference| 44.8%)| 18.2%)]-40.1%| 22.5%

Division/System Year SAIDI | SAIFI | MAIFI | CAIDI

MISSION 2014 62.9] 0.672| 0.770| 93.6
MISSION 2015 56.7| 0.543| 1.054| 104.4
MISSION 2016 72.7( 0.702| 0.916| 103.7
MISSION 2017 60.6| 0.606| 1.002| 100.1
MISSION 2018 62.0{ 0.644| 0.815| 96.4
5-Year Average 14-18 Awg 63.0f 0.633| 0.911| 99.5
MISSION ¥ 2019 65.8 0.669| 0.691| 98.4

%Difference| 4.5%| 5.7%|-24.2%| -1.1%
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Division Reliability Indices
2014-2019
(Excluding MED)

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
NORTH BAY 2014 114.6| 0.875| 2.505( 131.0
NORTH BAY 2015 97.4| 0.904| 1.977| 107.8
NORTH BAY 2016 83.9| 0.767| 1.209( 109.4
NORTH BAY 2017 148.5| 0.955| 1.832| 155.5
NORTH BAY 2018 116.3| 0.921| 1.771| 126.3
5-Year Average 14-18 Awg 112.1] 0.884| 1.859| 126.8
NORTH BAY ¥ 2019 148.2| 1.312| 1.647| 112.9

%Difference| 32.1%)| 48.4%)]-11.4%]|-11.0%

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
NORTH VALLEY 2014 111.1] 0.968| 1.521| 114.8
NORTH VALLEY 2015 132.8| 1.062| 1.930( 125.0
NORTH VALLEY 2016 146.4| 1.128| 1.937| 129.8
NORTH VALLEY 2017 112.3| 0.863| 2.007| 130.2
NORTH VALLEY 2018 187.3| 1.367| 1.325 137.0
5-Year Average 14-18 Awg 138.0| 1.077| 1.744| 128.1
NORTH VALLEY " 2019 205.0| 1.506( 1.458| 136.1

%Difference| 48.6%| 39.7%)]-16.4%| 6.3%

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
PENINSULA 2014 77.1| 0.898| 1.164| 85.9
PENINSULA 2015 60.5| 0.752| 1.601| 80.4
PENINSULA 2016 79.2| 0.908| 1.195| 87.2
PENINSULA 2017 61.5( 0.640| 1.176] 96.0
PENINSULA 2018 60.5( 0.806| 1.204| 75.0
5-Year Average 14-18 Awg 67.8| 0.801| 1.268| 84.6
PENINSULA 2019 88.5| 0.816| 0.983| 108.4

%Difference| 30.6%]| 1.9%)]-22.5%| 28.1%

Division/System Year SAIDI | SAIFI | MAIFI | CAIDI
SACRAMENTO 2014 94.4| 0.807| 1.258( 117.0
SACRAMENTO 2015 80.1| 0.799| 1.556( 100.3
SACRAMENTO 2016 83.6| 0.944| 1.539 88.5
SACRAMENTO 2017 121.2| 1.070| 1.708( 113.2
SACRAMENTO 2018 101.9] 1.031| 1.825[ 98.9
5-Year Average 14-18 Awg 96.2| 0.930| 1.577| 103.5
SACRAMENTO " 2019 98.9| 0.866| 1.574| 114.3

%Difference| 2.8%]| -6.9%]| -0.2%]| 10.5%

Division/System Year SAIDI | SAIFI | MAIFI | CAIDI
SAN FRANCISCO 2014 41.5| 0.457| 0.235( 90.8
SAN FRANCISCO 2015 33.9] 0.504| 0.501| 67.2
SAN FRANCISCO 2016 39.7| 0.518| 0.355| 76.7
SAN FRANCISCO 2017 36.5| 0.500| 0.372| 73.0
SAN FRANCISCO 2018 35.2| 0.378| 0.270[ 93.0
5-Year Average 14-18 Awg 37.4] 0.472 0.347 79.2
SAN FRANCISCO 2019 56.8| 0.614| 0.258( 92.4

%Difference| 52.0%| 30.3%]-25.5%| 16.6%
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Division Reliability Indices
2014-2019
(Excluding MED)

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

SAN JOSE 2014 76.0({ 0.806| 1.026| 94.4
SAN JOSE 2015 65.9] 0.678| 1.008| 97.2
SAN JOSE 2016 65.5| 0.644| 1.152| 101.7
SAN JOSE 2017 72.3] 0.739| 1.171| 97.8
SAN JOSE 2018 85.0] 0.858| 1.322| 99.1
5-Year Average 14-18 Awg 73.0f 0.745( 1.136( 97.9
SAN JOSE ¥ 2019 81.5| 0.747| 1.259( 109.1

%Difference| 11.7%| 0.2%]| 10.8%| 11.4%

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

SIERRA 2014 142.2| 1.210| 2.128( 117.5
SIERRA 2015 123.2| 1.115( 2.816| 110.5
SIERRA 2016 121.7( 1.029( 1.705| 118.2
SIERRA 2017 155.0f 1.191| 1.856| 130.2
SIERRA 2018 152.9| 1.241| 1.350( 123.2
5-Year Average 14-18 Awg 139.0] 1.157| 1.971] 120.1
SIERRA ¥ 2019 167.5| 1.151| 1.482| 145.6

%Difference| 20.5%]| -0.6%]|-24.8%| 21.2%

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

SONOMA 2014 113.7| 0.899| 1.587| 126.6
SONOMA 2015 73.0f{ 0.673| 1.534| 108.5
SONOMA 2016 88.6| 0.792 1.508( 111.8
SONOMA 2017 120.7| 0.886| 1.566( 136.2
SONOMA 2018 105.5| 0.956| 1.201| 110.3
5-Year Average 14-18 Awg 100.3] 0.841] 1.479| 119.2
SONOMA ¥ 2019 145.8| 1.071| 1.233| 136.2

%Difference| 45.3%)| 27.3%]|-16.7%| 14.2%

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI

STOCKTON 2014 105.9( 0.749( 1.309| 141.4
STOCKTON 2015 96.1| 0.874| 1.947| 109.9
STOCKTON 2016 84.0| 0.900| 1.663| 93.3
STOCKTON 2017 84.6| 0.946| 1.264 89.5
STOCKTON 2018 107.7| 1.036| 1.872( 103.9
5-Year Average 14-18 Awg 95.7] 0.901| 1.611| 106.2
STOCKTON ¥ 2019 175.4| 1.276| 1.130( 137.4

%Difference| 83.3%)]| 41.6%)]-29.9%| 29.4%

Division/System Year SAIDI | SAIFI | MAIFI | CAIDI

YOSEMITE 2014 117.6f 1.226| 2.446| 96.0
YOSEMITE 2015 102.3| 0.984| 2.638( 103.9
YOSEMITE 2016 123.2| 1.178| 2.025( 104.5
YOSEMITE 2017 143.0| 1.170| 2.150( 122.2
YOSEMITE 2018 158.4| 1.361| 1.773| 116.4
5-Year Average 14-18 Awg 128.9] 1.184| 2.206| 108.9
YOSEMITE ¥ 2019 160.7| 1.472( 1.603| 109.2

%Difference| 24.7%)| 24.3%|-27.3%| 0.3%
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i. System and Division Performance Assessment

Table 9: System Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
SYSTEM 2014 91.0f 0.879| 1.390( 103.5
SYSTEM 2015 80.7| 0.787| 1.585| 102.5
SYSTEM 2016 93.9| 0.941| 1.487( 99.8
SYSTEM 2017 97.4| 0.878| 1.487( 110.9
SYSTEM 2018 99.9| 0.962| 1.355( 103.8
5-Year Average 14-18 Awgy 92.6| 0.889| 1.461| 104.1
SYSTEM 2019 117.7| 1.010| 1.269| 116.5

%Difference| 27.1%]| 13.5%]-13.1%| 12.0%

System SAIDI Performance

The system’s 2019 SAIDI performance of 117.7 was 25.1 customer-minutes (or
27.1%) higher than the previous 5-year average of 92.6 as shown in the table
above and illustrated in the figure below.

Chart 163 — System SAIDI Performance

System - SAIDI
140.0 (Excluding Planned Outages, IS0 and Major Events)
120.0
100.0 — ___
= 80.0 -
& 60.0
40.0 -
20,0 1
0.0 T T T T T T
2014 2015 2016 2017 2018 1448 Avg 2019
Year

The higher than average 2019 system SAIDI was attributed to the following:

1. The January 5-9 storm event brought heavy rain and winds throughout the
system and contributed (excluding the 6" which was an ME day) 2.3 customer-
minutes to the system’s SAIDI performance.

2. The January 14-18 storm event brought heavy rain and contributed (excluding
the 16" and 17™ which were ME days) 1.7 customer-minutes to the system’s
SAIDI performance.

3. The January 20" lightning storm contributed 1.2 customer-minutes to the
system’s SAIDI performance.

4. The March 5" and 6™ lightning storms contributed 1.3 customer-minutes to the
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system’s SAIDI performance.

5. The March 12" brought strong winds into the system and contributed 1.4
customer-minutes to the system’s SAIDI performance.

6. The April 23 heat wave event contributed 1.7 customer-minutes to the
system’s SAIDI performance.

7. The May 18" and 19" storm event contributed 1.4 customer minutes to the
system’s SAIDI performance.

8. The June 11" and 12" heat wave contributed 2.5 customer-minutes to the
system’s SAIDI performance.

9. The August 10" heat wave contributed 1.0 customer-minutes to the system’s
SAIDI performance.

10.The August 14" and 16™ heat wave contributed 1.5 customer-minutes to the
system’s SAIDI performance.

11.The November 30™ storm event brought heavy rain and winds throughout the
system and contributed 1.8 customer-minutes to the system’s SAIDI
performance.

12.The December 6" and 7t storm event brought heavy rain and winds throughout
the system and contributed 1.5 customer-minutes to the system’s SAIDI
performance.

13.The December 22" storm event brought rain and winds throughout the system
and contributed 1.5 customer-minutes to the system’s SAIDI performance.

System SAIFI Performance

The system’s 2019 SAIFI performance of 1.010 was 0.121 customer-interruptions
(or 13.5%) higher than the previous 5-year average of 0.889 as shown in the table
above and illustrated in the figure below.

Chart 164 — System SAIFI Performance
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The higher than average 2019 system SAIFI was attributed to the following:

1. The January 5-9 storm brought heavy rain and winds throughout the system
and contributed (excluding the 6" which was an ME day) 0.021 customer-
interruptions to the system SAIFI.

2. The January 14-18 storm brought heavy rain across the system and
contributed (excluding the 16" and 17" which were ME days) 0.011
customer-interruptions to the system’s SAIFI.

3. The June 11" and 12" heat wave contributed 0.022 customer-interruptions
to the system’s SAIFI.

4. The August 14" and 16" heat wave contributed 0.013 customer-interruptions
to the system’s SAIFI.

5. The December 6" and 7" storm event contributed 0.012 customer-
interruptions to the system’s SAIFI.

System CAIDI Performance

The system’s 2019 CAIDI performance of 116.5 was 12.4 customer-minutes (or
12.0%) higher than the previous 5-year average of 104.1 as shown in the table
above and illustrated in the figure below.

Chart 165 — System CAIDI Performance
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The higher than average 2019 system CAIDI was attributed to the following:
Weather-Events:
1. The January 14-18 storm brought heavy rain throughout the system. In
particular, the 15" and 18™.
2. Lightning events on January 20™.
3. Lightning events on March 6.

123



WMP-Discovery2023_DR_TURN_003-Q002Atch03

Strong northwest winds on March 12,

Heat wave of April 23",

The storm event of May 18™.

The heat wave of August 10™.

The November 30™ storm event that brought heavy rain and winds into the
system.

9. The December 6" and 7" storm event brought heavy rain and winds
throughout the system.

10.The December 22" storm event brought rain and winds throughout the
system.

These weather-related events contributed 4.2 minutes to the overall CAIDI
performance.
Non-Weather-Related Events:

11. January 315t — underground cable failure on the Salt Springs 2101 circuit.

12. March 24" — outage on the Monte Rio 1113 circuit due to a deteriorated
wood pole.

13. March 26™ — outage on the Woodside 1102 circuit due to a failed line
recloser.

14. April 28" — outage on the Monroe 1106 circuit due to a metallic balloon.

15. May 7" — an outage on the Soledad-Manteca 60 kV line caused by an owl
at Soledad substation.

16. July 15t — a car struck a pole on the Orick 60 kV line.

17. July 27" — an outage of unknown cause on the transmission line between
Electra and West Point substations. The line was patrolled and a cause
was not determined.

18. August 9" — a car pole accident on the Jessup 1102 circuit.

19. September 12" — an underground transformer failure on the Morro Bay
1102 circuit.

20. September 12t — a circuit breaker failure at El Cerrito substation.

21. October 16" — tree fell into the 60kV line causing outages to the Fort
Seward, Fruitland, Garberville, and Rio Dell substations.

22. October 28™ — tree fell into the transmission line cause an outage to the Pt.

Moretti substation.

© N o ok

23. December 15t — failed circuit breaker at Colusa substation.
These non-weather-related outages contributed an additional 3.0 minutes to the
overall system CAIDI.
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Table 10: Central Coast Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
CENTRAL COAST 2014 122.1| 1.088| 1.835 112.3
CENTRAL COAST 2015 102.0| 0.847| 1.844| 120.4
CENTRAL COAST 2016 167.8| 1.479| 2.476| 113.4
CENTRAL COAST 2017 146.3| 1.293| 2.589( 113.1
CENTRAL COAST 2018 162.4| 1.447| 2.242| 112.2
5-Year Average 14-18 Awg | 140.1| 1.231| 2.198( 113.8
CENTRAL COAST 2019 203.6| 1.470| 2.229| 138.5

%Difference| 45.3%]| 19.4%| 1.4%| 21.7%

Central Coast Division SAIDI Performance

Central Coast Division’s 2019 SAIDI performance of 203.6 minutes was 63.5
customer-minutes (or 45.3%) higher than the previous 5-year average of 140.1 as
shown in the table above and illustrated in the figure below.

Chart 166 — Central Coast Division SAIDI Performance
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The higher than average 2019 Central Coast division SAIDI was attributed to the

following:

1. On January 15" a storm event brought heavy rain through the area and
contributed 7.2 customer-minutes to the division’s SAIDI.

2. On February 3", a storm event brought strong south winds and rain into the
area and contributed 3.5 customer-minutes to the division’s SAIDI.

3. February 18™" — a tree fell into the Camp Evers 2106 circuit and contributed 1.8
customer-minutes to the division’s SAIDI.

4. March 18" — an underground elbow failure on the Cliff Drive 401 circuit and
another on the Paul Sweet 2105 circuit contributed 3.3 customer-minutes to the
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division’s SAIDI.

5. July 29" — a failed overhead jumper on the Viejo 2204 circuit contributed 2.6
customer-minutes to the division’s SAIDI.

6. September 28" — two tree related outages: (1) tree fell into the Paul Sweet
2103 circuit and (2) a tree branch fell into the line on the Rob Roy 2015 circuit
contributed 4.5 customer-minutes to the division’s SAIDI.

7. October 28" — (1) a tree fell into the transmission line causing an outage to the
Big Basin substation contributed 4.6 customer-minutes to the division’s SAIDI
and (2) a tree fell into the transmission line causing an outage to the Pt. Moretti
substation contributed 4.9 customer-minutes to the division’s SAIDI.

8. November 30" brought a storm event with strong winds and rain in the area
and contributed 4.5 customer-minutes to the division’s SAIDI.

9. December 1%t brought rain into the area and contributed 7.1 customer-minutes
to the division’s SAIDI.

10. December 2™ - two tree related outages: (1) tree fell into the Camp Evers 2106
circuit and (2) a tree fell into the Rob Roy 2015 circuit contributed 1.9 customer-
minutes to the division’s SAIDI.

11. December 7™ brought rain into the area and contributed 4.6 customer-minutes
to the division’s SAIDI.

Central Coast Division SAIFI Performance

Central Coast Division’s 2019 SAIFI performance of 1.470 was 0.239 customer-
interruptions (or 19.4%) higher than the previous 5-year average of 1.231 as
shown in the table above and illustrated in the figure below.

Chart 167 — Central Coast Division SAIFI Performance
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The higher than average 2019 Central Coast SAIFI was attributed to the
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following:

1. On January 15", a storm event brought heavy rain through the area and
contributed 0.039 customer-interruptions to the division’s SAIFI.

2. On February 3, a storm event brought strong south winds and rain into the
area and contributed 0.011 customer-interruptions to the division’s SAIFI.

3. November 30" brought a storm event with strong winds and rain in the area
and contributed 0.015 customer-minutes to the division’s SAIFI.

4. December 1t brought rain into the area and contributed 0.048 customer-
minutes to the division’s SAIFI.

5. December 7" brought rain into the area and contributed 0.020 customer-
minutes to the division’s SAIFI.

Central Coast Division CAIDI Performance

Central Coast Division’s 2019 CAIDI performance of 138.5 was 24.7 minutes (or
21.7%) higher than the previous 5-year average of 113.8 as shown in the table
above and illustrated in the figure below.

Chart 168 — Central Coast Division CAIDI Performance
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The higher than average 2019 Central Coast CAIDI was attributed to the

following:

1. The January 15" storm event that brought heavy rain through the area.

2. The February 3" storm event that brought strong south winds and rain into the
area.

3. March 18" — an underground elbow failure on the CIiff Drive 401 circuit and
another on the Paul Sweet 2105 circuit.

4. September 28" — two tree related outages: (1) tree fell into the Paul Sweet
2103 circuit and (2) a tree branch fell into the line on the Rob Roy 2015 circuit.
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5. October 28™ — two tree related outage: (1) a tree fell into the transmission line
causing an outage to the Big Basin substation and (2) a tree fell into the
transmission line causing an outage to the Pt. Moretti substation.

6. The November 30" storm event that brought strong winds and rain in the area.

7. The December 15t rain event in the area.

December 2™ - two tree related outages: (1) tree fell into the Camp Evers 2106

circuit and (2) a tree fell into the Rob Roy 2015 circuit.

9. The December 7% rain event in the area.

These outages contributed 17.1 minutes to the division’s overall CAIDI

performance.

o

De Anza Division Performance
Table 11: De Anza Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
DE ANZA 2014 89.3| 0.890| 1.213| 100.3
DE ANZA 2015 51.2| 0.476| 1.171| 107.6
DE ANZA 2016 87.3] 0.753| 1.336 116.0
DE ANZA 2017 99.9| 0.996| 1.150( 100.3
DE ANZA 2018 83.9| 0.789| 1.402| 106.4
5-Year Average 14-18 Awg 82.3| 0.781| 1.254| 105.4
DE ANZA 2019 91.3| 0.873| 1.657| 104.6

%Difference| 10.9%]| 11.9%)| 32.1%| -0.8%

De Anza Division SAIDI Performance

De Anza Division’s 2019 SAIDI performance of 91.3 was 9.0 (or 10.9%) customer-
minutes higher than the previous 5-year average of 82.3 as shown in the table
above and illustrated in the figure below.

Chart 169 — De Anza Division SAIDI Performance
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The higher than average 2019 De Anza Division SAIDI was attributed to the

following:

1. January 3 — an outage on the Stelling 1110 circuit of unknown cause
contributed 1.5 customer-minutes to the division’s SAIDI.

De Anza Division SAIFI Performance

De Anza Division’s 2019 SAIFI performance of 0.873 was 0.092 (or 11.9%)
customer-interruptions higher than the previous 5-year average of 0.781 as shown
in the table above and illustrated in the figure below.

Chart 170 — De Anza Division SAIFI Performance
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The higher than average 2019 De Anza Division SAIFI was attributed to the

following:

1. January 3rd — an outage on the Stelling 1110 circuit of unknown cause
contributed 0.023 customer-interruptions to the division’s SAIFI.

De Anza Division MAIFI Performance

De Anza Division’s 2019 MAIFI performance of 1.657 was 0.403 (or 32.1%)
customer-interruptions higher than the previous 5-year average of 1.254 as shown
in the table above and illustrated in the figure below.
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Chart 171 — De Anza Division MAIFI Performance
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MAIR

The higher than average 2019 De Anza Division MAIFI was attributed to the

following:

2. On January 3", momentary outages of unknown cause were experienced at
Los Gatos Substation that contributed 0.083 customer-interruptions to the
division’s MAIFI.

3. On June 23, momentary events of unknown cause were experienced on the
Vasona 1103 and Saratoga 1109 circuits. These events contributed 0.221
customer-interruptions to the division’s MAIFI.

East Bay Division Performance
Table 12: East Bay Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
EAST BAY 2014 64.8| 0.726( 1.299| 89.2
EAST BAY 2015 45.0f 0.586| 1.085| 76.9
EAST BAY 2016 101.4| 1.050| 1.079| 96.6
EAST BAY 2017 73.8| 0.903| 1.528| 81.7
EAST BAY 2018 78.8 0.901| 1.074| 87.5
5-Year Average 14-18 Awgy 72.8| 0.833| 1.213| 87.3
EAST BAY 2019 84.5| 0.854| 0.956( 99.0

%Difference| 16.1%| 2.5%]-21.2%]| 13.3%

East Bay Division SAIDI Performance

East Bay Division’s 2019 SAIDI performance of 84.5 was 11.7 customer-minutes
(or 16.1%) higher than the previous 5-year average of 72.8 as shown in the table
above and illustrated in the figure below.
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Chart 172 — East Bay Division SAIDI Performance
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The higher than average 2019 East Bay Division SAIDI was attributed to the

following:

1. On September 29", a failed circuit breaker at El Cerrito G substation
contributed 21.9 customer-minutes to the division’s SAIDI.

East Bay Division CAIDI Performance

East Bay Division’s 2019 CAIDI performance of 99.0 was 11.7 minutes (or 13.3%)
higher than the previous 5-year average of 87.3 as shown in the table above and
illustrated in the figure below.

Chart 173 — East Bay Division CAIDI Performance
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The higher than average 2019 East Bay Division CAIDI was attributed to the

following:

1. On September 29th, a failed circuit breaker at El Cerrito G substation
contributed 12.0 minutes to the division’s CAIDI.
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Fresno Division Performance
Table 13: Fresno Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
FRESNO 2014 79.4] 0.983] 1.709| 80.7
FRESNO 2015 70.0] 0.849| 1.829| 824
FRESNO 2016 83.4| 1.105 1.951| 75.4
FRESNO 2017 72.3| 0.799| 1.546| 90.5
FRESNO 2018 73.5| 0.861| 1.368| 85.4
5-Year Average 14-18 Awg 75.7( 0.919| 1.681| 82.3
FRESNO ¥ 2019 78.8| 0.828| 1.477| 95.2

%Difference| 4.1%]| -9.9%)-12.1%]| 15.6%

Fresno Division CAIDI Performance

Fresno Division’s 2019 CAIDI performance of 95.2 was 12.9 minutes (or 15.6%)
higher than the previous 5-year average of 82.3 as shown in the table above and
illustrated in the figure below.

Chart 174 — Fresno Division CAIDI Performance
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The higher than average 2019 CAIDI performance was due to the following:

1. May 9" — A tree fell into the Auberry 1101 circuit and a failed circuit breaker at
Coppermine substation.

2. June 5™ — a failed circuit breaker at Bullard substation.

These outages contributed 5.5 minutes to the division’s overall CAIDI.
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Humboldt Division Performance
Table 14: Humboldt Division Performance

Division/System Year SAIDI | SAIFI | MAIFI | CAIDI
HUMBOLDT 2014 212.4( 1.217| 1.809| 174.5
HUMBOLDT 2015 276.3| 1.621| 2.423| 170.5
HUMBOLDT 2016 203.0f 1.537| 1.995 132.1
HUMBOLDT 2017 275.1f 1.306| 2.280 210.6
HUMBOLDT 2018 226.8( 1.825| 1.502| 124.3
5-Year Average 14-18 Awg | 238.7| 1.501| 2.002| 159.0
HUMBOLDT 2019 274.6| 1.640| 1.834| 167.5

%Difference| 15.0%| 9.2%| -8.4%| 5.3%

Humboldt Division SAIDI Performance

Humboldt Division’s 2019 SAIDI performance of 274.6 is 35.9 customer-minutes
(or 15.0%) higher than the previous 5-year average of 238.7 as shown in the table
above and illustrated below.

Chart 175 — Humboldt Division SAIDI Performance
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The higher than average 2019 SAIDI performance is due to the following outage

events:

1. On October 16™, a tree fell into the 60kV transmission line causing outages at
Fort Seward, Fruitland, Garberville and Rio Dell Substations. This outage
contributed 19.3 customer-minutes to the division’s SAIDI.
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Kern Division Performance

Table 15: Kern Division Performance

Division/System Year SAIDI | SAIFI | MAIFI | CAIDI
KERN 2014 81.0| 0.936] 1.635| 86.5
KERN 2015 80.4| 0.862| 1.850( 93.2
KERN 2016 89.2| 0.916| 2.066| 97.4
KERN 2017 78.1] 0.733 1.403| 106.5
KERN 2018 71.6] 0.783( 1.720| 91.4
5-Year Awverage 14-18 Awg 80.1| 0.846| 1.735| 94.6
KERN ¥ 2019 106.6| 1.101| 1.743| 96.8

%Difference| 33.2%] 30.1%| 0.5%| 2.3%

Kern Division SAIDI Performance

Kern Division’s 2019 SAIDI performance of 106.6 is 26.5 customer-minutes (or
33.2%) higher than the previous 5-year average of 80.1 as shown in the table
above and illustrated below.

Chart 176 — Kern Division SAIDI Performance
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The higher than average 2019 SAIDI performance is due the following outage
events:

1.

On May 17", a SCADA malfunction on the Stockdale 2111 circuit
contributed 1.8 customer-minutes to the division’s SAIDI.
On June 12", an underground switch failure on the Stockdale 2115 circuit
contributed 0.9 customer-minutes to the division’s SAIDI.
On July 22", a failed underground elbow on the 7" Standard 2101 circuit
contributed 2.4 customer-minutes to the division’s SAIDI.
On October 30", a tree branch fell on the Bakersfield 2103 circuit
contributing 2.0 customer-minutes to the division’s SAIDI.
December 22" — (1) a broken crossarm on the Stockdale 2113 circuit
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contributed 3.7 customer-minutes to the division’s SAIDI; (2) a tree fell on
the Panama 2102 circuit contributing 2.2 customer-minutes to the division’s
SAIDI; and (3) an outage of unknown cause on the Bakersfield 2109 circuit
contributed 3.2 customer-minutes to the division’s SAIDI (the line was
patrolled, and the cause was not determined).

6. On December 26™, an outage of unknown cause on the Tejon 1102 circuit
contributed 3.2 customer-minutes to the division’s SAIDI.

Kern Division SAIFI Performance

Kern Division’s 2019 SAIFI performance of 1.101 is 0.255 customer-interruptions
(or 30.1%) higher than the previous 5-year average of 0.846 as shown in the table
above and illustrated below.

Chart 177 — Kern Division SAIFI Performance
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The higher than average 2019 SAIFI performance is due the following outage
events:

1. On May 17", a SCADA malfunction on the Stockdale 2111 circuit
contributed 0.013 customer-interruptions to the division’s SAIFI.

2. On June 12", an underground switch failure on the Stockdale 2115 circuit
contributed 0.010 customer-interruptions to the division’s SAIFI.

3. July 14™ a car pole accident on the Fruitvale 1104 circuit and another car-
pole on the Kern Power 2103 circuit contributed 0.028 customer-
interruptions to the division’s SAIFI.

4. On July 22", a failed underground elbow on the 7t Standard 2101 circuit
contributed 0.013 customer-interruptions to the division’s SAIFI.

5. November 13" — (1) an outage of unknown cause on the Stockdale 2113
circuit contributed 0.012 customer-interruptions to the division’s SAIFI (the
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line was patrolled but the cause was not determined); and (2) a bird cause
outage on the Tevis 2104 circuit contributed 0.016 customer-interruptions
to the division’s SAIFI.

6. December 22" — (1) a broken crossarm on the Stockdale 2113 circuit
contributed 0.024 customer-interruptions to the division’s SAIFI; (2) a tree
fell on the Panama 2102 circuit contributing 0.014 customer-interruptions to
the division’s SAIFI; and (3) an outage of unknown cause on the Bakersfield
2109 circuit contributed 0.020 customer-interruptions to the division’s SAIFI
(the line was patrolled but the cause was not determined).

7. December 26™, an operating error at Bakersfield substation contributed
0.036 customer-interruptions to the division’s SAIFI.

Los Padres Division Performance
Table 16: Los Padres Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
LOS PADRES 2014 95.2| 1.043| 1.135| 91.2
LOS PADRES 2015 72.2] 0.687| 1.408| 105.1
LOS PADRES 2016 112.3| 1.147| 1.671| 97.9
LOS PADRES 2017 106.7| 0.944| 1.442| 113.0
LOS PADRES 2018 134.1] 1.208| 1.010( 111.0
5-Year Average 14-18 Awg 104.1] 1.006| 1.333| 103.5
LOS PADRES ¥ 2019 150.7| 1.188| 0.798( 126.8

%Difference| 44.8%| 18.2%)|-40.1%| 22.5%

Los Padres Division SAIDI Performance

Los Padres Division’s 2019 SAIDI performance of 150.7 was 46.6 customer-
minutes (or 44.8%) higher than the previous 5-year average of 104.1 as shown in
the table above and illustrated in the figure below.

Chart 178 — Los Padres Division SAIDI Performance
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The higher than average 2019 Los Padres Division SAIDI was attributed to the

following:

1. On February 23, the transmission line was forced out due to a tree in the line
caused by a 3" party tree-cutting. This outage contributed 19.2 customer-
minutes to the division’s SAIDI performance.

2. On April 6™, a car-pole incident on the Santa Maria 1111 circuit contributed 4.2
customer-minutes to the division’s SAIDI performance.

3. On August 1%, a failed overhead connector / splice on the Morro Bay 1101
circuit contributed 3.7 customer-minutes to the division’s SAIDI performance.

4. On September 9, a grass fire near a transmission line in Santa Maria
interrupted service to the Buellton, Palmer, Santa Ynes, and Zaca substations.
This outage contributed 8.1 customer-minutes to the division’s SAIDI
performance.

5. On September 121, a failed underground transformer on the Morro Bay 1102
circuit. This outage contributed 4.2 customer-minutes to the division’s SAIDI.

Los Padres Division SAIFI Performance

Los Padres Division’s 2019 SAIFI performance of 1.188 was 0.182 customer-
interruptions (or 18.2%) higher than the previous 5-year average of 1.006 as
shown in the table above and illustrated in the figure below.

Chart 179 — Los Padres Division SAIFI Performance
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The higher than average 2019 Los Padres Division SAIFI was attributed to the

following:

1. On February 23", a transmission line was forced out due to a tree in the line
caused by a 3" party tree-cutting. This outage contributed 0.130 customer-

137



WMP-Discovery2023_DR_TURN_003-Q002Atch03

interruptions to the division’s SAIFI performance.

Los Padres Division CAIDI Performance
Los Padres Division’s 2019 CAIDI performance of 126.8 was 23.3 minutes (or
22.5%) higher than the previous 5-year average of 103.5 as shown in the table
above and illustrated in the figure below.

Chart 180 — Los Padres Division CAIDI Performance
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The higher than average 2019 Los Padres Division CAIDI was attributed to the

following:

1. On February 23", a transmission line was forced out due to a tree in the line
caused by a 3" party tree-cutting.

2. A failed overhead connector / splice on the Divide 1102 circuit and a tree fell
into the Perry 1101 circuit.

3. A broken crossarm on the San Luis Obispo 1107 circuit.

4. A car-pole incident on the Santa Maria 1111 circuit on April 6.

5. A failed overhead connector / splice on the Morro Bay 1101 circuit on August
1st,

6. A grass fire near a transmission line in Santa Maria interrupted service to the
Buellton, Palmer, Santa Ynes, and Zaca substations on September 9.

7. On September 12, a failed underground transformer on the Morro Bay 1102
circuit on September 12,

These outages contributed 13.3 minutes to the division’s overall CAIDI.
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North Bay Division Performance
Table 17: North Bay Division Performance

Division/System Year SAIDI | SAIFI | MAIFI | CAIDI
NORTH BAY 2014 114.6| 0.875| 2.505| 131.0
NORTH BAY 2015 97.4] 0.904( 1.977| 107.8
NORTH BAY 2016 83.9] 0.767| 1.209| 109.4
NORTH BAY 2017 148.5| 0.955| 1.832| 155.5
NORTH BAY 2018 116.3| 0.921| 1.771| 126.3
5-Year Average 14-18 Awg | 112.1| 0.884| 1.859| 126.8
NORTH BAY ¥ 2019 148.2| 1.312| 1.647| 112.9

%Difference| 32.1%)| 48.4%)-11.4%]|-11.0%

North Bay Division SAIDI Performance

North Bay Division’s 2019 SAIDI performance of 148.2 was 36.1 customer-minutes
(or 32.1%) higher than the previous 5-year average of 112.1 as shown in the table
above and illustrated in the figure below.

Chart 181 — North Bay Division SAIDI Performance
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The higher than average 2019 North Bay Division SAIDI was attributed to the
following outage events:

1. On February 6™, a failed overhead conductor on the Napa 1102 circuit
contributed 3.0 customer-minutes to the division’s SAIDI performance.

2. On March 12t the following three outages contributed 9.2 customer-minutes
to the division’s SAIDI performance: (1) a tree fell into the Olema 1101 circuit,
(2) a metallic balloon on the Carquinez 1103 circuit, and (3) a car-pole incident
on the San Rafael 1105 circuit.

3. On June 9", a failed overhead conductor on the North Tower 1108 circuit and
a failed line recloser on the Alto 1125 circuit contributed 4.2 customer-minutes
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to the division’s SAIDI performance.

4. The heat wave of June 11" contributed 5.8 customer-minutes to the division’s
SAIDI performance.

5. The November 30" storm event brought heavy rain into the area and
contributed 3.7 customer-minutes to the division’s SAIDI performance.

North Bay Division SAIFI Performance
North Bay Division’s 2019 SAIFI performance of 1.312 was 0.428 customer-
interruptions (or 48.4%) higher than the previous 5-year average of 0.884 as

shown in the table above and illustrated in the figure below.

Chart 182 — North Bay Division SAIFI Performance
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The higher than average 2019 North Bay Division SAIFI was attributed to the

following outage events:

1. On January 20™, a failed overhead conductor on the San Rafael 1107 circuit
contributed 0.028 customer-interruptions to the division’s SAIFI performance.

2. On February 6", a failed overhead conductor on the Napa 1102 circuit
contributed 0.008 customer-interruptions to the division’s SAIFI performance.

3. On March 12", the following three outages contributed 0.030 customer-
interruptions to the division’s SAIFI performance: (1) a tree fell into the Olema
1101 circuit, (2) a metallic balloon on the Carquinez 1103 circuit, and (3) a car-
pole incident on the San Rafael 1105 circuit.

4. On June 9", a failed overhead conductor on the North Tower 1108 circuit and
a failed line recloser on the Alto 1125 circuit contributed 0.029 customer-
interruptions to the division’s SAIFI performance.

5. The heat wave of June 11" contributed 0.051 customer-interruptions to the
division’s SAIFI performance.
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6. On June 27", a failed connector / splice on the Alto 1121 and another failed
connector / splice on the Alto 1123 contributed 0.024 customer-interruptions to
the division’s SAIFI performance.

7. October 3 (1) a trouble-man working on the San Rafael 1107 inadvertently
caused an outage when the fuse contacted the line. This event contributed
0.025 customer-interruptions to the division SAIFI performance. (2) A failed
overhead connector / splice on the Greenbrae 1102 circuit contributed 0.017
customer-interruptions to the division’s SAIFI performance.

8. On November 7™, an outage of unknown cause on the Pueblo 2103 circuit
contributed 0.019 customer-interruptions to the division’s SAIFI performance.
The line was patrolled but the cause was not determined.

9. On November 10™, two outages of unknown cause on the San Rafael 1104
circuit contributed 0.036 customer-interruptions to the division’'s SAIFI
performance. The line was patrolled but the cause was not determined.

10. On November 16™, two outages of unknown cause on the San Rafael 1104
circuit contributed 0.036 customer-interruptions to the division’s SAIFI
performance. The line was patrolled but the cause was not determined.

11. On November 17™, a broken insulator on the Stafford 1101 circuit contributed
0.020 customer-interruptions to the division’s SAIFI performance.

12.The November 30" storm event brought heavy rain into the area and
contributed 0.027 customer-interruptions to the division’s SAIFI performance.

North Valley Division Performance
Table 18: North Valley Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
NORTH VALLEY 2014 111.1| 0.968| 1.521| 114.8
NORTH VALLEY 2015 132.8| 1.062| 1.930| 125.0
NORTH VALLEY 2016 146.4| 1.128| 1.937| 129.8
NORTH VALLEY 2017 112.3| 0.863| 2.007( 130.2
NORTH VALLEY 2018 187.3| 1.367| 1.325 137.0
5-Year Average 14-18 Awg 138.01 1.077| 1.744| 128.1
NORTH VALLEY " 2019 205.0| 1.506( 1.458| 136.1

%Difference| 48.6%]| 39.7%)]-16.4%| 6.3%

North Valley Division SAIDI Performance

North Valley Division’s 2019 SAIDI performance of 205.0 was 67.0 customer-
minutes (or 48.6%) higher than the previous 5-year average of 138.0 as shown in
the table above and illustrated in the figure below.
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Chart 183 — North Valley Division SAIFI Performance
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The higher than average 2019 North Valley Division SAIDI was attributed to the
following outage events:

1. On February 25", a storm event brought heavy rain and winds into the area
and contributed 3.9 customer-minutes to the division’s SAIDI performance.

2. On June 26™, an outage of unknown cause on the Cottonwood-Benton 60 kV
line contributed 2.6 customer-minutes to the division’s SAIDI performance. The
line was patrolled but the cause was not determined.

3. On July 27™ a tree fell into the line causing an outage at Chester substation.
This outage contributed 5.7 customer-minutes to the division’s SAIDI
performance.

4. On August 9™, a car-pole incident on the Jessup 1102 circuit contributed 6.4
customer-minutes to the division’s SAIDI performance.

5. The lightning storm of August 10" contributed 23.1 customer-minutes to the
division’s SAIDI performance.

6. August 22" (1) a grass fire in the area of Stillwater substation caused the
substation to be shut down contributing 6.1 customer-minutes to the division’s
SAIDI performance. (2) a car-pole incident on the Cottonwood 1103 circuit
contributed 1.9 customer-minutes to the division’s SAIDI performance.

7. On November 29", a transmission outage, impacting Oro Fino substation due
to a broken pole, contributed 5.9 customer-minutes to the division’s SAIDI
performance.

North Valley Division SAIFI Performance
North Valley Division’s 2019 SAIFI performance of 1.506 was 0.429 customer-
interruptions (or 39.7%) higher than the previous 5-year average of 1.077 as
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shown in the table above and illustrated in the figure below.

Chart 184 — North Valley Division SAIFI Performance
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The higher than average 2019 North Valley Division SAIFI was attributed to the
following:

1. On January 5", a storm event bringing heavy rain into the area contributed
0.011 customer-interruptions to the division’s SAIFI performance.

2. On January 9", a storm event bringing rain and lightning into the area
contributed 0.027 customer-interruptions to the division’s SAIFI performance.

3. Rain on February 15t contributed 0.024 customer-interruptions to the division’s
SAIFI performance.

4. February 20" brought rain and lightning into the area and contributed 0.026
customer-interruptions to the division’s SAIFI performance.

5. On February 25", a storm event brought heavy rain and winds into the area
and contributed 0.037 customer-interruptions to the division’s SAIFI
performance.

6. On June 6™, (1) a tree branch fell into the Nord 1103 circuit contributing 0.016
customer-interruptions to the division’s SAIFI performance and (2) a failed
overhead conductor on the Chico B 1101 circuit contributed 0.006 customer-
interruptions to the division’s SAIFI performance.

7. On June 26M, an outage of unknown cause on the Cottonwood-Benton 60 kV
line contributed 0.034 customer-interruptions to the division’s SAIFI
performance. The line was patrolled but the cause was not determined.

8. On July 27", a tree fell into the line causing an outage at Chester substation.
This outage contributed 0.008 customer-interruptions to the division’s SAIFI
performance.

9. On August 9™, a car-pole incident on the Jessup 1102 circuit contributed 0.012
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customer-interruptions to the division’s SAIFI performance.

10.The lightning storm of August 10" contributed 0.085 customer-interruptions to
the division’s SAIFI performance.

11.August 22"9: (1) a grass fire in the area of Stillwater substation caused the
substation to be shut down contributing 0.006 customer-interruptions to the
division’s SAIFI performance and (2) a car-pole incident on the Cottonwood
1103 circuit contributed 0.014 customer-interruptions to the division’s SAIFI
performance.

12. On November 29", a transmission outage, impacting Oro Fino substation due
to a broken pole, contributed 0.022 customer-interruptions to the division’s
SAIFI performance.

Peninsula Division Performance
Table 19: Peninsula Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
PENINSULA 2014 77.1] 0.898| 1.164| 85.9
PENINSULA 2015 60.5| 0.752| 1.601| 80.4
PENINSULA 2016 79.2( 0.908| 1.195| 87.2
PENINSULA 2017 61.5( 0.640| 1.176] 96.0
PENINSULA 2018 60.5( 0.806| 1.204| 75.0
5-Year Average 14-18 Awg 67.8| 0.801| 1.268| 84.6
PENINSULA ¥ 2019 88.5| 0.816| 0.983| 108.4

%Difference| 30.6%]| 1.9%)]-22.5%| 28.1%

Peninsula Division SAIDI Performance

Peninsula Division’s 2019 SAIDI performance of 88.5 was 20.7 customer-minutes
(or 30.6%) higher than the previous 5-year average of 67.8 as shown in the table
above and illustrated in the figure below.
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Chart 185 — Peninsula Division SAIDI Performance
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The higher than average 2019 Peninsula Division SAIDI was attributed to the
following:

1. On March 9", a tree fell into the Woodside 1103 circuit contributing 2.1
customer-minutes to the division’s SAIDI performance.

2. On March 12", two incidences for tree branches falling into the lines (Pacifica
1103 and 1104 circuits) contributed 3.8 customer-minutes to the division’s
SAIDI performance.

3. On March 26™, a failed line regulator on the Woodside 1102 circuit contributed
3.9 customer-minutes to the division’s SAIDI performance.

4. On October 24" a Public Safety Public Shut-off (PSPS) took place and
contributed 2.7 customer-minutes to the division’s SAIDI performance.

5. The December 7™ storm event brought high winds and rain into the area and
contributed 2.9 customer-minutes to the division’s SAIDI performance.

Peninsula Division CAIDI Performance

Peninsula Division’s 2019 CAIDI performance of 108.4 was 23.8 minutes (or
28.1%) higher than the previous 5-year average of 84.6 as shown in the table
above and illustrated in the figure below.
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Chart 186 — Peninsula Division CAIDI Performance
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The higher than average 2019 Peninsula Division CAIDI was attributed to the
following:
1. On January 18™, a failed underground connector on the Bay Meadows 1107
circuit.
2. On March 9™, a tree fell into the Woodside 1103 circuit
3. On March 12, two incidences of tree branches falling into the lines (Pacifica
1103 and 1104 circuits).
4. On March 26™, a failed line regulator on the Woodside 1102 circuit.
5. On July 9", a car-pole incident on the Redwood City 409 circuit.
6. On October 8™, outages related to failed wood poles occurred on the Bay
Meadows 1105 and 1107 circuits, and on the Hillsdale 405 circuit.
7. On October 24", a Public Safety Public Shut-off (PSPS) took place.
8. The December 7" storm event brought high winds and rain into the area.
9. December 22" (1) a failed overhead connector / splice on the Bellehaven
1105 circuit and (2) a failed regulator at Hillsdale substation.
These outages contributed 15.3 minutes to the division’s CAIDI performance.

Sacramento Division Performance

Table 20: Sacramento Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
SACRAMENTO 2014 94.4| 0.807 1.258| 117.0
SACRAMENTO 2015 80.1| 0.799| 1.556( 100.3
SACRAMENTO 2016 83.6| 0.944| 1539 88.5
SACRAMENTO 2017 121.2| 1.070| 1.708| 113.2
SACRAMENTO 2018 101.9| 1.031| 1.825( 98.9
5-Year Awverage 14-18 Awg 96.2| 0.930( 1.577| 103.5
SACRAMENTO " 2019 98.9( 0.866| 1.574| 114.3

%Difference| 2.8%]| -6.9%]| -0.2%]| 10.5%
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Sacramento Division CAIDI Performance
Sacramento Division’s 2019 CAIDI performance of 114.3 was 10.8 minutes (or
10.5%) higher than the previous 5-year average of 103.5 as shown in the table
above and illustrated in the figure below.

Chart 187 — Sacramento Division CAIDI Performance
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The higher than average 2019 Sacramento Division CAIDI was attributed to a
failed bushing at Colusa substation on December 15t. This outage contributed
2.4 minutes to the division’s CAIDI performance.

San Francisco Division Performance
Table 21: San Francisco Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
SAN FRANCISCO 2014 41.5| 0.457| 0.235 90.8
SAN FRANCISCO 2015 33.9| 0.504| 0.501| 67.2
SAN FRANCISCO 2016 39.7| 0.518| 0.355( 76.7
SAN FRANCISCO 2017 36.5| 0.500| 0.372 73.0
SAN FRANCISCO 2018 35.2| 0.378| 0.270( 93.0
5-Year Average 14-18 Awgy 37.4| 0.472| 0.347( 79.2
SAN FRANCISCO 2019 56.8| 0.614| 0.258( 92.4

%Difference| 52.0%| 30.3%|-25.5%]| 16.6%

San Francisco Division SAIDI Performance

San Francisco Division’s 2019 SAIDI performance of 56.8 was 19.4 customer-
minutes (or 52.0%) higher than the previous 5-year average of 37.4 as shown in
the table above and illustrated in the figure below.
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Chart 188 — San Francisco Division SAIDI Performance
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The higher than average 2019 San Francisco Division SAIDI was attributed to the
following:

1. On March 3, a 3" part dig-in on the Marina 1101 circuit and a failed pothead
on the SF Y 1109 circuit contributed 1.6 customer-minutes to the division’s
SAIDI performance.

2. On May 31%, a failed underground cable on the SF Z 1116 circuit contributed
3.4 customer-minutes to the division’s SAIDI performance.

3. On June 6™, a failed underground connector / splice on the SF Y 1111 circuit
contributed 1.6 customer-minutes to the division’s SAIDI performance.

4. On August 17™, two overhead conductor failures (Oceano 401 and Portola 402
circuits) contributed 2.4 customer-minutes to the division’'s SAIDI
performance.

5. On September 20", a 3" party dig-in caused an outage at the SF Sta. A
substation that contributed 6.4 customer-minutes to the division’s SAIDI
performance.

6. On September 29", a failed relay at SF Sta. Y substation contributed 2.0
customer-minutes to the division’s SAIDI performance.

San Francisco Division SAIFI Performance

San Francisco Division’s 2019 SAIFI performance of 0.614 was 0.142 customer-
interruptions (or 30.3%) higher than the previous 5-year average of 0.472 as
shown in the table above and illustrated in the figure below.
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Chart 189 — San Francisco Division SAIFI Performance
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The higher than average 2019 San Francisco Division SAIFI was attributed to the
following:

1. On March 3, a 3" part dig-in on the Marina 1101 circuit and a failed pothead
on the SF Y 1109 circuit contributed 0.021 customer-interruptions to the
division’s SAIFI performance.

2. On May 31%, a failed underground cable on the SF Z 1116 circuit contributed
0.010 customer-interruptions to the division’s SAIFI performance.

3. On June 6™, a failed underground connector / splice on the SF Y 1111 circuit
contributed 0.010 customer-interruptions to the division’s SAIFI performance.

4. On August 17, two overhead conductor failures (Oceano 401 and Portola 402
circuits) contributed 0.003 customer-interruptions to the division’'s SAIFI
performance.

5. On September 20th, a 3rd party dig-in caused an outage at the SF Sta. A
substation that contributed 0.055 customer-interruptions to the division’s
SAIFI performance.

San Francisco Division CAIDI Performance

San Francisco Division’s 2019 CAIDI performance of 92.4 was 13.2 minutes (or
16.6%) higher than the previous 5-year average of 79.2 as shown in the table
above and illustrated in the figure below.
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Chart 190 — San Francisco Division CAIDI Performance
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CAIDI

The higher than average 2019 San Francisco Division CAIDI is attributed to the
following:
1. On March 3, a 3" part dig-in on the Marina 1101 circuit and a failed pothead
on the SF Y 1109 circuit.
2. On May 31%, a failed underground cable on the SF Z 1116 circuit.
3. On June 6™, a failed underground connector / splice on the SF Y 1111 circuit.
4. On August 17™, two overhead conductor failures (Oceano 401 and Portola 402
circuits).
5. On September 20th, a 3rd party dig-in caused an outage at the SF Sta. A
These outages contributed 12.0 minutes to the division’s CAIDI performance.

San Jose Division Performance
Table 22: San Jose Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
SAN JOSE 2014 76.0({ 0.806| 1.026|] 94.4
SAN JOSE 2015 65.9( 0.678| 1.008| 97.2
SAN JOSE 2016 65.5( 0.644| 1.152| 101.7
SAN JOSE 2017 72.3| 0.739| 1.171] 97.8
SAN JOSE 2018 85.0| 0.858| 1.322 99.1
5-Year Awverage 14-18 Awg 73.0f 0.745| 1.136 97.9
SAN JOSE ¥ 2019 81.5| 0.747| 1.259( 109.1

%Difference| 11.7%]| 0.2%]| 10.8%]| 11.4%

San Jose Division SAIDI Performance

San Jose Division’s 2019 SAIDI performance of 81.5 was 8.5 customer-minutes

(or 11.7%) higher than the previous 5-year average of 73.0 as shown in the table
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above and illustrated in the figure below.

Chart 191 — San Jose Division SAIDI Performance
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The higher than average 2019 San Jose Division SAIDI was attributed to the
November 30" storm. This storm contributed 3.4 customer-minutes to the
division’s SAIDI performance.

San Jose Division MAIFI Performance

San Jose Division’'s 2019 MAIFI performance of 1.259 was 0.123 customer-
interruptions (or 10.8%) higher than the previous 5-year average of 1.136 as
shown in the table above and illustrated in the figure below.

Chart 192 — San Jose Division MAIFI Performance
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The higher than average 2019 San Jose Division MAIFI was attributed to the
high winds on March 12, These winds caused momentary outages to Stone
substation, Llagas 2101, San Jose A 1112, and Evergreen 2104. These outages
contributed 0.063 customer-interruptions to the division’s MAIFI performance.
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San Jose Division CAIDI Performance

San Jose Division’s 2019 CAIDI performance of 109.1 was 11.2 minutes (or
11.4%) higher than the previous 5-year average of 97.9 as shown in the table
above and illustrated in the figure below.

Chart 193 — San Jose Division CAIDI Performance
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The higher than average 2019 San Jose Division CAIDI is attributed to the
following:

1. On July 24", a failed underground conductor on the Swift 2109 circuit.

2. The November 30" storm event.

These outages contributed 2.8 minutes to the division’s CAIDI performance.

Sierra Division Performance

Table 23: Sierra Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
SIERRA 2014 142.2| 1.210{ 2.128| 117.5
SIERRA 2015 123.2| 1.115| 2.816| 110.5
SIERRA 2016 121.7| 1.029| 1.705| 118.2
SIERRA 2017 155.0f 1.191| 1.856| 130.2
SIERRA 2018 152.9| 1.241| 1.350( 123.2
5-Year Average 14-18 Awg | 139.0f 1.157| 1.971| 120.1
SIERRA ¥ 2019 167.5| 1.151| 1.482| 145.6

%Difference| 20.5%]| -0.6%]-24.8%| 21.2%

Sierra Division SAIDI Performance
Sierra Division’s 2019 SAIDI performance of 167.5 was 28.5 customer-minutes (or
20.5%) higher than the previous 5-year average of 139.0 as shown in the table
above and illustrated in the figure below.
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Chart 194 — Sierra Division SAIDI Performance
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The higher than average 2019 Sierra Division SAIDI was attributed to the following:

1. The March 6™ storm event brought heavy rain into the area and contributed
3.5 customer-minutes to the division’s SAIDI performance.

2. On July 24™ an outage on the Alleghany 1101 circuit due to an unknown
cause contributed 3.7 customer-minutes to the division’s SAIDI
performance.

3. On December 6™, a failed pole on the El Dorado PH 2101 circuit contributed
1.6 customer-minutes to the division’s SAIDI performance.

4. The December 22" storm event brought strong winds and rain into the area
and contributed 6.1 customer-minutes to the division’s SAIDI performance.

Sierra Division CAIDI Performance

Sierra Division’s 2019 CAIDI performance of 145.6 was 25.5 minutes (or 21.2%)
higher than the previous 5-year average of 120.1 as shown in the table above and
illustrated in the figure below.
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Chart 195 — Sierra Division CAIDI Performance
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The higher than average 2019 Sierra Division CAIDI was attributed to the following:
On February 18™, a tree fell into the El Dorado PH 2102 circuit.

The February 25" storm event brought heavy rain into the area.

The March 6 storm event brought heavy rain into the area.

On July 24™, an outage on the Alleghany 1101 circuit due to an unknown
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cause.

On July 27, a failed underground elbow on the Clarksville 2109 circuit.
On September 4", an outage of unknown cause on the Colgate-Alleghany
60 kV line (the line was patrolled but the cause was not determined).

On November 6™, a broken pole due to a car-pole incident on the Colgate-

Alleghany 60 kV line.

On December 6%, a failed pole on the El Dorado PH 2101 circuit.

The December 22" storm event brought strong winds and rain into the area.
These outages contributed 14.0 minutes to the division’s overall CAIDI
performance.

Sonoma Division Performance

Table 24: Sonoma Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
SONOMA 2014 113.7| 0.899| 1.587| 126.6
SONOMA 2015 73.0| 0.673| 1.534| 108.5
SONOMA 2016 88.6| 0.792| 1508 111.8
SONOMA 2017 120.7| 0.886| 1.566| 136.2
SONOMA 2018 105.5| 0.956| 1.201| 110.3
5-Year Average 14-18 Awg | 100.3| 0.841| 1.479| 119.2
SONOMA ¥ 2019 145.8| 1.071| 1.233| 136.2

%Difference| 45.3%| 27.3%]-16.7%| 14.2%
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Sonoma Division SAIDI Performance

Sonoma Division’s 2019 SAIDI performance of 145.8 was 45.5 customer-minutes
(or 45.3%) higher than the previous 5-year average of 100.3 as shown in the table
above and illustrated in the figure below.

Chart 196 — Sonoma Division SAIDI Performance
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The higher than average 2019 Sonoma Division SAIDI was attributed to the
following:

1. On March 39, a tree branch fell into the Monte Rio 1113 circuit and
contributed 4.4 customer-minutes to the division’s SAIDI performance.

2. On March 24™, failed wood pole on the Monte Rio 1113 circuit contributed
6.5 customer-minutes to the division’s SAIDI performance.

3. On April 28", a metallic balloon caused an outage on the Monroe 1106
circuit and contributed 5.2 customer-minutes to the division’s SAIDI
performance.

4. A late spring storm on May 15™ brought rain into the area and contributed
3.2 customer-minutes to the division’s SAIDI performance.

5. October 24™: (1) the Kincade fire contributed 4.4 customer-minutes to the
division’s SAIDI performance; (2) a tree branch fell into the Dunbar 1103
circuit and contributed 1.2 customer-minutes to the division’s SAIDI
performance.

6. On October 28", a pole fire on the Sonoma 1105 circuit contributed 8.4
customer-minutes to the division’s SAIDI performance.

7. On December 6™, an outage of unknown cause on the Rincon 1104 circuit
contributed 2.4 customer-minutes to the division’s SAIDI performance. The
circuit was patrolled but the cause was not determined.

8. On December 20™, the removal of a generator at Monte Rio substation
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contributed 0.3 customer-minutes to the division’s SAIDI performance.

Sonoma Division SAIFI Performance

Sonoma Division’s 2019 SAIFI performance of 1.071 was 0.230 customer-
interruptions (or 27.3%) higher than the previous 5-year average of 0.841 as
shown in the table above and illustrated in the figure below.

Chart 197 — Sonoma Division SAIFI Performance
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The higher than average 2019 Sonoma Division SAIFI was attributed to the
following:

1. On March 39, a tree branch fell into the Monte Rio 1113 circuit and
contributed 0.018 customer-interruptions to the division’s SAIFI
performance.

2. On March 24, a failed wood pole on the Monte Rio 1113 circuit contributed
0.010 customer-interruptions to the division’s SAIFI performance.

3. On April 28", a metallic balloon caused an outage on the Monroe 1106
circuit and contributed 0.026 customer-interruptions to the division’s SAIFI
performance.

4. A late spring storm on May 15™ brought rain into the area and contributed
0.010 customer-interruptions to the division’s SAIFI performance.

5. On September 17, a failed underground conductor on the Monroe 1106
circuit contributed 0.025 customer-interruptions to the division’s SAIFI
performance.

6. October 24™: (1) the Kincade fire contributed 0.002 customer-interruptions
to the division’s SAIFI performance; (2) a tree branch fell into the Dunbar
1103 circuit and contributed 0.002 customer-interruptions to the division’s
SAIFI performance.
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7. On October 28", a pole fire on the Sonoma 1105 circuit contributed 0.008
customer-interruptions to the division’s SAIFI performance.

8. On December 6!, an outage of unknown cause on the Rincon 1104 circuit
contributed 0.018 customer-interruptions to the division’s SAIFI
performance. The circuit was patrolled but the cause was not determined.

9. On December 20™, the removal of a generator at Monte Rio substation
contributed 0.026 customer-interruptions to the division’s SAIFI
performance.

Sonoma Division CAIDI Performance

Sonoma Division’s 2019 CAIDI performance of 136.2 was 17.0 minutes (or 14.2%)
higher than the previous 5-year average of 119.2 as shown in the table above and
illustrated in the figure below.

Chart 198 — Sonoma Division CAIDI Performance
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The higher than average 2019 Sonoma Division CAIDI was attributed to the
following:
1. A late spring storm on May 15™ brought rain into the area.
2. October 24™": (1) the Kincade fire and (2) a tree branch fell into the Dunbar
1103 circuit.
These outages contributed 6.5 minutes to the division’s overall CAIDI
performance.
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Stockton Division Performance
Table 25: Stockton Division Performance

Division/System Year SAIDI | SAIFI | MAIFI | CAIDI
STOCKTON 2014 105.9| 0.749| 1.309| 141.4
STOCKTON 2015 96.1| 0.874| 1.947| 109.9
STOCKTON 2016 84.0/ 0.900( 1.663| 93.3
STOCKTON 2017 84.6| 0.946 1.264| 89.5
STOCKTON 2018 107.7| 1.036| 1.872| 103.9
5-Year Average 14-18 Awg 95.7| 0.901| 1.611| 106.2
STOCKTON ¥ 2019 175.4| 1.276| 1.130| 137.4

%Difference| 83.3%)] 41.6%]-29.9%]| 29.4%

Stockton Division SAIDI Performance

Stockton Division’s 2019 SAIDI performance of 175.4 was 79.7 customer-minutes
(or 83.3%) higher than the previous 5-year average of 95.7 as shown in the table
above and illustrated in the figure below.

Chart 199 — Stockton Division SAIDI Performance
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The higher than average 2019 Stockton Division SAIDI was attributed to the
following:
1. The January 5™ storm event brought rain and wind into the area and
contributed 1.8 customer-minutes to the division’s SAIDI performance.
2. Rain continued on January 7" and contributed 1.8 customer-minutes to the
division’s SAIDI performance.
3. On January 20" (1) a tree fell into the Pine Grove 1102 circuit and
contributed 2.4 customer-minutes to the division’s SAIDI performance; (2)
a tree fell into the West Point 1101 circuit and contributed 1.2 customer-
minutes to the division’s SAIDI performance.
4. On January 25™, a transmission line was de-energized due to a pole fire on
the Stockton A 1106 circuit and contributed 2.5 customer-minutes to the
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division’s SAIDI performance.

5. On January 31%t, an underground conductor failed on the Salt Springs 2101
circuit and contributed 2.6 customer-minutes to the division’s SAIDI
performance.

6. The storm event of February 6" caused many tree related outages in the
area and contributed 3.8 customer-minutes to the division’s SAIDI
performance.

7. On February 23", a transmission outage of unknown cause to Carbona
substation, contributed 1.7 customer-minutes to the division’s SAIDI
performance.

8. On April 23, a warehouse fire adjacent to the transmission and distribution
lines forced these lines to be de-energized and contributed 28.7 customer-
minutes to the division’s SAIDI performance.

9. On June 12" (1) a tree fell into the Goldhill 60 kV transmission line
contributing 2.2 customer-minutes to the division’s SAIDI performance; (2)
a PG&E crew contacted a high-voltage power line causing an outage to the
Rough & Ready 1102 circuit contributing 0.6 customer-minutes to the
division’s SAIDI performance.

10.0n July 27%, a transmission line outage of unknown cause impacted
Electra, Pine Grove, and West Point substations contributing 10.9
customer-minutes to the division’s SAIDI performance. The line was
patrolled but the cause was not determined.

11.0n August 16™, a car-pole incident on the Frogtown 1702 circuit contributed
3.4 customer-minutes to the division’s SAIDI performance.

12.The November 28" storm event brought snow to the foothills and
contributed 4.7 customer-minutes to the division’s SAIDI performance.

13.The storm event of December 22" brought rain into the area and
contributed 2.6 customer-minutes to the division’s SAIDI performance.

Stockton Division SAIFI Performance

Stockton Division’s 2019 SAIFI performance of 1.276 was 0.375 customer-
interruptions (or 41.6%) higher than the previous 5-year average of 0.901 as
shown in the table above and illustrated in the figure below.
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Chart 200 — Stockton Division SAIFI Performance
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The higher than average 2019 Stockton Division SAIFI was attributed to the
following:

1. The January 5" storm event brought rain and wind into the area and
contributed 0.022 customer-interruptions to the division’s SAIFI
performance.

2. Rain continued January 7! and contributed 0.010 customer-interruptions to
the division’s SAIFI performance.

3. On January 20": (1) a tree fell into the Pine Grove 1102 circuit and
contributed 0.010 customer-interruptions to the division’s SAIFI
performance; (2) a tree fell into the West Point 1101 circuit and contributed
0.006 customer-interruptions to the division’s SAIFI performance.

4. On January 25", a transmission line was de-energized due to a pole fire on
the Stockton A 1106 circuit and contributed 0.045 customer-interruptions to
the division’s SAIFI performance.

5. The storm event of February 6" caused many tree related outages in the
area and contributed 0.004 customer-interruptions to the division’s SAIFI
performance.

6. On February 23, a transmission outage of unknown cause to Carbona
substation, contributed 0.019 customer-interruptions to the division’s SAIFI
performance.

7. On April 23", a warehouse fire adjacent to the transmission and distribution
lines forced these lines to be de-energized and contributed 0.077 customer-
interruptions to the division’s SAIFI performance.

8. On June 12" (1) a tree fell into the Goldhill 60 kV transmission line
contributing 0.009 customer-interruptions to the division’s SAIFI
performance; (2) a PG&E crew contacted a high-voltage power line causing
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an outage to the Rough & Ready 1102 circuit contribution 0.008 customer-
interruptions to the division’s SAIFI performance.

9. On July 27™ a transmission line outage of unknown cause impacted
Electra, Pine Grove, and West Point substations contributing 0.044
customer-interruptions to the division’s SAIFI performance. The line was
patrolled but the cause was not determined.

10.0n August 16™, a car-pole incident on the Frogtown 1702 circuit contributed
0.014 customer-interruptions to the division’s SAIFI performance.

11.The November 28" storm event brought snow to the foothills and

customer-interruptions to the division’s SAIFI

contributed 0.013

performance.

12.The storm event of December 22" brought rain into the area and
customer-interruptions to the division’s SAIFI

contributed 0.012

performance.

Stockton Division CAIDI Performance

Stockton Division’s 2019 CAIDI performance of 137.4 was 31.2 minutes (or 29.4%)
higher than the previous 5-year average of 106.2 as shown in the table above and
illustrated in the figure below.

Chart 201 — Stockton Division CAIDI Performance
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The higher than average 2019 Stockton Division CAIDI was attributed to the

following:

1. On January 31%, an underground conductor failed on the Salt Springs 2101

circuit.

2. On April 23, a warehouse fire adjacent to the transmission and distribution
lines forced these lines to be de-energized.
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3. On July 27™ a transmission line outage of unknown cause impacted
Electra, Pine Grove, and West Point substations.

4. The November 28™ storm event brought snow to the foothills.

These outages contributed 25.0 minutes to the division’s overall CAIDI

performance.

Yosemite Division Performance
Table 26: Yosemite Division Performance

Division/System Year SAIDI | SAIFI [ MAIFI | CAIDI
YOSEMITE 2014 117.6f 1.226( 2.446| 96.0
YOSEMITE 2015 102.3| 0.984| 2.638( 103.9
YOSEMITE 2016 123.2| 1.178| 2.025| 104.5
YOSEMITE 2017 143.0| 1.170| 2.150( 122.2
YOSEMITE 2018 158.4| 1.361| 1.773| 116.4
5-Year Average 14-18 Awg 128.9] 1.184| 2.206| 108.9
YOSEMITE ¥ 2019 160.7| 1.472| 1.603( 109.2

%Difference| 24.7%)| 24.3%)|-27.3%| 0.3%

Yosemite Division SAIDI Performance

Yosemite Division’s 2019 SAIDI performance of 160.7 was 31.8 customer-minutes
(or 24.7%) higher than the previous 5-year average of 128.9 as shown in the table
above and illustrated in the figure below.

Chart 202 — Yosemite Division SAIDI Performance
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The higher than average 2019 Yosemite Division SAIDI was attributed to the
following:
1. On April 4" a bird caused outage on the Spring Gap 1702 circuit
contributed 0.9 customer-minutes to the division’s SAIDI performance.
2. On May 7", the Soledad #2 — Manteca 60 kV line relayed due to an owl and
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contributed 8.9 customer-minutes to the division’s SAIDI performance.

3. On July 27™: (1) a transmission outage impacted Coarsegold and Oakhurst
substations due to a car-pole incident contributed 4.1 customer-minutes to
the division’s SAIDI performance; (2) a failed overhead conductor (possible
gunshot) on the San Joaquin Powerhouse #2 1103 circuit contributed 2.1
customer-minutes to the division’s SAIDI performance.

4. On August 19™, a car-pole incident on the Chowchilla-Kerchkoff 115 kV #2
line contributed 3.1 customer-minutes to the division’s SAIDI performance.

Yosemite Division SAIFI Performance

Yosemite Division’s 2019 SAIFI performance of 1.472 was 0.288 customer-
interruptions (or 24.3%) higher than the previous 5-year average of 1.184 as
shown in the table above and illustrated in the figure below.

Chart 203 — Yosemite Division SAIFI Performance
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The higher than average 2019 Yosemite Division SAIFI was attributed to the
following:

1. On May 7", the Soledad #2 — Manteca 60 kV line relayed due to an owl and
contributed 0.045 customer-interruptions to the division’s SAIFI
performance.

2. On July 27%: (1) a transmission outage impacted Coarsegold and Oakhurst
substations due to a car-pole incident contributed 0.067 customer-
interruptions to the division’s SAIFI performance; (2) a failed overhead
conductor (possible gunshot) on the San Joaquin Powerhouse #2 1103
circuit contributed 0.005 customer-interruptions to the division’s SAIFI
performance.

3. On August 19", a car-pole incident on the Chowchilla-Kerchkoff 115 kV #2
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line contributed 0.060 customer-interruptions to the division’s SAIFI
performance.

ii. 2019 Excludable Major Event Day (MED) CAIDI Performance

Excludable Major Event Days (MED) In 2019

This section contains PG&E’s report on weather related excludable major event days
(MED) for each division in which CAIDI” varied by 25 percent or more in the division
benchmark, as required by Decision 04-10-034 and Decision 16-01-008, Appendix B,
footnote 6. Per D.04-10-034, the division benchmark is calculated from the rolling
average of the prior 10 weather-related excludable major events.® PG&E is also
required by D.04-10-034 to provide such a report for the system, where the system
performance varies by more than 10 percent from the rolling average of the prior 10
weather-related system-wide excludable major event days, whichever yields more
event days.

There were eighteen weather-related major events totaling 31 weather-related Major
Event Days in 2019.
Table 27 — Summary MED days

2019 Weather-Related # Weather-
. MEDs
Major Event Days Related Events
January 6, 2029 1 1
January 16- 17,2019 2 2
February 2,4 and 5 2019 3 3
February 9-10 2019 4 2
February 12-17 2019 5 6
February 26-27 2019 6 2
June 8 2019 7 1
June 10 2019 8 1
August 15 2019 9 1
September 23 2009 10 1
September 25 2019 11 1
October 5 2019 12 1
October 9-10 2019 13 2
October 23 2019 14 1
October 26-27 2019 15 2
October 29 2019 16 1
November 20 2019 17 1
November 26-27 2019 18 2
31

Per Decision 16-01-008, Appendix B footnote 6, Decision 04-10-034 only applies to PG&E:
Investigate and report on all weather-related excludable major events for each division in which CAIDI
varies by 25 percent or more from the division benchmark. The division benchmarks are calculated
from the rolling average of the prior 10 weather-related excludable events as defined by IEEE 1366.
A major event is defined in the IEEE Standard 1366. As in prior reports, PG&E is using the “prior ten

weather related excludable major events” prior to the calendar year that is the subject of the report.
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The first major event day of the year, January 6, 2019, involved a winter storm system
that moved into PG&E’s service territory producing heavy rain, gusty winds, and
mountain snow.

Table 28 summarizes the system and division CAIDI performances during this event
and the average of the prior ten weather related major events.

(January 6, 2019 vs. Prior 10 MED)

AYerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / January 6, 2019 / . L.
System / Division . . . . From the Prior Investigation
I)El)\(/::;r;zr;e&féc Division Specific CAIDI CAIDI Average Threshold?
SYSTEM 1356.4 198.6 14.6% NO
CENTRAL COAST 183.7 359.4 195.6% Yes
DE ANZA 306.7 84.2 27.5% NO
DIABLO 102.8 67.8 66.0% NO
EAST BAY 91.8 109.2 119.0% NO
FRESNO 2115 97.4 46.0% NO
HUMBOLDT 468.6 96.2 20.5% NO
KERN 111.2 912.0 820.0% Yes
LOS PADRES 119.9 170.7 142.4% Yes
MISSION 161.0 127.4 79.1% NO
NORTH BAY 449.5 140.0 31.1% NO
NORTH VALLEY 13270.3 338.2 2.5% NO
PENINSULA 142.3 113.4 79.7% NO
SACRAMENTO 104.1 159.1 152.9% Yes
SAN FRANCISCO 89.4 99.5 111.3% NO
SAN JOSE 113.3 114.8 101.3% NO
SIERRA 939.9 95.9 10.2% NO
SONOMA 73.6 210.1 285.4% Yes
STOCKTON 683.2 273.2 40.0% NO
YOSEMITE 174.3 201.7 115.7% NO

Table 28 — January 6, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
CENTRAL COAST October 20, 2017 163.8 17
CENTRAL COAST December 4,2017 240.2 16
CENTRAL COAST December 16,2017 240.1 48
CENTRAL COAST March 16,2018 63.2 15
CENTRAL COAST May 17,2018 243.5 4
CENTRAL COAST July 28,2018 91.8 8
CENTRAL COAST October 14,2018 70.9 3
CENTRAL COAST November 8, 2018 43.6 11
CENTRAL COAST November 21,2018 185.4 37
CENTRAL COAST November 29,2018 377.9 81

Average of 10 excludable

major events 183.7 24
CENTRAL COAST January 6, 2019 359.4 91

% Difference 95.6% 279%

Table 29 — Central Coast Historical Performance

As indicated in Table 29, the Central Coast Division CAIDI value of 359.4 minutes for
the January 6" major event was 95.6% higher than the 183.7-minute average of the
prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Green Valley 2103 circuit — tree fell into the line.

Felton 401 circuit — tree branch fell into the line.

Rob Roy 2105 circuit — due to: (1) tree branch fell into the line and (2) a broken
wood pole.

Carmel 402 circuit — due to a broken crossarm.

Del Monte 2102 circuit — tree branch fell into the line.

Big Basin 1102 circuit — tree fell into the line.

Hatton 1101 circuit — tree fell into the line.

Point Moretti 1101 circuit — tree branch fell into the line.

Hatton 1102 circuit — due to a failed overhead connector / splice.
Camp Evers 2105 circuit — due to a failed overhead connector / splice.
Rob Roy 2104 circuit — tree fell into the line.

These outages contributed 121.9 minutes to the overall January 6% CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
KERN October 14, 2017 95.6 4
KERN October 20, 2017 152.8 12
KERN December 4, 2017 80.8 5
KERN December 16, 2017 285.3 2
KERN March 16,2018 56.8 2
KERN May 17,2018 487.8 3
KERN October 14,2018 91.9 2
KERN November 8, 2018 291.1 4
KERN November 21, 2018 112.8 4
KERN November 29, 2018 162.4 7

Average of 10 excludable

major events 111.2 5
KERN January 6,2019 912.0 1

% Difference 720.0% -78%

Table 30 — Kern Historical Performance

As indicated in Table 30, the Kern Division CAIDI value of 912.0 minutes for the
January 6™ major event was 720.0% higher than the 11.2-minute average of the prior
10 weather-related excludable major events. This was due to a car pole incident on
the Bakersfield 1115 circuit. This outage contributed 912.0 minutes to the overall
January 6" CAIDI performance

System / Division Major Event Day CAIDI SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16, 2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21, 2018 193.2 14
LOS PADRES November 29,2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES January 6, 2019 170.7 7

% Difference 42.4% -8%

Table 31 — Los Padres Jose Historical Performance

As indicated in Table 31, the Los Padres Division CAIDI value of 170.7 minutes for
the January 6" major event was 42.4% higher than the 119.9-minute average of the
prior 10 weather-related excludable major events.
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The top contributing factors to the higher division CAIDI value were due to the
following:

e Morro Bay 1101 circuit — unknown caused outage; the line was patrolled but
the cause was not determined.

e Foothill 1101 circuit - unknown caused outage; the line was patrolled but the
cause was not determined.

e Cabirillo 1104 circuit — two outages: (1) a failed overhead transformer and (2)
an outage of unknown cause; line was patrolled but the cause was not
determined.

e San Luis Obispo 1107 circuit - unknown caused outage but the cause was not
determined.

e Perry 1101 circuit - unknown caused outage; the line was patrolled but the
cause was not determined.

e Sisquoc 1103 circuit — due to a broken crossarm.

These outages contributed 170.7 minutes to the overall January 6" CAIDI
performance.

System / Division Major Event Day CAIDI SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4,2017 55.1 17
SACRAMENTO December 16,2017 85.1 68
SACRAMENTO March 16, 2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO January 6, 2019 159.1 29

% Difference 52.9% 53%

Table 32 — Sacramento Historical Performance

As indicated in Table 32, the Sacramento Division CAIDI value of 159.1 minutes for
the January 6" major event was 52.9% higher than the 104.1-minute average of the
prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
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following:

Peabody 2106 circuit — due to a failed underground transformer.
Deepwater 1107 circuit — due to a broken wood-pole.

West Sacramento 1109 circuit — tree fell into the line.

Dixon 1103 circuit — due to a failed underground elbow.

Grand Island 2223 circuit — due to a failed overhead conductor.

These outages contributed 71.4 minutes to the overall January 61" CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16, 2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29,2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA January 6, 2019 210.1 16

% Difference 185.4% 122%

Table 33 — Sonoma Historical Performance

As indicated in Table 33, the Sonoma Division CAIDI value of 210.1 minutes for the
January 6" major event was 185.4% higher than the 73.6-minute average of the prior
10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

These

Dunbar 1102 circuit — tree fell into the line.

Dunbar 1103 circuit — tree fell into the line.

Fort Ross 1121 circuit — tree branch fell into the line.

Windsor 1101 circuit — due to a failed underground elbow.

Monte Rio 1113 circuit — due to an outage of unknown cause; line was
patrolled, but nothing found.

outages contributed 124.0 minutes to the overall January 6" CAIDI

performance.
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The second major event was on January 16-17, 2019, which was driven by a
powerful Pacific storm that brought gusty winds, heavy rain, and mountain snow into
the area.

Table 34 summarizes the system and division CAIDI performances during this event
and the average of the prior ten weather related major events.

(January 16-17, 2019 vs. Prior 10 MED)

A\./erage CAIDI of Percent Difference Exceeds the
System / Division PS:I:;:"S::Z;;C/ J[E)‘ir\‘:s?cr)‘r,\ ]::);1;';2:'90/' From the Prior Investigation
Excludable ME CAIDI Average Threshold?
SYSTEM 1356.4 346.8 25.6% NO
CENTRAL COAST 183.7 690.3 375.8% Yes
DE ANZA 306.7 443.2 144.5% Yes
DIABLO 102.8 219.9 214.0% Yes
EAST BAY 91.8 81.0 88.3% NO
FRESNO 2115 186.6 88.2% NO
HUMBOLDT 468.6 573.6 122.4% NO
KERN 111.2 101.4 91.2% NO
LOS PADRES 119.9 165.9 138.4% Yes
MISSION 161.0 86.9 54.0% NO
NORTH BAY 449.5 283.8 63.1% NO
NORTH VALLEY 13270.3 362.3 2.7% NO
PENINSULA 142.3 248.7 174.8% Yes
SACRAMENTO 104.1 166.7 160.2% Yes
SAN FRANCISCO 89.4 163.8 183.2% Yes
SAN JOSE 113.3 191.0 168.5% Yes
SIERRA 939.9 549.0 58.4% NO
SONOMA 73.6 325.1 441.6% Yes
STOCKTON 683.2 261.9 38.3% NO
YOSEMITE 174.3 290.2 166.4% Yes

Table 34 — January 16-17, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
CENTRAL COAST October 20, 2017 163.8 17
CENTRAL COAST December 4,2017 240.2 16
CENTRAL COAST December 16,2017 240.1 48
CENTRAL COAST March 16, 2018 63.2 15
CENTRAL COAST May 17,2018 2435 4
CENTRAL COAST July 28,2018 91.8 8
CENTRAL COAST October 14,2018 70.9 3
CENTRAL COAST November 8,2018 43.6 11
CENTRAL COAST November 21,2018 185.4 37
CENTRAL COAST November 29,2018 377.9 81

Average of 10 excludable

major events 183.7 24
CENTRAL COAST January 16-17 2019 690.3 90

% Difference 275.8% | 275%

Table 35 — Central Coast Historical Performance

As indicated in Table 35, the Central Coast Division CAIDI value of 690.3
minutes for the January 16-17, 2019 major event days was 275.8% higher than
the 183.7-minute average of the prior 10 weather-related excludable major
events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Del Monte 2103 circuit — tree branch fell into the line.

e Viejo 2203 circuit — tree branch fell into the line.

e Point Moretti 1101 circuit — due to a broken crossarm.

e Big Basin 1102 circuit — due to a broken crossarm.

e Camp Evers 2104 circuit — tree fell into the line.

e Camp Evers 402 circuit — tree branch fell into the line.

e Camp Evers 2106 circuit — tree fell into the line.

These outages contributed 149.6 minutes to the overall January 16-17 CAIDI
performance.
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System / Division Major Event Day CAIDI |SO / Day
DE ANZA October 8-9, 2017 147.2 2
DE ANZA October 14,2017 168.8 4
DE ANZA October 20, 2017 115.5 6
DE ANZA December 4, 2017 115.4 6
DE ANZA December 16, 2017 1,097.7 12
DE ANZA May 17,2018 146.3 1
DE ANZA July 28,2018 331.6 1
DE ANZA November 8, 2018 299.5 3
DE ANZA November 21,2018 168.6 9
DE ANZA November 29, 2018 45.0 21

Average of 10 excludable

major events 306.7 6
DE ANZA January 16-17 2019 443.2 38

% Difference 44.5% 533%

Table 36 — De Anza Division Historical Performance

As indicated in Table 36, the De Anza Division CAIDI value of 443.2 minutes for
the January 16-17, 2019 major event days was 44.5% higher than the 306.7-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Vasona 1103 circuit - due to a failed underground conductor.

Los Gatos 1107 circuit — due to (1) a tree branch fell into the line, (2) a
tree fell into the line, and (3) an outage of unknown cause; the line was
patrolled but the cause was not determined.

Los Gatos 1106 circuit — tree fell into the line.

Saratoga 1103 — due to a broken crossarm.

El Patio 1118 circuit — a tree fell into the line.

These outages contributed 148.4 minutes to the overall January 16-17, 2019
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
DIABLO October 14, 2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 1344 2
DIABLO November 8,2018 104.0 3
DIABLO November 21,2018 97.5 14
DIABLO November 29,2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO January 16-17 2019 219.9 17

% Difference 114.0% | 150%

Table 37 — Diablo Division Historical Performance

As indicated in Table 37, the Diablo Division CAIDI value of 219.9 minutes for the
January 16-17, 2019 major event days was 114.0% higher than the 102.8-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Rossmoor 1102 circuit - due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

Sobrante 1102 circuit — a tree fell into the line.

Lakewood 1104 circuit — due to a failed overhead jumper.

Lakewood 2224 — a tree fell into the line.

Orinda 401 circuit — a tree branch fell into the line.

These outages contributed 92.3 minutes to the overall January 16-17, 2019
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21, 2018 193.2 14
LOS PADRES November 29, 2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES January 16-17 2019 165.9 14

% Difference 38.4% 84%

Table 38 — Los Padres Division Historical Performance

As indicated in Table 38, the Los Padres Division CAIDI value of 165.9 minutes
for the January 16-17, 2019 major event days was 38.4% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e San Luis Obispo 1107 circuit - due to a failed overhead connector / splice.
e Templeton 2110 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
e Templeton 2113 circuit — due to a failed wood pole.

These outages contributed 80.6 minutes to the overall January 16-17, 2019
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
PENINSULA October 14,2017 131.0 1
PENINSULA October 20, 2017 185.2 9
PENINSULA December 4, 2017 389.6 5
PENINSULA December 16, 2017 158.1 18
PENINSULA March 16,2018 163.5 5
PENINSULA May 17,2018 73.1 1
PENINSULA July 28,2018 60.9 1
PENINSULA November 8, 2018 163.8
PENINSULA November 21,2018 112.3 13
PENINSULA November 29,2018 118.1 22

Average of 10 excludable

major events 142.3 8
PENINSULA January 16-17 2019 248.7 31

% Difference 74.8% 292%

Table 39 — Peninsula Division Historical Performance
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As indicated in Table 39, the Peninsula Division CAIDI value of 248.7 minutes for
the January 16-17, 2019 major event days was 74.8% higher than the 142.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Menlo 1102 circuit - a tree fell into the line.
e Sneath Lane 1101 circuit — due to a failed overhead connector / splice.
e East Grand 1109 circuit — a tree fell into the line.
e Sneath Lane 1107 circuit — due to a failed overhead conductor.
e San Carlos 404 circuit — a tree into the line.

These outages contributed 64.6 minutes to the overall January 16-17, 2019
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4,2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8, 2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO January 16-17 2019 166.7 33

% Difference 60.2% 71%

Table 40 — Sacramento Division Historical Performance

As indicated in Table 40, the Sacramento Division CAIDI value of 166.7 minutes
for the January 16-17, 2019 major event days was 60.2% higher than the 104.1-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e East Marysville 1108 circuit — due to a failed wood-pole.

e Wilkins Slough 1102 circuit — due to a failed overhead jumper.

e Colusa 1105 circuit — an outage of unknown cause; the line was patrolled

but the cause was not determined.
e Vacaville 1105 circuit — due to a failed underground elbow.
e Marysville 1108 circuit — due to a failed wood pole.
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These outages contributed 21.9 minutes to the overall January 16-17, 2019
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SAN FRANCISCO September 11,2019 207.7 13
SAN FRANCISCO October 9, 2017 279.0 1
SAN FRANCISCO October 20, 2017 162.8 2
SAN FRANCISCO December 4,2017 53.1 1
SAN FRANCISCO March 16, 2018 54.5 1
SAN FRANCISCO July 28,2018 11.0 1
SAN FRANCISCO October 14,2018 33.0 1
SAN FRANCISCO November 8, 2018 361.0 2
SAN FRANCISCO November 21,2018 79.2 3
SAN FRANCISCO November 29,2018 74.4 3

Average of 10 excludable

major events 89.4 3
SAN FRANCISCO January 16-17 2019 163.8 4

% Difference 83.2% 43%

Table 41 — San Francisco Division Historical Performance

As indicated in Table 41, the San Francisco Division CAIDI value of 163.8
minutes for the January 16-17, 2019 major event days was 83.2% higher than
the 89.4- minute average of the prior 10 weather-related excludable major
events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e 18" Street 401 circuit — a company-initiated outage in order to repair a
secondary mainline.

e Plymouth 401 circuit — due to a house fire.
e SF Z 1103 circuit — due to a failed underground elbow.

These outages contributed 21.8 minutes to the overall January 16-17, 2019
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4, 2017 75.2 12
SAN JOSE December 16, 2017 110.9 14
SAN JOSE March 16,2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8, 2018 128.8 4
SAN JOSE November 21, 2018 326.0 3
SAN JOSE November 29, 2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE January 16-17 2019 191.0 15

% Difference 68.5% 146%

Table 42 — San Jose Division Historical Performance

As indicated in Table 42, the San Jose Division CAIDI value of 191.0 minutes for
the January 16-17, 2019 major event days was 68.5% higher than the 113.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Almaden 1101 circuit — due to a failed overhead jumper.

e Morgan Hill 2105 circuit — a tree branch fell into the line.

e Saratoga 1114 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

e Almaden 1110 circuit - a tree branch fell into the line.

e Edenvalle 2111 circuit — due to a failed underground transformer.

These outages contributed 47.5 minutes to the overall January 16-17, 2019
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16, 2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21, 2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA January 16-17 2019 325.1 70

% Difference 341.6% | 872%

Table 43 — Sonoma Division Historical Performance

As indicated in Table 43, the Sonoma Division CAIDI value of 325.1 minutes for
the January 16-17, 2019 major event days was 341.6% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Bellevue 1102 circuit — tree fell into the line.

Molino 1102 circuit — a tree branch fell into the line.

Cotati 1105 circuit — due to (1) a failed secondary conductor and (2) a tree
fell into the line.

Monte Rio 1111 circuit - a tree branch fell into the line.

Cotati 1103 circuit — a tree fell into the line.

Petaluma C 1108 circuit — a tree fell into the line.

Fort Ross 1121 circuit — a tree fell into the line.

Fitch Mountain 1103 circuit — a tree branch fell into the line.

These outages contributed 76.9 minutes to the overall January 16-17, 2019
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4, 2017 186.8 9
YOSEMITE December 16, 2017 137.7 28
YOSEMITE March 16,2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8, 2018 111.6 5
YOSEMITE November 21, 2018 101.4 36
YOSEMITE November 29, 2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE January 16-17 2019 290.2 23

% Difference 66.4% 24%

Table 44 — Yosemite Division Historical Performance

As indicated in Table 44, the Yosemite Division CAIDI value of 290.2 minutes for
the January 16-17, 2019 major event days was 66.4% higher than the 174.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Curtis 1703 circuit — tree fell into the line.

e Miwuk 1701 circuit — due to (1) an outage of unknown cause; the line was
patrolled but the cause was not determined and (2) two tree related
outages, in both events the tree fell into the line.

e EIl Capitan 2109 circuit — an outage of unknown cause; the line was
patrolled but the cause was not determined.

These outages contributed 128.5 minutes to the overall January 16-17, 2019
CAIDI performance.
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The third major event was for February 2, 4 and 5, 2019 caused by a series of winter
storms resulting in periods of strong gusty south winds, heavy rain, thunderstorms
and low elevation snowfall. Table 45 summarizes the system and division CAIDI
performances during this event and the average of the prior ten weather related
major events.

(February 2, 4 and 5, 2019 vs. Prior 10 MED)

A\./erage CAIDI of Percent Difference Exceeds the
. Prior 10 System / | February 2,4, &5 2019 / . ..
System / Division . . . . From the Prior Investigation
DEl)\(/::Lodr; |:S)Ipeelf;lf;:c Division Specific CAIDI CAIDI Average Threshold?
SYSTEM 1356.4 429.2 31.6% NO
CENTRAL COAST 183.7 339.1 184.6% Yes
DE ANZA 306.7 127.3 41.5% NO
DIABLO 102.8 65.7 63.9% NO
EAST BAY 91.8 44.6 48.6% NO
FRESNO 211.5 399.0 188.6% Yes
HUMBOLDT 468.6 109.6 23.4% NO
KERN 111.2 125.5 112.8% NO
LOS PADRES 119.9 279.9 233.5% Yes
MISSION 161.0 276.1 171.5% Yes
NORTH BAY 449.5 176.7 39.3% NO
NORTH VALLEY 13270.3 276.0 2.1% NO
PENINSULA 142.3 144.8 101.8% NO
SACRAMENTO 104.1 124.8 119.9% NO
SAN FRANCISCO 89.4 79.5 88.9% NO
SAN JOSE 1133 67.5 59.6% NO
SIERRA 939.9 799.6 85.1% NO
SONOMA 73.6 203.9 277.0% Yes
STOCKTON 683.2 834.0 122.1% NO
YOSEMITE 174.3 538.9 309.1% Yes

Table 45 — February 2, 4 and 5, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
CENTRAL COAST October 20, 2017 163.8 17
CENTRAL COAST December 4, 2017 240.2 16
CENTRAL COAST December 16, 2017 240.1 48
CENTRAL COAST March 16,2018 63.2 15
CENTRAL COAST May 17,2018 2435 4
CENTRAL COAST July 28,2018 91.8 8
CENTRAL COAST October 14,2018 70.9 3
CENTRAL COAST November 8, 2018 43.6 11
CENTRAL COAST November 21,2018 185.4 37
CENTRAL COAST November 29,2018 377.9 81

Average of 10 excludable

major events 183.7 24
CENTRAL COAST February 2,4,& 5 2019 339.1 49

% Difference 84.6% 103%

Table 46 — Central Coast Historical Performance

As indicated in Table 46, the Central Coast Division CAIDI value of 339.1
minutes for the February 2, 4 and 5, 2019 major event days was 84.6% higher
than the 183.7-minute average of the prior 10 weather-related excludable major
events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Hatton 1101 circuit — tree fell into the line.

Otter 1102 circuit — due to a failed wood-pole.

Carmel 402 circuit — a tree branch fell into the line.

Viejo 2203 circuit — a tree branch fell into the line.

Viejo 2201 circuit — there were two events of a tree falling into the line.

These outages contributed 151.0 minutes to the February 2, 4 and 5, 2019
overall CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
FRESNO October 20, 2017 173.1 60
FRESNO December 4, 2017 40.5 3
FRESNO December 16, 2017 109.4 8
FRESNO March 16,2018 308.1 9
FRESNO May 17,2018 237.0 7
FRESNO July 28,2018 10.0 2
FRESNO October 14,2018 471.8 4
FRESNO November 8, 2018 126.9 7
FRESNO November 21,2018 95.1 33
FRESNO November 29,2018 107.7 23

Average of 10 excludable

major events 211.5 16
FRESNO February 2,4,& 52019 399.0 11

% Difference 88.6% -29%

Table 47 — Fresno Division Historical Performance

As indicated in Table 47, the Fresno Division CAIDI value of 399.0 minutes for
the January 2, 4 and 5, 2019 major event days was 88.6% higher than the 211.5-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Dunlap 1102 circuit — due to a failed wood pole.

e Dunlap 1103 circuit — a tree fell into the line.

These outages contributed 250.1 minutes to the February 2, 4 and 5, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21,2018 193.2 14
LOS PADRES November 29,2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES February 2,4,& 5 2019 279.9 26

% Difference 133.5% | 242%

Table 48 — Los Padres Division Historical Performance
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As indicated in Table 48, the Los Padres Division CAIDI value of 279.9 minutes
for the January 2, 4 and 5, 2019 major event days was 133.5% higher than the
119.9-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Templeton 2109 circuit — due to a car-pole incident.

e Santa Ynez 1104 circuit — due to a failed overhead connector / splice.
e Santa Ynez 1101 circuit — due to a failed overhead conductor.
[ ]

Buellton 1102 circuit — due to (1) a tree falling into the line and (2) a failed
underground elbow.

e Zaca 1102 circuit — a tree fell into the line.

These outages contributed 69.7 minutes to the February 2, 4 and 5, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
MISSION October 14, 2017 3249 3
MISSION October 20, 2017 252.4 10
MISSION December 4, 2017 130.5 4
MISSION December 16, 2017 40.5 3
MISSION March 16,2018 130.5 7
MISSION May 17,2018 276.7 2
MISSION July 28,2018 81.1 1
MISSION October 14,2018 292.4 2
MISSION November 21,2018 158.7 22
MISSION November 29, 2018 4745 7

Average of 10 excludable

major events 161.0 6
MISSION February 2,4,& 5 2019 276.1 4

% Difference 71.5% -34%

Table 49 — Mission Division Historical Performance

As indicated in Table 49, the Mission Division CAIDI value of 276.1 minutes for
the February 2, 4 and 5, 2019 major event days was 71.5% higher than the
161.0-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Jarvis 1112 circuit — due to a failed underground transformer.
Castro Valley 1105 circuit — a tree fell into the line.

Dixon Landing 2109 circuit — due to a failed overhead jumper.
Castro Valley 1108 circuit — due to a failed overhead jumper.

These outages contributed 96.8 minutes to the February 2, 4 and 5, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16, 2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21, 2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA February 2,4,& 52019 203.9 7

% Difference 177.0% -7%

Table 50 — Sonoma Division Historical Performance

As indicated in Table 50, the Sonoma Division CAIDI value of 203.9 minutes for
the February 2, 4 and 5, 2019 major event days was 177.0% higher than the
73.6-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Mirabel 1101 circuit — a tree fell into the line.

Salmon Creek 1101 circuit — a tree branch fell into the line.
Rincon 1103 circuit — due to a failed underground transformer.
Fort Ross 1121 circuit — a tree branch fell into the line.

Monte Rio 1112 circuit — a tree fell into the line.

These outages contributed 61.0 minutes to the February 2, 4 and 5, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4,2017 186.8 9
YOSEMITE December 16,2017 137.7 28
YOSEMITE March 16, 2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14, 2018 33.6 2
YOSEMITE November 8, 2018 111.6 5
YOSEMITE November 21, 2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE February 2,4,& 5 2019 538.9 90

% Difference 209.1% | 395%

Table 51 — Yosemite Division Historical Performance

As indicated in Table 51, the Yosemite Division CAIDI value of 538.9 minutes for
the February 2, 4 and 5, 2019 major event days was 209.1% higher than the
174.3-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Spring Gap 1702 circuit — a tree fell into the line.

Racetrack 1703 circuit — a tree fell into the line.

Curtis 1702 circuit — due to (1) a tree branch falling into the line and (2)
two trees fell into the line causing separate outages.

Curtis 1703 circuit — three trees fell into the line causing separate outages.
Miwuk 1702 circuit — a tree fell into the line.

Curtis 1705 — a tree fell into the line.

Oakhurst 1103 — a tree fell into the line.

These outages contributed 152.7 minutes to the February 2, 4 and 5, 2019 overall
CAIDI performance.
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The fourth major event was for February 9-10, 2019 caused by a cold winter storm
resulting in significant low snow related outage activity across Humboldt and along
the central Sierra. Table 52 summarizes the system and division CAIDI
performances during this event and the average of the prior ten weather related
major events.

(February 9-10, 2019 vs. Prior 10 MED)

AYerage CAIDI of Percent Difference Exceeds the
System / Division PS;:;:::;Z;:C/ I::i:?j:\ysijc?f’ifgll\lgD/I From the Prior Investigation
Excludable ME CAIDI Average Threshold?
SYSTEM 1356.4 518.1 38.2% NO
CENTRAL COAST 183.7 188.8 102.8% NO
DE ANZA 306.7 202.7 66.1% NO
DIABLO 102.8 244 .9 238.3% Yes
EAST BAY 91.8 44.2 48.2% NO
FRESNO 211.5 161.5 76.3% NO
HUMBOLDT 468.6 2002.9 427.4% Yes
KERN 111.2 214.5 192.9% Yes
LOS PADRES 119.9 184.8 154.1% Yes
MISSION 161.0 93.0 57.8% NO
NORTH BAY 449.5 353.3 78.6% NO
NORTH VALLEY 13270.3 116.9 0.9% NO
PENINSULA 142.3 107.9 75.8% NO
SACRAMENTO 104.1 125.8 120.9% NO
SAN FRANCISCO 89.4 63.1 70.5% NO
SAN JOSE 113.3 100.6 88.7% NO
SIERRA 939.9 746.8 79.5% NO
SONOMA 73.6 315.1 428.0% Yes
STOCKTON 683.2 219.8 32.2% NO
YOSEMITE 174.3 246.7 141.5% Yes

Table 52 — February 9-10, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
DIABLO October 14, 2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 134.4 2
DIABLO November 8, 2018 104.0 3
DIABLO November 21, 2018 97.5 14
DIABLO November 29, 2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO February 9-10 2019 244.9 2

% Difference 138.3% -78%

Table 53 — Diablo Division Historical Performance

As indicated in Table 53, the Diablo Division CAIDI value of 244.9 minutes for the
February 9-10, 2019 major event days was 138.3% higher than the 102.8-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Rossmoor 1105 circuit — due to a failed underground transformer.
e Contra Costa 2109 circuit — due to a failed underground transformer.
e Brentwood 2112 circuit — due to a failed overhead switch.

These outages contributed 244.9 minutes to the February 9-10, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI |SO / Day
HUMBOLDT October 20, 2017 132.2 7
HUMBOLDT December 4,2017 128.6 3
HUMBOLDT December 16, 2017 351.9 5
HUMBOLDT March 16,2018 563.7 4
HUMBOLDT May 17,2018 84.0 4
HUMBOLDT July 28,2018 266.8 18
HUMBOLDT October 14,2018 1,341.4 8
HUMBOLDT November 8, 2018 185.2 6
HUMBOLDT November 21,2018 60.8 8
HUMBOLDT November 29, 2018 138.0 9

Average of 10 excludable

major events 468.6 7
HUMBOLDT February 9-10 2019 2,002.9 74

% Difference 327.4% | 921%

Table 54 — Humboldt Division Historical Performance

As indicated in Table 54, the Humboldt Division CAIDI value of 2,002.9 minutes
for the February 9-10, 2019 major event days was 327.4% higher than the 468.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Orick 60 kV transmission line — a 3" party installed an unauthorized fiber
wire on the 60 kV pole line.
The 60 kV transmission line serving Hoopa Substation failed.
A tree fell into the 60 kV line serving Willow Creek Substation.
Arcata 1122 circuit — a tree fell into the line.
Hoopa 1101 circuit — a tree fell into the line.
Willow Creek 1101 circuit — a tree fell into the line.
Garberville 1101 circuit — a tree fell into the line.
Garberville 1102 — a tree fell into the line.

These outages contributed 599.5 minutes to the February 9-10, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
KERN October 14,2017 95.6 4
KERN October 20, 2017 152.8 12
KERN December 4, 2017 80.8 5
KERN December 16,2017 285.3 2
KERN March 16, 2018 56.8 2
KERN May 17,2018 487.8 3
KERN October 14,2018 91.9 2
KERN November 8, 2018 291.1 4
KERN November 21,2018 112.8 4
KERN November 29,2018 162.4 7

Average of 10 excludable

major events 111.2 5
KERN February 10 2019 214.5 8

% Difference 92.9% 78%

Table 55 — Kern Division Historical Performance

As indicated in Table 55, the Kern Division CAIDI value of 214.5 minutes for the
February 9-10, 2019 major event days was 92.9% higher than the 111.2-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Semitropic 1112 circuit — due to a car-pole incident.
e Kern Oil 1110 circuit — a tree fell grew into the line.
e Wheeler Ridge 1103 circuit — due to an outage of unknown cause; the line
was patrolled, but nothing found.

These outages contributed 107.1 minutes to the February 9-10, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI |SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21, 2018 193.2 14
LOS PADRES November 29, 2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES February 9-10 2019 184.8 3

% Difference 54.1% -61%

Table 56 — Los Padres Division Historical Performance

As indicated in Table 56, the Los Padres Division CAIDI value of 184.8 minutes
for the February 9-10, 2019 major event days was 54.1% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Baywood 1101 circuit — due to an outage of unknown cause; the line was
patrolled but nothing found.

e Templeton 2101 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
e Atascadero 1103 circuit — due to a car-pole incident.

These outages contributed 131.2 minutes to the February 9-10, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA February 9-10 2019 315.1 7

% Difference 328.0% -10%

Table 57 — Sonoma Division Historical Performance

As indicated in Table 57, the Sonoma Division CAIDI value of 315.1 minutes for
the February 9-10, 2019 major event days was 328.0% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Monroe 2101 circuit — due to a car-pole incident.

Monroe 1104 circuit — due to a car-pole incident.

Santa Rosa 1111 circuit — due to a failed overhead conductor.
Cotati 1103 circuit — due to a failed overhead connector / splice.
Geyserville 1101 circuit — an outage of unknown cause.

These outages contributed 239.3 minutes to the February 9-10, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4, 2017 186.8 9
YOSEMITE December 16,2017 137.7 28
YOSEMITE March 16,2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8, 2018 111.6 5
YOSEMITE November 21,2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE February 9-10 2019 246.7 31

% Difference 41.5% 71%

Table 58 — Yosemite Division Historical Performance

As indicated in Table 58, the Yosemite Division CAIDI value of 246.7 minutes for
the February 9-10, 2019 major event days was 41.5% higher than the 174.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Curtis 1704 circuit — a tree branch fell into the line.
e Oakhurst 1103 circuit — due to (1) a tree falling into the line and (2) an
outage of unknown cause; the line was patrolled but the cause was not
determined.

These outages contributed 78.0 minutes to the February 9-10, 2019 overall
CAIDI performance.
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The fifth major event was for February 12-17, 2019 caused by a pair of potent
storms that impacted the territory beginning with an “atmospheric river” event, which
produced gusty winds, heavy rain and significant low snow in Redding, followed by a
colder, dynamic storm that resulted in additional periods of rain and gusty south
winds along with low snow and isolated thunderstorms. Table 59 summarizes the
system and division CAIDI performances during this event and the average of the
prior ten weather related major events.

(February 12-17, 2019 vs. Prior 10 MED)

A\./erage CAIDI of Percent Difference Exceeds the
L Prior 10 System / | February 12-17,2019 . -
System / Division L. . . . From the Prior Investigation
E:::j:;na z::e:\:,llféc / Division Specific CAIDI CAIDI Average Threshold?
SYSTEM 1356.4 582.8 43.0% NO
CENTRAL COAST 183.7 621.9 338.5% Yes
DE ANZA 306.7 162.6 53.0% NO
DIABLO 102.8 211.7 206.0% Yes
EAST BAY 91.8 64.3 70.1% NO
FRESNO 211.5 142.9 67.6% NO
HUMBOLDT 468.6 346.6 74.0% NO
KERN 111.2 90.7 81.6% NO
LOS PADRES 119.9 110.7 92.3% NO
MISSION 161.0 184.2 114.4% NO
NORTH BAY 449.5 412.2 91.7% NO
NORTH VALLEY 13270.3 2313.3 17.4% NO
PENINSULA 142.3 279.7 196.6% Yes
SACRAMENTO 104.1 117.0 112.4% NO
SAN FRANCISCO 89.4 304.2 340.1% Yes
SAN JOSE 113.3 221.0 195.0% Yes
SIERRA 939.9 536.4 57.1% NO
SONOMA 73.6 224.9 305.5% Yes
STOCKTON 683.2 220.3 32.3% NO
YOSEMITE 174.3 263.8 151.3% Yes

Table 59 — February 12-17, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
CENTRAL COAST October 20, 2017 163.8 17
CENTRAL COAST December 4, 2017 240.2 16
CENTRAL COAST December 16, 2017 240.1 48
CENTRAL COAST March 16,2018 63.2 15
CENTRAL COAST May 17,2018 2435 4
CENTRAL COAST July 28,2018 91.8 8
CENTRAL COAST October 14,2018 70.9 3
CENTRAL COAST November 8, 2018 43.6 11
CENTRAL COAST November 21,2018 185.4 37
CENTRAL COAST November 29,2018 377.9 81

Average of 10 excludable

major events 183.7 24
CENTRAL COAST February 12-17 2019 621.9 49

% Difference 238.5% 104%

Table 60 — Central Coast Division Historical Performance

As indicated in Table 60, the Central Coast Division CAIDI value of 621.9
minutes for the February 12-17, 2019 major event days was 238.5% higher than
the 183.7-minute average of the prior 10 weather-related excludable major
events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Monte Vista 60 kV Line — a tree branch fell into the line.
Viejo 2202 circuit — three trees fell into the line causing separate outages.
Viejo 2101 circuit — a tree fell into the line.
Hatton 1102 circuit — a tree fell into the line.
Carmel 402 circuit — a tree fell into the line.
Otter 1101 circuit — a tree fell into the line.
Pacific Grove 422 circuit — a tree fell into the line.

These outages contributed 101.1 minutes to the February 12-17, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
DIABLO October 14, 2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 134.4 2
DIABLO November 8, 2018 104.0 3
DIABLO November 21, 2018 97.5 14
DIABLO November 29, 2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO February 12-17 2019 211.7 8

% Difference 106.0% 13%

Table 61 — Diablo Division Historical Performance

As indicated in Table 61, the Diablo Division CAIDI value of 211.7 minutes for the
February 12-17, 2019 major event days was 106.0% higher than the 102.8-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Tidewater 2106 circuit — due to a failed overhead conductor.
Lakewood 2223 circuit — due to a failed overhead conductor.
Saranap 401 circuit - due to a failed overhead conductor.
Clayton 2215 circuit — due to a failed wood-pole.

These outages contributed 83.8 minutes to the February 12-17, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
PENINSULA October 14, 2017 131.0 1
PENINSULA October 20, 2017 185.2 9
PENINSULA December 4, 2017 389.6 5
PENINSULA December 16, 2017 158.1 18
PENINSULA March 16,2018 163.5 5
PENINSULA May 17,2018 73.1 1
PENINSULA July 28,2018 60.9 1
PENINSULA November 8, 2018 163.8
PENINSULA November 21,2018 112.3 13
PENINSULA November 29,2018 118.1 22

Average of 10 excludable

major events 142.3 8
PENINSULA February 12-17 2019 279.7 17

% Difference 96.6% 115%

Table 62 — Peninsula Division Historical Performance

As indicated in Table 62, the Peninsula Division CAIDI value of 279.7 minutes for
the February 12-17, 2019 major event days was 96.6% higher than the 142.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Sneath Lane 1106 circuit — a tree fell into the line.
Half Moon Bay 1103 circuit — a tree fell into the line.
Lawndale 402 circuit - due to a failed underground conductor.
Serramonte 1104 circuit — due to a failed underground transformer.
Daly City 1112 circuit — a tree fell into the line.
SF H Martin 402 circuit — an outage of unknown cause; the line was
patrolled but the cause was not determined.
SF M 401 circuit — a tree fell into the line.
e Woodside 1101 — a tree fell into the line.

These outages contributed 150.9 minutes to the February 12-17, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
SAN FRANCISCO September 11,2019 207.7 13
SAN FRANCISCO October 9, 2017 279.0 1
SAN FRANCISCO October 20, 2017 162.8 2
SAN FRANCISCO December 4, 2017 53.1 1
SAN FRANCISCO March 16,2018 54.5 1
SAN FRANCISCO July 28,2018 11.0 1
SAN FRANCISCO October 14,2018 33.0 1
SAN FRANCISCO November 8, 2018 361.0 2
SAN FRANCISCO November 21,2018 79.2 3
SAN FRANCISCO November 29, 2018 74.4 3

Average of 10 excludable

major events 89.4 3
SAN FRANCISCO February 13-17 2019 304.2 4

% Difference 240.1% 50%

Table 63 — San Francisco Division Historical Performance

As indicated in Table 63, the San Francisco Division CAIDI value of 304.2
minutes for the February 13-17, 2019 major event days was 240.1% higher than
the 304.2-minute average of the prior 10 weather-related excludable major
events.

The top contributing factors to the higher division CAIDI value were due to the
following:

SF A 1104 circuit — due to a failed underground conductor.

Castro 401 circuit — due to a failed overhead conductor.

SF P 1108 circuit — an outage of unknown cause, the line was patrolled
but the cause was not determined.

18t Street 408 circuit — a tree fell into the line.

SF N 403 circuit — due to a failed overhead conductor.

These outages contributed 104.1 minutes to the February 13-17, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4,2017 75.2 12
SAN JOSE December 16,2017 110.9 14
SAN JOSE March 16,2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8, 2018 128.8 4
SAN JOSE November 21,2018 326.0 3
SAN JOSE November 29, 2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE February 12-17 2019 221.0 6

% Difference 95.0% 1%

Table 64 — San Jose Division Historical Performance

As indicated in Table 64, the San Jose Division CAIDI value of 221.0 minutes for
the February 13-17, 2019 major event days was 95.0% higher than the 113.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e EIl Patio 1105 circuit — a tree fell into the line.

Edenvale 1102 circuit — due to a failed underground elbow.
Mc Kee 1103 circuit — due to a car-pole incident.

Almaden 1101 circuit — a tree fell into the line.

Milpitas 1103 circuit — an outage of unknown cause; the line was patrolled
but the cause was not determined.

These outages contributed 46.9 minutes to the February 13-17, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA February 12-17 2019 224.9 21

% Difference 205.5% | 186%

Table 65 — Sonoma Division Historical Performance

As indicated in Table 65, the Sonoma Division CAIDI value of 224.9 minutes for
the February 13-17, 2019 major event days was 205.5% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Salmon Creek 1101 circuit — due to a failed overhead conductor.
Mirabel 1102 circuit — a tree branch fell into the line.
Molino 1101 circuit — a tree fell into the line.
Fort Ross 1121 circuit — a tree branch fell into the line.
Cotati 1105 circuit — a tree fell into the line.
Bellevue 2103 circuit — a tree fell into the line.
Monroe 1104 circuit — due to a failed underground transformer.

These outages contributed 49.2 minutes to the February 13-17, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4, 2017 186.8 9
YOSEMITE December 16,2017 137.7 28
YOSEMITE March 16,2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8, 2018 111.6 5
YOSEMITE November 21,2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE February 12-17 2019 263.8 34

% Difference 51.3% 87%

Table 66 — Yosemite Division Historical Performance

As indicated in Table 66, the Yosemite Division CAIDI value of 263.8 minutes for
the February 13-17, 2019 major event days was 51.3% higher than the 174.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Miwuk 1702 circuit — a tree fell into the line.
Miwuk 1701 circuit — a tree fell into the line.
Oakhurst 1103 circuit — a tree fell into the line.
Curtis 1703 circuit — a tree fell into the line.
Bear Valley 2105 circuit — a tree fell into the line.

These outages contributed 60.2 minutes to the February 13-17, 2019 overall
CAIDI performance.
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The sixth major event was from February 26-27, 2019 caused by a strong high-
pressure system that produced triple-digit temperatures away from the coast
resulting in widespread heat-related outage activity. Table 67 summarizes the
system and division CAIDI performances during this event and the average of the
prior ten weather related major events.

(February 26-27, 2019 vs. Prior 10 MED)

A\.lerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / |February 26-27,2019 / . .
System / Division Division Specific Division Specific CAIDI From the Prior Investigation
Excludable ME CAIDI Average Threshold?
SYSTEM 1356.4 355.2 26.2% NO
CENTRAL COAST 183.7 114.7 62.4% NO
DE ANZA 306.7 173.7 56.6% NO
DIABLO 102.8 161.2 156.9% Yes
EAST BAY 91.8 242.6 264.4% Yes
FRESNO 2115 113.5 53.7% NO
HUMBOLDT 468.6 295.4 63.0% NO
KERN 111.2 121.8 109.5% NO
LOS PADRES 119.9 297.0 247.7% Yes
MISSION 161.0 152.6 94.8% NO
NORTH BAY 449.5 178.4 39.7% NO
NORTH VALLEY 13270.3 402.3 3.0% NO
PENINSULA 142.3 335.5 235.8% Yes
SACRAMENTO 104.1 203.9 196.0% Yes
SAN FRANCISCO 89.4 92.5 103.4% NO
SAN JOSE 113.3 232.7 205.3% Yes
SIERRA 939.9 379.7 40.4% NO
SONOMA 73.6 643.3 873.9% Yes
STOCKTON 683.2 130.9 19.2% NO
YOSEMITE 174.3 161.8 92.8% NO

Table 67 — February 26-27, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
DIABLO October 14, 2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 134.4 2
DIABLO November 8,2018 104.0 3
DIABLO November 21,2018 97.5 14
DIABLO November 29, 2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO February 26-27 2019 161.2 6

% Difference 56.9% -12%

Table 68 — Diablo Division Historical Performance

As indicated in Table 68, the Diablo Division CAIDI value of 161.2 minutes for the
February 26-27, 2019 major event days was 56.9% higher than the 102.8-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Walnut Creek 404 circuit — a tree fell into the line.
e Tassajara 2112 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

These outages contributed 55.3 minutes to the February 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
EAST BAY October 20, 2017 437 10
EAST BAY December 4,2017 114.9 10
EAST BAY December 16, 2017 65.4 6
EAST BAY March 16,2018 87.9 3
EAST BAY May 17,2018 818.0 1
EAST BAY July 28,2018 13.6 2
EAST BAY October 14,2018 562.1 2
EAST BAY November 8, 2018 51.9 2
EAST BAY November 21,2018 153.2 7
EAST BAY November 29,2018 75.8 7

Average of 10 excludable

major events 91.8 5
EAST BAY February 26-27 2019 242.6 4

% Difference 164.4% -30%

Table 69 — East Bay Historical Performance
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As indicated in Table 69, the East Bay Division CAIDI value of 242.6 minutes for
the February 26-27, 2019 major event days was 164.4% higher than the 91.8-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Oakland C 1109 circuit — a palm frond fell into the line.

e Oakland D 1110 circuit — a tree fell into the line.

e Oakland X 1106 circuit — a tree fell into the line.

These outages contributed 76.7 minutes to the February 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
LOS PADRES October 20,2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16, 2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21, 2018 193.2 14
LOS PADRES November 29, 2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES February 27 2019 297.0 3

% Difference 147.7% -61%

Table 70 — Los Padres Historical Performance

As indicated in Table 70, the Los Padres Division CAIDI value of 297.0 minutes
for the February 27, 2019 major event day was 147.7% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Templeton 2110 circuit — due to a failed wood pole.

e Oceano 1104 circuit — due to a failed underground transformer.

e Santa Maria 1110 circuit — due to a car-pole incident.

These outages contributed 297.0 minutes to the February 27, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
PENINSULA October 14, 2017 131.0 1
PENINSULA October 20, 2017 185.2 9
PENINSULA December 4, 2017 389.6 5
PENINSULA December 16, 2017 158.1 18
PENINSULA March 16,2018 163.5 5
PENINSULA May 17,2018 73.1 1
PENINSULA July 28,2018 60.9 1
PENINSULA November 8,2018 163.8
PENINSULA November 21,2018 112.3 13
PENINSULA November 29,2018 118.1 22

Average of 10 excludable

major events 142.3 8
PENINSULA February 26-27 2019 335.5 6

% Difference 135.8% -30%

Table 71 — Peninsula Historical Performance

As indicated in Table 71, the Peninsula Division CAIDI value of 335.5 minutes for
the February 26-27, 2019 major event days was 135.8% higher than the 142.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was a failed insulator
on the 60 kV transmission line serving Half Moon Bay Substation. This outage
contributed 221.3 minutes to the February 26-27, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8, 2018 150.3 18
SACRAMENTO November 21, 2018 202.2 22
SACRAMENTO November 29, 2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO February 26-27 2019 203.9 17

% Difference 96.0% -13%

Table 72 — Sacramento Historical Performance

As indicated in Table 72, the Sacramento Division CAIDI value of 203.9 minutes
for the February 26-27, 2019 major event days was 96.0% higher than the 104.1-
minute average of the prior 10 weather-related excludable major events.
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The top contributing factors to the higher division CAIDI value were due to the
following:
e Jameson 1105 circuit — due to a failed overhead conductor.
e Vacaville 1104 circuit — due to (1) a tree falling into the line and (2) a failed
underground elbow.
e East Nicolaus 1101 circuit — a tree fell into the line.
e Vacaville 1109 circuit — due to a failed underground transformer.

These outages contributed 30.8 minutes to the February 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4, 2017 75.2 12
SAN JOSE December 16,2017 110.9 14
SAN JOSE March 16, 2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8, 2018 128.8 4
SAN JOSE November 21,2018 326.0 3
SAN JOSE November 29,2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE February 26-27 2019 232.7 4

% Difference 105.3% -34%

Table 73 — San Jose Historical Performance

As indicated in Table 73, the San Jose Division CAIDI value of 232.7 minutes for
the February 26-27, 2019 major event days was 105.3% higher than the 113.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e El Patio 1112 circuit — a palm frond fell into the line.
e Mc Kee 1107 circuit — due to a car-pole incident.

These outages contributed 103.8 minutes to the February 26-27, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16, 2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8,2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA February 26-27 2019 643.3 45

% Difference 773.9% | 525%

Table 74 — Sonoma Historical Performance

As indicated in Table 74, the Sonoma Division CAIDI value of 643.3 minutes for
the February 26-27, 2019 major event days was 773.9% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Mirabel 1102 circuit — a tree fell into the line.

Monte Rio 1111 circuit — due to (1) a tree falling into the line and (2) a
mudslide that brought down a wood pole.

Molino 1104 circuit — due to a damaged cable-riser caused by flooding.
Geyserville 1102 circuit — due to a broken pole brought about by flooding.
Salmon Creek 1101 circuit — due to an outage of unknown cause; the line
was patrolled but the cause was not determined.

Monto Rio 1112 circuit — a tree fell into the line due to a mudslide.

These outages contributed 352.4 minutes to the February 26-27, 2019 overall
CAIDI performance.
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The seventh major event was for June 8, 2019 caused by gusty offshore winds, hot
temperatures and low humidity resulting in critical fire danger across the north and in
the implementation of a Power Safety, Power Shut-Off (PSPS). Table 75
summarizes the system and division CAIDI performances during this event and the
average of the prior ten weather related major events.

(June 8, 2019 vs. Prior 10 MED)

A\.Ierage CAIDI of . Percent Difference Exceeds the
. Prior 10 System / | June 8, 2019 / Division . .

System / Division L. . . From the Prior Investigation

DEI)‘:::LZZ::?:;;C Specific CAIDI CAIDI Average Threshold?
SYSTEM 1356.4 664.8 49.0% NO
CENTRAL COAST 183.7 2854.3 1553.7% Yes
DE ANZA 306.7 4114 134.1% Yes
DIABLO 102.8 70.0 68.1% NO
EAST BAY 91.8 112.5 122.6% NO
FRESNO 211.5 227.8 107.7% NO
HUMBOLDT 468.6 127.5 27.2% NO
KERN 111.2 98.4 88.5% NO
LOS PADRES 119.9 159.0 132.6% Yes
MISSION 161.0 351.0 218.0% Yes
NORTH BAY 449.5 659.8 146.8% Yes
NORTH VALLEY 13270.3 944.0 7.1% NO
PENINSULA 142.3 0.0 0.0% NO
SACRAMENTO 104.1 222.4 213.7% Yes
SAN FRANCISCO 89.4 601.0 672.0% Yes
SAN JOSE 113.3 39.9 35.2% NO
SIERRA 939.9 97.2 10.3% NO
SONOMA 73.6 274.2 372.5% Yes
STOCKTON 683.2 214.5 31.4% NO
YOSEMITE 174.3 97.4 55.9% NO

Table 75 — June 8, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
CENTRAL COAST October 20, 2017 163.8 17
CENTRAL COAST December 4,2017 240.2 16
CENTRAL COAST December 16, 2017 240.1 48
CENTRAL COAST March 16,2018 63.2 15
CENTRAL COAST May 17,2018 243.5 4
CENTRAL COAST July 28,2018 91.8 8
CENTRAL COAST October 14,2018 70.9 3
CENTRAL COAST November 8,2018 43.6 11
CENTRAL COAST November 21,2018 185.4 37
CENTRAL COAST November 29,2018 377.9 81

Average of 10 excludable

major events 183.7 24
CENTRAL COAST June 8 2019 2,854.3 4

% Difference 1453.7%| -83%

Table 76 — Central Coast Division Historical Performance

As indicated in Table 76, the Central Coast Division CAIDI value of 2,854.3
minutes for the June 8, 2019 major event day was 1,453.7% higher than the
183.7-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Spence 1105 circuit — due to a failed overhead transformer.

e Watsonville 2101 circuit — due to a failed overhead transformer.

e Paul Sweet 2107 circuit — a tree fell into the line.

e Soledad 2102 circuit — due to a failed overhead jumper.

These outages contributed 2,854.3 minutes to the June 8, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI (SO / Day
DE ANZA October 8-9, 2017 147.2 2
DE ANZA October 14,2017 168.8 4
DE ANZA October 20, 2017 115.5 6
DE ANZA December 4, 2017 1154 6
DE ANZA December 16, 2017 1,097.7 12
DE ANZA May 17,2018 146.3 1
DE ANZA July 28,2018 331.6 1
DE ANZA November 8, 2018 299.5 3
DE ANZA November 21, 2018 168.6 9
DE ANZA November 29, 2018 45.0 21

Average of 10 excludable

major events 306.7 6
DE ANZA June 8 2019 411.4 1

% Difference 34.1% -83%

Table 77 — De Anza Division Historical Performance
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As indicated in Table 77, the De Anza Division CAIDI value of 411.4 minutes for
the June 8, 2019 major event day was 34.1% higher than the 306.7-minute
average of the prior 10 weather-related excludable major events.

This was the result of a tree falling into the Los Gatos 1106 circuit and accounted
for the 411.4 CAIDI minutes.

System / Division Major Event Day CAIDI |SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4,2017 52.0 8
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16, 2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21,2018 193.2 14
LOS PADRES November 29,2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES June 8 2019 159.0 3

% Difference 32.6% -61%

Table 78 — Los Padres Division Historical Performance

As indicated in Table 78, the Los Padres Division CAIDI value of 159.0 minutes
for the June 8, 2019 major event day was 32.6% higher than the 119.9-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Zaca 1101 circuit — due to a deteriorated wood-pole.

e Templeton 2113 circuit — due to a deteriorated wood pole.

e Oceano 1104 circuit — due to a bird contacting the overhead line.

These outages contributed 159.0 minutes to the June 8, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
MISSION October 14, 2017 3249 3
MISSION October 20, 2017 252.4 10
MISSION December 4, 2017 130.5 4
MISSION December 16, 2017 40.5 3
MISSION March 16,2018 130.5 7
MISSION May 17,2018 276.7 2
MISSION July 28,2018 81.1 1
MISSION October 14,2018 292.4 2
MISSION November 21,2018 158.7 22
MISSION November 29, 2018 4745 7

Average of 10 excludable

major events 161.0 6
MISSION June 8 2019 351.0 3

% Difference 118.0% -51%

Table 79 — Mission Division Historical Performance

As indicated in Table 79, the Mission Division CAIDI value of 351.0 minutes for
the June 8, 2019 major event day was 118.0% higher than the 161.0-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Castro Valley 1106 circuit — due to an outage of unknown cause; the line
was patrolled but the cause was not determined.
e Newark 1107 circuit — due to a broken secondary conductor.
e Vasco 1103 circuit — a tree branch fell into the line.

These outages contributed 351.0 minutes to the June 8, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI |SO / Day
NORTH BAY October 20, 2017 208.7 13
NORTH BAY December 4, 2017 194.9 25
NORTH BAY December 16,2017 72.2 19
NORTH BAY March 16, 2018 310.5 3
NORTH BAY May 17,2018 250.2 3
NORTH BAY July 28,2018 266.5 2
NORTH BAY October 14,2018 1,618.6 30
NORTH BAY November 8,2018 198.2 7
NORTH BAY November 21,2018 250.2 8
NORTH BAY November 29,2018 251.3 20

Average of 10 excludable

major events 449.5 13
NORTH BAY June 8 2019 659.8 14

% Difference 46.8% 8%

Table 80 — North Bay Division Historical Performance
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As indicated in Table 80, the North Bay Division CAIDI value of 659.8 minutes for
the June 8, 2019 major event day was 46.8% higher than the 449.5-minute
average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 523.5 minutes to the June
8, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI (SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8, 2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29, 2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO June 8 2019 222.4 26

% Difference 113.7% 37%

Table 81 — Sacramento Division Historical Performance

As indicated in Table 81, the Sacramento Division CAIDI value of 222.4 minutes
for the June 8, 2019 major event day was 113.7% higher than the 104.1-minute
average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the

implementation of PSPS. This outage event contributed 162.7 minutes to the June
8, 2019 overall CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
SAN FRANCISCO September 11,2019 207.7 13
SAN FRANCISCO October 9, 2017 279.0 1
SAN FRANCISCO October 20, 2017 162.8 2
SAN FRANCISCO December 4, 2017 53.1 1
SAN FRANCISCO March 16,2018 54.5 1
SAN FRANCISCO July 28,2018 11.0 1
SAN FRANCISCO October 14,2018 33.0 1
SAN FRANCISCO November 8,2018 361.0 2
SAN FRANCISCO November 21,2018 79.2 3
SAN FRANCISCO November 29,2018 74.4 3

Average of 10 excludable

major events 89.4 3
SAN FRANCISCO June 8 2019 601.0 1

% Difference 572.0% -64%

Table 82 — San Francisco Division Historical Performance

As indicated in Table 82, the San Francisco Division CAIDI value of 601.0
minutes for the June 8, 2019 major event day was 572.0% higher than the 89.4-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was a failed overhead
connector / splice on the Daly City 1109 circuit. This outage event contributed
601.0 minutes to the June 8, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16, 2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21, 2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA June 8 2019 274.2 6

% Difference 272.5% -17%

Table 83 — Sonoma Division Historical Performance
As indicated in Table 83, the Sonoma Division CAIDI value of 274.2 minutes for

the June 8, 2019 major event day was 272.5% higher than the 73.6-minute
average of the prior 10 weather-related excludable major events.
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The top contributing factors to the higher division CAIDI value were due to the
following:

e Fitch Mountain 1113 circuit — a tree fell into the line.

¢ Rincon 1103 circuit — a tree fell into the line.

e Molino 1103 circuit — a tree branch fell into the line.

These outages contributed 139.1 minutes to the June 8, 2019 overall CAIDI
performance.

The eighth major event was for June 10, 2019 caused by a strong high-pressure
system that resulted in hot and dry weather across the territory with daytime highs
ranging from the 90s to around 105F across the territory. Table 84 summarizes the
system and division CAIDI performances during this event and the average of the
prior ten weather related major events.

(June 10, 2019 vs. Prior 10 MED)

A\'/erage CAIDI of Percent Difference Exceeds the
. Prior 10 System / June 10,2019/ . ..

System / Division Division Specific | Division Specific CAIDI From the Prior Investigation

Excludable ME CAIDI Average Threshold?
SYSTEM 1356.4 122.8 9.1% NO
CENTRAL COAST 183.7 67.8 36.9% NO
DE ANZA 306.7 118.6 38.7% NO
DIABLO 102.8 163.5 159.1% Yes
EAST BAY 91.8 110.9 120.8% NO
FRESNO 2115 98.2 46.4% NO
HUMBOLDT 468.6 99.3 21.2% NO
KERN 111.2 73.1 65.7% NO
LOS PADRES 119.9 47.3 39.5% NO
MISSION 161.0 116.5 72.3% NO
NORTH BAY 449.5 123.3 27.4% NO
NORTH VALLEY 13270.3 116.9 0.9% NO
PENINSULA 142.3 76.0 53.4% NO
SACRAMENTO 104.1 133.0 127.8% Yes
SAN FRANCISCO 89.4 110.9 124.0% NO
SAN JOSE 113.3 139.9 123.4% NO
SIERRA 939.9 101.8 10.8% NO
SONOMA 73.6 202.9 275.6% Yes
STOCKTON 683.2 193.6 28.3% NO
YOSEMITE 1743 213.2 122.3% NO

Table 84 — June 10, 2019 CAIDI Performance

213



WMP-Discovery2023_DR_TURN_003-Q002Atch03

System / Division Major Event Day CAIDI SO / Day
DIABLO October 14, 2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 134.4 2
DIABLO November 8,2018 104.0 3
DIABLO November 21,2018 97.5 14
DIABLO November 29, 2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO June 10 2019 163.5 13

% Difference 59.1% 91%

Table 85 — Diablo Division Historical Performance

As indicated in Table 85, the Diablo Division CAIDI value of 163.5 minutes for the
June 10, 2019 major event day was 59.1% higher than the 102.8-minute average
of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Meadow Lane 2105 circuit — due to a failed underground connector /
splice.
e Bryant 401 circuit — due to a loading problem on the circuit.
e Lakewood 2226 circuit — due to a failed underground switch.

These outages contributed 113.0 minutes to the June 10, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI |SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16,2017 85.1 68
SACRAMENTO March 16, 2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO June 10 2019 133.0 13

% Difference 27.8% -32%

Table 86 — Sacramento Division Historical Performance
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As indicated in Table 86, the Sacramento Division CAIDI value of 133.0 minutes
for the June 10, 2019 major event day was 27.8% higher than the 104.1-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e West Sacramento 1108 circuit — due to a third-party incident where
someone threw a piece of cable onto the overhead conductor.
e Vaca Dixon 1105 circuit — due to a car-pole incident.

These outages contributed 63.6 minutes to the June 10, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16, 2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21, 2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA June 10 2019 202.9 7

% Difference 175.6% -3%

Table 87 — Sonoma Division Historical Performance

As indicated in Table 87, the Sonoma Division CAIDI value of 202.9 minutes for
the June 10, 2019 major event day was 175.6% higher than the 73.6-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Santa Rosa A 1110 circuit — due to a failed underground transformer.

e Bellevue 2103 circuit — due to a failed underground connector / splice.

e Bellevue 2105 circuit — due to a failed underground connector / splice

These outages contributed 100.9 minutes to the June 10, 2019 overall CAIDI
performance.
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The ninth major event was for August 15, 2019 caused by a strong high-pressure
system that resulted in triple-digit temperatures away from the coast. Table 88

summarizes the system and division CAIDI performances during this event and the

average of the prior ten weather related major events.

(August 15, 2019 vs. Prior 10 MED)

Ayerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / August 15,2019 / . L.
System / Division . . o . From the Prior Investigation
I)El)\(/z:‘:r\azr;e:/llféc Division Specific CAIDI CAIDI Average Threshold?
SYSTEM 1356.4 121.2 8.9% NO
CENTRAL COAST 183.7 1244 67.7% NO
DE ANZA 306.7 340.6 111.0% NO
DIABLO 102.8 111.4 108.4% NO
EAST BAY 91.8 157.1 171.2% Yes
FRESNO 2115 101.8 48.1% NO
HUMBOLDT 468.6 96.2 20.5% NO
KERN 111.2 148.5 133.5% Yes
LOS PADRES 119.9 86.9 72.5% NO
MISSION 161.0 93.2 57.9% NO
NORTH BAY 449.5 96.3 21.4% NO
NORTH VALLEY 13270.3 331.9 2.5% NO
PENINSULA 142.3 1393.0 979.2% Yes
SACRAMENTO 104.1 159.7 153.4% Yes
SAN FRANCISCO 89.4 31.6 35.3% NO
SAN JOSE 113.3 223.8 197.5% Yes
SIERRA 939.9 61.5 6.5% NO
SONOMA 73.6 151.1 205.3% Yes
STOCKTON 683.2 85.8 12.6% NO
YOSEMITE 174.3 110.3 63.3% NO

Table 88 — August 15, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
EAST BAY October 20, 2017 437 10
EAST BAY December 4,2017 114.9 10
EAST BAY December 16, 2017 65.4 6
EAST BAY March 16,2018 87.9 3
EAST BAY May 17,2018 818.0 1
EAST BAY July 28,2018 13.6 2
EAST BAY October 14,2018 562.1 2
EAST BAY November 8,2018 51.9 2
EAST BAY November 21,2018 153.2 7
EAST BAY November 29,2018 75.8 7

Average of 10 excludable

major events 91.8 5
EAST BAY August 15 2019 157.1 4

% Difference 71.2% -20%

Table 89 — East Bay Division Historical Performance

As indicated in Table 89, the East Bay Division CAIDI value of 157.1 minutes for
the August 15, 2019 major event day was 71.2% higher than the 91.8-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Oakland J 1108 circuit — due to a metallic balloon getting into the lines.

e Oakland D 1130 circuit — due to failed overhead transformer.

e Oakland C 1118 circuit — due to a failed underground connector / splice.

e San Leandro 1109 circuit — due to tree bark getting into the line.

These outages contributed 157.1 minutes to the August 15, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI (SO / Day
KERN October 14, 2017 95.6 4
KERN October 20, 2017 152.8 12
KERN December 4, 2017 80.8 5
KERN December 16, 2017 285.3 2
KERN March 16,2018 56.8 2
KERN May 17,2018 487.8 3
KERN October 14,2018 91.9 2
KERN November 8, 2018 291.1 4
KERN November 21, 2018 112.8 4
KERN November 29, 2018 162.4 7

Average of 10 excludable

major events 111.2 5
KERN August 15 2019 148.5 2

% Difference 33.5% -56%

Table 90 — Kern Division Historical Performance
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As indicated in Table 90, the Kern Division CAIDI value of 148.5 minutes for the
August 15, 2019 major event day was 33.5% higher than the 111.2-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Lakeview 1102 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was note determined.
e Westpark 1105 circuit — due to a squirrel getting into the line.

These outages contributed 148.5 minutes to the August 15, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI SO / Day
PENINSULA October 14, 2017 131.0 1
PENINSULA October 20, 2017 185.2 9
PENINSULA December 4, 2017 389.6 5
PENINSULA December 16, 2017 158.1 18
PENINSULA March 16,2018 163.5 5
PENINSULA May 17,2018 73.1 1
PENINSULA July 28,2018 60.9 1
PENINSULA November 8, 2018 163.8 4
PENINSULA November 21, 2018 112.3 13
PENINSULA November 29, 2018 118.1 22

Average of 10 excludable

major events 142.3 8
PENINSULA August 15 2019 1,393.0 2

% Difference 879.2% -75%

Table 91 — Peninsula Division Historical Performance

As indicated in Table 91, the Peninsula Division CAIDI value of 1,393.0 minutes
for the August 15, 2019 major event day was 879.2% higher than the 142.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Glenwood 1101 circuit — a tree fell into the line.

e Daly City 1102 circuit — due to a failed overhead fuse holder.

These outages contributed 1,393.0 minutes to the August 15, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4,2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO August 15 2019 159.7 5

% Difference 53.4% -74%

Table 92 — Sacramento Division Historical Performance

As indicated in Table 92, the Sacramento Division CAIDI value of 159.7 minutes
for the August 15, 2019 major event day was 53.4% higher than the 104.1-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Suisun 1106 circuit — due to a failed overhead connector / splice.

e Peabody 2104 circuit — due to an outage of unknown cause; the line was

patrolled but the cause was not determined.

e Madison 2101 circuit — a tree grew into the line.

e Plainfield 1106 circuit — due to a failed underground transformer.

e East Nicolaus 1101 circuit — due to a blown fuse.

These outages contributed 159.7 minutes to the August 15, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4,2017 75.2 12
SAN JOSE December 16, 2017 110.9 14
SAN JOSE March 16,2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8,2018 128.8 4
SAN JOSE November 21,2018 326.0 3
SAN JOSE November 29,2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE August 15 2019 223.8 22

% Difference 97.5% 261%

Table 93 — San Jose Division Historical Performance

As indicated in Table 93, the San Jose Division CAIDI value of 223.8 minutes for
the August 15, 2019 major event day was 97.5% higher than the 113.3-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Swift 2102 circuit — due to a failed underground transformer.
Almaden 1111 circuit — due to a failed underground transformer.
Swift 2107 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

Edenvale 1102 circuit — due to a failed underground transformer.
Swift 2110 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

Hicks 1112 circuit — due to a failed underground switch.

These outages contributed 105.2 minutes to the August 15, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16, 2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8,2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA August 15 2019 151.1 8

% Difference 105.3% 11%

Table 94 — Sonoma Division Historical Performance

As indicated in Table 94, the Sonoma Division CAIDI value of 151.1 minutes for
the August 15, 2019 major event day was 105.3% higher than the 73.6-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Petaluma C 1102 circuit — due to a failed underground transformer.
e Sonoma 1102 circuit — a tree fell into the line.

These outages contributed 81.1 minutes to the August 15, 2019 overall CAIDI
performance.
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The tenth major event was for September 23, 2019 caused by dry weather
combined with breezy to gusty northeast winds that led to critical fire weather
conditions across the North resulting in the implementation of PSPS. Table 95
summarizes the system and division CAIDI performances during this event and the
average of the prior ten weather related major events.

(September 23, 2019 vs. Prior 10 MED)

A\.lerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / | September 23,2019 / . .
System / Division Division Specific Division Specific CAIDI From the Prior Investigation
Excludable ME CAIDI Average Threshold?
SYSTEM 1356.4 867.3 63.9% NO
CENTRAL COAST 183.7 212.6 115.7% NO
DE ANZA 306.7 978.0 318.8% Yes
DIABLO 102.8 62.9 61.2% NO
EAST BAY 91.8 708.0 771.5% Yes
FRESNO 2115 172.5 81.6% NO
HUMBOLDT 468.6 268.4 57.3% NO
KERN 111.2 224.2 201.6% Yes
LOS PADRES 119.9 249.7 208.3% Yes
MISSION 161.0 43.0 26.7% NO
NORTH BAY 449.5 34.0 7.6% NO
NORTH VALLEY 13270.3 1157.3 8.7% NO
PENINSULA 142.3 143.0 100.5% NO
SACRAMENTO 104.1 1122.8 1078.8% Yes
SAN FRANCISCO 89.4 0.0 0.0% NO
SAN JOSE 1133 128.8 113.6% NO
SIERRA 939.9 1106.6 117.7% NO
SONOMA 73.6 241.8 328.5% Yes
STOCKTON 683.2 77.9 11.4% NO
YOSEMITE 174.3 3594 206.1% Yes

Table 95 — September 23, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
DE ANZA October 8-9, 2017 147.2 2
DE ANZA October 14, 2017 168.8 4
DE ANZA October 20,2017 115.5 6
DE ANZA December 4, 2017 115.4 6
DE ANZA December 16, 2017 1,097.7 12
DE ANZA May 17,2018 146.3 1
DE ANZA July 28,2018 331.6 1
DE ANZA November 8,2018 299.5 3
DE ANZA November 21,2018 168.6 9
DE ANZA November 29,2018 45.0 21

Average of 10 excludable

major events 306.7 6
DE ANZA September 23 2019 978.0 1

% Difference 218.8% -83%

Table 96 — De Anza Division Historical Performance
As indicated in Table 96, the De Anza Division CAIDI value of 978.0 minutes for
the September 23, 2019 major event day was 218.8% higher than the 306.7-
minute average of the prior 10 weather-related excludable major events.

This was attributed to a tree falling into the Hicks 1106 circuit.

System / Division Major Event Day CAIDI |SO / Day
EAST BAY October 20, 2017 437 10
EAST BAY December 4,2017 114.9 10
EAST BAY December 16,2017 65.4 6
EAST BAY March 16, 2018 87.9 3
EAST BAY May 17,2018 818.0 1
EAST BAY July 28,2018 13.6 2
EAST BAY October 14,2018 562.1 2
EAST BAY November 8,2018 51.9 2
EAST BAY November 21,2018 153.2 7
EAST BAY November 29,2018 75.8 7

Average of 10 excludable

major events 91.8 5
EAST BAY September 23 2019 708.0 1

% Difference 671.5% -80%

Table 97 — East Bay Division Historical Performance
As indicated in Table 97, the East Bay Division CAIDI value of 708.0 minutes for
the September 23, 2019 major event day was 671.5% higher than the 91.8-
minute average of the prior 10 weather-related excludable major events.

This was attributed to an outage of unknown cause on the Oakland J 1102
circuit.
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System / Division Major Event Day CAIDI SO / Day
KERN October 14, 2017 95.6 4
KERN October 20, 2017 152.8 12
KERN December 4, 2017 80.8 5
KERN December 16, 2017 285.3 2
KERN March 16,2018 56.8 2
KERN May 17,2018 487.8 3
KERN October 14,2018 91.9 2
KERN November 8, 2018 291.1 4
KERN November 21,2018 112.8 4
KERN November 29,2018 162.4 7

Average of 10 excludable

major events 111.2 5
KERN September 23 2019 224.2 6

% Difference 101.6% 33%

Table 98 — Kern Division Historical Performance

As indicated in Table 98, the Kern Division CAIDI value of 224.2 minutes for the
September 23, 2019 major event day was 101.6% higher than the 111.2-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Westpark 1107 circuit — due to a car-pole incident.
Taft 1104 circuit — due to failed overhead transformer.
Westpark 1109 circuit — due to a car-pole incident.
Tevis 2103 circuit — due to a failed lightning arrestor.
Rio Bravo 1102 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
e Shafter 1102 circuit — due to a car-pole incident.

These outages contributed 224.2 minutes to the September 23, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16, 2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21, 2018 193.2 14
LOS PADRES November 29, 2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES September 23 2019 249.7 3

% Difference 108.3% -61%

Table 99 — Los Padres Division Historical Performance

As indicated in Table 99, the Los Padres Division CAIDI value of 249.7 minutes
for the September 23, 2019 major event day was 108.3% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Sisquoc 1101 circuit — due to a car-pole incident.

e Santa Maria 1105 circuit — due to failed overhead jumper.

e Cabirillo 1104 circuit — due to a failed overhead connector / splice.

These outages contributed 249.7 minutes to the September 23, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16,2017 85.1 68
SACRAMENTO March 16, 2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO September 23 2019 1,122.8 27

% Difference 978.8% 42%

Table 100 — Sacramento Division Historical Performance
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As indicated in Table 100, the Sacramento Division CAIDI value of 1,122.5
minutes for the September 23, 2019 major event day was 978.8% higher than
the 104.1-minute average of the prior 10 weather-related excludable major
events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,026.8 minutes to the
September 23, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16, 2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29,2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA September 23 2019 241.8 3

% Difference 228.5% -58%

Table 101 — Sonoma Division Historical Performance

As indicated in Table 101, the Sonoma Division CAIDI value of 241.8 minutes for
the September 23, 2019 major event day was 228.5% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Bellevue 2103 circuit — due to a failed underground connector / splice.
e Mirabel 1102 circuit — due to a 3 party tree trimming company.
e Dunbar 1101 circuit — due to an outage on unknown cause; the line was
patrolled but the cause was not determined.

These outages contributed 241.8 minutes to the September 23, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4, 2017 186.8 9
YOSEMITE December 16, 2017 137.7 28
YOSEMITE March 16,2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8,2018 111.6 5
YOSEMITE November 21,2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE September 23 2019 359.4 8

% Difference 106.1% -56%

Table 102 — Yosemite Division Historical Performance

As indicated in Table 102, the Yosemite Division CAIDI value of 359.4 minutes
for the September 23, 2019 major event day was 106.1% higher than the 174.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was a tree falling into

the Curtis 1703 circuit. This outage contributed 242.5 minutes to the September
23, 2019 overall CAIDI performance.
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The eleventh major event was for September 25, 2019 caused by dry weather
combined with breezy to gusty offshore winds that led to critical fire weather

conditions across the Bay Area and the northern area resulting in the

implementation of PSPS. Table 103 summarizes the system and division CAIDI
performances during this event and the average of the prior ten weather related

major events.

(September 25, 2019 vs. Prior 10 MED)
Ayerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / September 25,2019 / ) L.
System / Division Division Specific Division Specific CAIDI From the Prior Investigation
CAIDI Average Threshold?
Excludable ME
SYSTEM 1356.4 668.7 49.3% NO
CENTRAL COAST 183.7 89.3 48.6% NO
DE ANZA 306.7 388.4 126.6% Yes
DIABLO 102.8 236.0 229.6% Yes
EAST BAY 91.8 61.0 66.5% NO
FRESNO 2115 154.3 72.9% NO
HUMBOLDT 468.6 368.3 78.6% NO
KERN 111.2 226.2 203.4% Yes
LOS PADRES 119.9 444.9 371.1% Yes
MISSION 161.0 359.8 223.4% Yes
NORTH BAY 449.5 697.1 155.1% Yes
NORTH VALLEY 13270.3 964.9 7.3% NO
PENINSULA 142.3 100.7 70.8% NO
SACRAMENTO 104.1 830.1 797.6% Yes
SAN FRANCISCO 89.4 379.0 423.8% Yes
SAN JOSE 113.3 147.3 130.0% Yes
SIERRA 939.9 790.9 84.1% NO
SONOMA 73.6 116.9 158.8% Yes
STOCKTON 683.2 204.0 29.9% NO
YOSEMITE 174.3 174.8 100.3% NO

Table 103 — September 25, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
DE ANZA October 8-9, 2017 147.2 2
DE ANZA October 14, 2017 168.8 4
DE ANZA October 20,2017 115.5 6
DE ANZA December 4, 2017 115.4 6
DE ANZA December 16, 2017 1,097.7 12
DE ANZA May 17,2018 146.3 1
DE ANZA July 28,2018 331.6 1
DE ANZA November 8,2018 299.5 3
DE ANZA November 21,2018 168.6 9
DE ANZA November 29,2018 45.0 21

Average of 10 excludable

major events 306.7 6
DE ANZA September 25 2019 388.4 3

% Difference 26.6% -50%

Table 104 — De Anza Division Historical Performance

As indicated in Table 104, the De Anza Division CAIDI value of 388.4 minutes for
the September 25, 2019 major event day was 26.6% higher than the 306.7-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Mountain View 1113 circuit — a tree fell into the line.

e Los Gatos 1106 circuit — due to a failed overhead conductor.

e Britton 1104 circuit — due to an animal-related outage (squirrel).

These outages contributed 388.4 minutes to the September 25, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
DIABLO October 14,2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 134.4 2
DIABLO November 8, 2018 104.0 3
DIABLO November 21, 2018 97.5 14
DIABLO November 29, 2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO September 25 2019 236.0 1

% Difference 129.6% -85%

Table 105 — Diablo Division Historical Performance
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As indicated in Table 105, the Diablo Anza Division CAIDI value of 236.0 minutes
for the September 25, 2019 major event day was 129.6% higher than the 102.8-
minute average of the prior 10 weather-related excludable major events.

The high division CAIDI value was due to a tree falling into the Tidewater 2105
circuit.

System / Division Major Event Day CAIDI [SO / Day
KERN October 14, 2017 95.6 4
KERN October 20, 2017 152.8 12
KERN December 4, 2017 80.8 5
KERN December 16, 2017 285.3 2
KERN March 16,2018 56.8 2
KERN May 17,2018 487.8 3
KERN October 14,2018 91.9 2
KERN November 8, 2018 291.1 4
KERN November 21, 2018 112.8 4
KERN November 29, 2018 162.4 7

Average of 10 excludable

major events 111.2 5
KERN September 25 2019 226.2 5

% Difference 103.4% 11%

Table 106 — Kern Division Historical Performance

As indicated in Table 106, the Kern Division CAIDI value of 226.2 minutes for the
September 25, 2019 major event day was 103.4% higher than the 111.2-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Kern Power 2103 circuit — due to a failed underground transformer.
e Charca 1103 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
e Tejon 1103 circuit — due to an underground conductor failure.
e Po0so Mountain 2101 circuit — due to an outage of unknown cause; the line
was patrolled but the cause was not determined.
e Weedpatch 1102 circuit — due to an animal-related outage (raccoon).

These outages contributed 226.2 minutes to the September 25, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16, 2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8,2018 166.3 3
LOS PADRES November 21,2018 193.2 14
LOS PADRES November 29,2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES September 25 2019 4449 5

% Difference 271.1% -34%

Table 107 — Los Padres Division Historical Performance

As indicated in Table 107, the Los Padres Division CAIDI value of 444.9 minutes
for the September 25, 2019 major event day was 271.1% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e San Luis Obispo 1104 circuit — due to a grassfire.
Templeton 2109 circuit — due to an animal-related outage (bird).
Paso Robles 1107 circuit — due to an underground transformer failure.
Sisquoc 1101 circuit — due to a failed underground service conductor.
Templeton 2110 circuit — due to an animal-related outage (bird).

These outages contributed 444.9 minutes to the September 25, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
MISSION October 14, 2017 3249 3
MISSION October 20, 2017 252.4 10
MISSION December 4, 2017 130.5 4
MISSION December 16, 2017 40.5 3
MISSION March 16,2018 130.5 7
MISSION May 17,2018 276.7 2
MISSION July 28,2018 81.1 1
MISSION October 14,2018 292.4 2
MISSION November 21,2018 158.7 22
MISSION November 29, 2018 4745 7

Average of 10 excludable

major events 161.0 6
MISSION September 25 2019 359.8 3

% Difference 123.4% -51%

Table 108 — Mission Division Historical Performance

As indicated in Table 108, the Mission Division CAIDI value of 359.8 minutes for
the September 25, 2019 major event day was 123.4% higher than the 161.0-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Las Positas 2106 circuit — due to a failed overhead transformer.

e Mount Eden 1104 circuit — due to a failed overhead jumper.

e Fremont 1109 circuit — due to a failed overhead transformer.

These outages contributed 359.8 minutes to the September 25, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
NORTH BAY October 20, 2017 208.7 13
NORTH BAY December 4, 2017 194.9 25
NORTH BAY December 16, 2017 72.2 19
NORTH BAY March 16,2018 310.5 3
NORTH BAY May 17,2018 250.2 3
NORTH BAY July 28,2018 266.5 2
NORTH BAY October 14,2018 1,618.6 30
NORTH BAY November 8, 2018 198.2 7
NORTH BAY November 21, 2018 250.2 8
NORTH BAY November 29, 2018 251.3 20

Average of 10 excludable

major events 449.5 13
NORTH BAY September 25 2019 697.1 13

% Difference 55.1% 0%

Table 109 — North Bay Division Historical Performance
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As indicated in Table 109, the North Bay Division CAIDI value of 697.1 minutes
for the September 25, 2019 major event day was 55.1% higher than the 449.5-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 436.0 minutes to the
September 25, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI (SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8, 2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29, 2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO September 25 2019 830.1 26

% Difference 697.6% 37%

Table 110 — Sacramento Division Historical Performance

As indicated in Table 110, the Sacramento Division CAIDI value of 830.1 minutes
for the September 25, 2019 major event day was 697.6% higher than the 104.1-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the

implementation of PSPS. This outage event contributed 680.4 minutes to the
September 25, 2019 overall CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
SAN FRANCISCO September 11,2019 207.7 13
SAN FRANCISCO October 9, 2017 279.0 1
SAN FRANCISCO October 20, 2017 162.8 2
SAN FRANCISCO December 4, 2017 53.1 1
SAN FRANCISCO March 16,2018 54.5 1
SAN FRANCISCO July 28,2018 11.0 1
SAN FRANCISCO October 14,2018 33.0 1
SAN FRANCISCO November 8,2018 361.0 2
SAN FRANCISCO November 21,2018 79.2 3
SAN FRANCISCO November 29, 2018 74.4 3

Average of 10 excludable

major events 89.4 3
SAN FRANCISCO September 25 2019 379.0 1

% Difference 323.8% -64%

Table 111 — San Francisco Division Historical Performance

As indicated in Table 111, the San Francisco Division CAIDI value of 379.0
minutes for the September 25, 2019 major event day was 323.8% higher than
the 89.4-minute average of the prior 10 weather-related excludable major events.

The high division CAIDI value was due to a failed overhead transformer on the
SF H Martin 1103 circuit.

System / Division Major Event Day CAIDI SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4, 2017 75.2 12
SAN JOSE December 16, 2017 110.9 14
SAN JOSE March 16,2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8, 2018 128.8 4
SAN JOSE November 21, 2018 326.0 3
SAN JOSE November 29, 2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE September 25 2019 147.3 5

% Difference 30.0% -18%

Table 112 — San Jose Division Historical Performance
As indicated in Table 112, the San Jose Division CAIDI value of 147.3 minutes

for the September 25, 2019 major event day was 30.0% higher than the 113.3-
minute average of the prior 10 weather-related excludable major events
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The top contributing factors to the higher division CAIDI value were due to the
following:

San Jose B 1107 circuit — due to a failed overhead transformer.

El Patio 1108 circuit — due to a failed overhead transformer.

Hicks 2101 circuit — due to a failed overhead conductor.

Llagas 2101 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

Dixon Landing 2103 circuit - due to an outage of unknown cause; the line
was patrolled but the cause was not determined.

These outages contributed 147.3 minutes to the September 25, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29,2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA September 25 2019 116.9 11

% Difference 58.8% 53%

Table 113 — Sonoma Division Historical Performance

As indicated in Table 113, the Sonoma Division CAIDI value of 116.9 minutes for
the September 25, 2019 major event day was 58.8% higher than the 73.9-minute
average of the prior 10 weather-related excludable major events

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 21.8 minutes to the
September 25, 2019 overall CAIDI performance.
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The twelfth major event was for October 5, 2019 caused by gusty northeast winds,
dry conditions and warm autumn temperatures resulting in critical fire weather and
the implementation of PSPS across portions of the territory. Table 114 summarizes
the system and division CAIDI performances during this event and the average of
the prior ten weather related major events.

(October 5, 2019 vs. Prior 10 MED)

A\.lerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / October 5,2019 / . ..
System / Division Division Specific | Division Specific CAIDI From the Prior Investigation
Excludable ME CAIDI Average Threshold?
SYSTEM 1356.4 412.0 30.4% NO
CENTRAL COAST 183.7 91.5 49.8% NO
DE ANZA 306.7 37.7 12.3% NO
DIABLO 102.8 11.5 11.2% NO
EAST BAY 91.8 9.2 10.0% NO
FRESNO 2115 91.8 43.4% NO
HUMBOLDT 468.6 64.0 13.7% NO
KERN 111.2 67.6 60.8% NO
LOS PADRES 119.9 504.2 420.5% Yes
MISSION 161.0 529.5 328.8% Yes
NORTH BAY 449.5 353.8 78.7% NO
NORTH VALLEY 13270.3 749.0 5.6% NO
PENINSULA 142.3 152.4 107.1% NO
SACRAMENTO 104.1 175.9 169.0% Yes
SAN FRANCISCO 89.4 567.0 634.0% Yes
SAN JOSE 113.3 212.3 187.3% Yes
SIERRA 939.9 221.8 23.6% NO
SONOMA 73.6 265.9 361.2% Yes
STOCKTON 683.2 244.0 35.7% NO
YOSEMITE 174.3 193.1 110.8% NO

Table 114 — October 5, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI |SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21, 2018 193.2 14
LOS PADRES November 29, 2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES October 5 2019 504.2 3

% Difference 320.5% -61%

Table 115 — Los Padres Division Historical Performance

As indicated in Table 115, the Los Padres Division CAIDI value of 504.2 minutes
for the October 5, 2019 major event day was 320.5% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Sisquoc 1103 circuit — a tree branch fell into the line.
e Oceano 1104 circuit — due to a metallic balloon on the line.
e Santa Maria 1109 circuit — due to a failed overhead conductor.

These outages contributed 504.2 minutes to the October 5, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI SO / Day
MISSION October 14,2017 324.9 3
MISSION October 20, 2017 252.4 10
MISSION December 4,2017 130.5 4
MISSION December 16,2017 40.5 3
MISSION March 16, 2018 130.5 7
MISSION May 17,2018 276.7 2
MISSION July 28,2018 81.1 1
MISSION October 14,2018 292.4 2
MISSION November 21, 2018 158.7 22
MISSION November 29, 2018 4745 7

Average of 10 excludable

major events 161.0 6
MISSION October 5 2019 529.5 2

% Difference 228.8% -67%

Table 116 — Mission Division Historical Performance
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As indicated in Table 116, the Mission Division CAIDI value of 529.5 minutes for
the October 5, 2019 major event day was 228.8% higher than the 161.0-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Newark 1105 circuit — due to a car-pole incident.
e Dumbarton 2111 circuit — due to an outage of unknown cause; the line
was patrolled but the cause was not determined.

These outages contributed 228.8 minutes to the October 5, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4,2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO October 5 2019 175.9 4

% Difference 69.0% -79%

Table 117 — Sacramento Division Historical Performance

As indicated in Table 117, the Sacramento Division CAIDI value of 175.9 minutes
for the October 5, 2019 major event day was 69.0% higher than the 104.1-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Harter 1105 circuit — due to a bird-caused outage.
e East Marysville 1105 circuit — due to an outage of unknown cause; the line
was patrolled but the cause was not determined.
e Colusa Junction 1101 circuit — due to a failed underground conductor.
e East Nicolaus 1101 circuit — due to a bird-caused outage.

These outages contributed 175.9 minutes to the October 5, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI |SO / Day
SAN FRANCISCO September 11,2019 207.7 13
SAN FRANCISCO October 9, 2017 279.0 1
SAN FRANCISCO October 20, 2017 162.8 2
SAN FRANCISCO December 4, 2017 53.1 1
SAN FRANCISCO March 16,2018 54.5 1
SAN FRANCISCO July 28,2018 11.0 1
SAN FRANCISCO October 14,2018 33.0 1
SAN FRANCISCO November 8, 2018 361.0 2
SAN FRANCISCO November 21,2018 79.2 3
SAN FRANCISCO November 29, 2018 74.4 3

Average of 10 excludable

major events 89.4 3
SAN FRANCISCO October 5 2019 567.0 1

% Difference 534.0% -64%

Table 118 — San Francisco Division Historical Performance

As indicated in Table 118, the San Francisco Division CAIDI value of 567.0
minutes for the October 5, 2019 major event day was 534.0% higher than the
89.4-minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was due to a failed
customer-owned equipment. This outage event contributed 567.0 minutes to the
October 5, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4, 2017 75.2 12
SAN JOSE December 16,2017 110.9 14
SAN JOSE March 16,2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8,2018 128.8 4
SAN JOSE November 21,2018 326.0 3
SAN JOSE November 29,2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE October 52019 212.3 2

% Difference 87.3% -67%

Table 119 — San Jose Division Historical Performance
As indicated in Table 119, the San Jose Division CAIDI value of 212.3 minutes

for the October 5, 2019 major event day was 87.3% higher than the 113.3-minute
average of the prior 10 weather-related excludable major events.
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The top contributing factors to the higher division CAIDI value were due to the
following:

e Hicks 1111 circuit — due to a failed overhead conductor.
e Edenvale 1101 circuit — due to a failed underground conductor.

These outages contributed 212.3 minutes to the October 5, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI |SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29,2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA October 5 2019 265.9 4

% Difference 261.2% -44%

Table 120 — Sonoma Division Historical Performance

As indicated in Table 120, the Sonoma Division CAIDI value of 265.9 minutes for
the October 5, 2019 major event day was 261.2% higher than the 73.6-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Rincon 1103 circuit — due to a house fire.

e Molino 1102 circuit — due to a car-pole incident.

e Cotati 1103 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

e Dunbar 1101 circuit — a tree fell into the line.

These outages contributed 265.9 minutes to the October 5, 2019 overall CAIDI
performance.
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The thirteenth major event was from October 9-10, 2019 caused by a strong
offshore wind event that developed across Northern CA resulting in critical fire
potential and the implementation of PSPS. Table 121 summarizes the system and
division CAIDI performances during this event and the average of the prior ten
weather related major events.

(October 9-10, 2019 vs. Prior 10 MED)

A\./erage CAIDI of Percent Difference Exceeds the
. Prior 10 System / | October 9-10,2019 / . ..
System / Division L. . L. . From the Prior Investigation
Ill)\(l:jll:;r;z:;;e:\:,llféc Division Specific CAIDI CAIDI Average Threshold?
SYSTEM 1356.4 2145.2 158.2% Yes
CENTRAL COAST 183.7 1550.1 843.8% Yes
DE ANZA 306.7 1176.9 383.7% Yes
DIABLO 102.8 1262.8 1228.7% Yes
EAST BAY 91.8 873.1 951.5% Yes
FRESNO 2115 82.8 39.2% NO
HUMBOLDT 468.6 2163.8 461.8% Yes
KERN 111.2 1713.8 1541.0% Yes
LOS PADRES 119.9 122.8 102.4% NO
MISSION 161.0 938.9 583.0% Yes
NORTH BAY 449.5 2259.3 502.6% Yes
NORTH VALLEY 13270.3 2810.3 21.2% NO
PENINSULA 142.3 1010.1 710.1% Yes
SACRAMENTO 104.1 1080.3 1038.0% Yes
SAN FRANCISCO 89.4 359.5 401.9% Yes
SAN JOSE 113.3 939.2 828.8% Yes
SIERRA 939.9 2915.9 310.2% Yes
SONOMA 73.6 2719.5 3694.6% Yes
STOCKTON 683.2 2607.9 381.7% Yes
YOSEMITE 174.3 2241.1 1285.5% Yes

Table 121 — October 9-10, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
SYSTEM October 20, 2017 165.8 296
SYSTEM December 4,2017 151.1 209
SYSTEM December 16, 2017 171.5 319
SYSTEM March 16,2018 358.3 204
SYSTEM May 17,2018 233.1 55
SYSTEM July 28,2018 217.3 84
SYSTEM October 14,2018 1,468.1 164
SYSTEM November 8, 2018 12,288.9 618
SYSTEM November 21,2018 121.6 266
SYSTEM November 29, 2018 168.2 365

Average of 10 excludable

major events 1,356.4 258
SYSTEM October 9-10 2019 2,145.2 | 1,460

% Difference 58.2% 466%

Table 122 — T&D System Historical Performance

As indicated in Table 122, the T&D System CAIDI value of 2,145.2 minutes for
the October 9-10, 2019 major event days was 58.2% higher than the 1,356.4-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher CAIDI value was the implementation of
PSPS. This outage event contributed 2,045.3 minutes to the October 9-10, 2019
overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
CENTRAL COAST October 20, 2017 163.8 17
CENTRAL COAST December 4, 2017 240.2 16
CENTRAL COAST December 16,2017 240.1 48
CENTRAL COAST March 16, 2018 63.2 15
CENTRAL COAST May 17,2018 2435 4
CENTRAL COAST July 28,2018 91.8 8
CENTRAL COAST October 14,2018 70.9 3
CENTRAL COAST November 8,2018 43.6 11
CENTRAL COAST November 21,2018 185.4 37
CENTRAL COAST November 29,2018 3779 81

Average of 10 excludable

major events 183.7 24
CENTRAL COAST October 9-10 2019 1,550.1 161

% Difference 743.8% | 571%

Table 123 — Central Coast Division Historical Performance

As indicated in Table 123, the Central Coast Division CAIDI value of 1,550.1
minutes for the October 9-10, 2019 major event days was 743.8% higher than
the 183.7-minute average of the prior 10 weather-related excludable major
events.
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The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,344.1 minutes to the
October 9-10, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
DE ANZA October 8-9, 2017 147.2 2
DE ANZA October 14,2017 168.8 4
DE ANZA October 20, 2017 115.5 6
DE ANZA December 4,2017 115.4 6
DE ANZA December 16,2017 1,097.7 12
DE ANZA May 17,2018 146.3 1
DE ANZA July 28,2018 331.6 1
DE ANZA November 8, 2018 299.5 3
DE ANZA November 21,2018 168.6 9
DE ANZA November 29,2018 45.0 21

Average of 10 excludable

major events 306.7 6
DE ANZA October 9-10 2019 1,176.9 22

% Difference 283.7% | 267%

Table 124 — De Anza Division Historical Performance

As indicated in Table 124, the De Anza Division CAIDI value of 1,176.9 minutes
for the October 9-10, 2019 major event days was 283.7% higher than the 306.7-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,166.9 minutes to the
October 9-10, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI (SO / Day
DIABLO October 14,2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 134.4 2
DIABLO November 8, 2018 104.0 3
DIABLO November 21, 2018 97.5 14
DIABLO November 29, 2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO October 9-10 2019 1,262.8 35

% Difference 1128.7%| 415%

Table 125 — Diablo Division Historical Performance
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As indicated in Table 125, the Diablo Division CAIDI value of 1,262.8 minutes for
the October 9-10, 2019 major event days was 1,128.7% higher than the 102.8-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Implementation of PSPS.
e Tassajara 2103 circuit — a tree fell into the line.

These outages contributed 859.8 minutes to the October 9-10, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI (SO / Day
EAST BAY October 20, 2017 437 10
EAST BAY December 4, 2017 114.9 10
EAST BAY December 16, 2017 65.4 6
EAST BAY March 16,2018 87.9 3
EAST BAY May 17,2018 818.0 1
EAST BAY July 28,2018 13.6 2
EAST BAY October 14,2018 562.1 2
EAST BAY November 8, 2018 51.9 2
EAST BAY November 21, 2018 153.2 7
EAST BAY November 29, 2018 75.8 7

Average of 10 excludable

major events 91.8 5
EAST BAY October 9-10 2019 873.1 29

% Difference 851.5% | 480%

Table 126 — East Bay Division Historical Performance

As indicated in Table 126, the East Bay Division CAIDI value of 873.1 minutes for
the October 9-10, 2019 major event days was 851.5% higher than the 91.8-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the

implementation of PSPS. This outage event contributed 828.2 minutes to the
October 9-10, 2019 overall CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
HUMBOLDT October 20, 2017 132.2 7
HUMBOLDT December 4,2017 128.6 3
HUMBOLDT December 16, 2017 351.9 5
HUMBOLDT March 16,2018 563.7 4
HUMBOLDT May 17,2018 84.0 4
HUMBOLDT July 28,2018 266.8 18
HUMBOLDT October 14,2018 1,341.4 8
HUMBOLDT November 8, 2018 185.2 6
HUMBOLDT November 21,2018 60.8 8
HUMBOLDT November 29, 2018 138.0 9

Average of 10 excludable

major events 468.6 7
HUMBOLDT October 9-10 2019 2,163.8 205

% Difference 361.8% | 2747%

Table 127 — Humboldt Division Historical Performance

As indicated in Table 127, the Humboldt Division CAIDI value of 2,163.8 minutes
for the October 9-10, 2019 major event days was 361.8% higher than the 468.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 2,013.7 minutes to the
October 9-10, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
KERN October 14,2017 95.6 4
KERN October 20, 2017 152.8 12
KERN December 4, 2017 80.8 5
KERN December 16, 2017 285.3 2
KERN March 16,2018 56.8 2
KERN May 17,2018 487.8 3
KERN October 14,2018 91.9 2
KERN November 8,2018 291.1 4
KERN November 21,2018 112.8 4
KERN November 29,2018 162.4 7

Average of 10 excludable

major events 111.2 5
KERN October 9-10 2019 1,713.8 21

% Difference 1441.0%| 356%

Table 128 — Kern Division Historical Performance
As indicated in Table 128, the Kern Division CAIDI value of 1,713.8 minutes for

the October 9-10, 2019 major event days was 1,441.0% higher than the 111.2-
minute average of the prior 10 weather-related excludable major events.
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The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,572.8 minutes to the
October 9-10, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
MISSION October 14, 2017 3249 3
MISSION October 20, 2017 252.4 10
MISSION December 4,2017 130.5 4
MISSION December 16,2017 40.5 3
MISSION March 16, 2018 130.5 7
MISSION May 17,2018 276.7 2
MISSION July 28,2018 81.1 1
MISSION October 14,2018 292.4 2
MISSION November 21,2018 158.7 22
MISSION November 29,2018 474.5 7

Average of 10 excludable

major events 161.0 6
MISSION October 9-10 2019 938.9 31

% Difference 483.0% | 408%

Table 129 — Mission Division Historical Performance

As indicated in Table 129, the Mission Division CAIDI value of 938.9 minutes for
the October 9-10, 2019 major event days was 483.0% higher than the 161.0-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Implementation of PSPS.
e Cayetano 2109 circuit — due to a failed overhead conductor.

These outages contributed 938.9 minutes to the October 9-10, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
NORTH BAY October 20, 2017 208.7 13
NORTH BAY December 4,2017 194.9 25
NORTH BAY December 16, 2017 72.2 19
NORTH BAY March 16, 2018 310.5 3
NORTH BAY May 17,2018 250.2 3
NORTH BAY July 28,2018 266.5 2
NORTH BAY October 14,2018 1,618.6 30
NORTH BAY November 8, 2018 198.2 7
NORTH BAY November 21,2018 250.2
NORTH BAY November 29,2018 251.3 20

Average of 10 excludable

major events 4495 13
NORTH BAY October 9-10 2019 2,259.3 117

% Difference 402.6% [ 800%

Table 130— North Bay Division Historical Performance

As indicated in Table 130, the North Bay Division CAIDI value of 2,259.3 minutes
for the October 9-10, 2019 major event days was 402.6% higher than the 449.5-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 2,122.3 minutes to the
October 9-10, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
PENINSULA October 14,2017 131.0 1
PENINSULA October 20, 2017 185.2 9
PENINSULA December 4,2017 389.6 5
PENINSULA December 16,2017 158.1 18
PENINSULA March 16,2018 163.5 5
PENINSULA May 17,2018 73.1 1
PENINSULA July 28,2018 60.9 1
PENINSULA November 8,2018 163.8
PENINSULA November 21,2018 112.3 13
PENINSULA November 29,2018 118.1 22

Average of 10 excludable

major events 142.3 8
PENINSULA October 9-10 2019 1,010.1 25

% Difference 610.1% | 210%

Table 131- Peninsula Division Historical Performance
As indicated in Table 131, the Peninsula Division CAIDI value of 1,010.1 minutes

for the October 9-10, 2019 major event days was 610.1% higher than the 142.3-
minute average of the prior 10 weather-related excludable major events.
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The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 877.4 minutes to the
October 9-10, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16,2017 85.1 68
SACRAMENTO March 16, 2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO October 9-10 2019 1,080.3 76

% Difference 938.0% | 300%

Table 132— Sacramento Division Historical Performance

As indicated in Table 132, the Sacramento Division CAIDI value of 1,080.3
minutes for the October 9-10, 2019 major event days was 938.0% higher than
the 104.1-minute average of the prior 10 weather-related excludable major
events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,049.6 minutes to the
October 9-10, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
SAN FRANCISCO September 11,2019 207.7 13
SAN FRANCISCO October 9, 2017 279.0 1
SAN FRANCISCO October 20, 2017 162.8 2
SAN FRANCISCO December 4, 2017 53.1 1
SAN FRANCISCO March 16,2018 54.5 1
SAN FRANCISCO July 28,2018 11.0 1
SAN FRANCISCO October 14,2018 33.0 1
SAN FRANCISCO November 8,2018 361.0 2
SAN FRANCISCO November 21,2018 79.2 3
SAN FRANCISCO November 29,2018 74.4 3

Average of 10 excludable

major events 89.4 3
SAN FRANCISCO October 9-10 2019 359.5 1

% Difference 301.9% -64%

Table 133— San Francisco Division Historical Performance
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As indicated in Table 133, the San Francisco Division CAIDI value of 359.5
minutes for the October 9-10, 2019 major event days was 301.9% higher than
the 89.4-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e SF K 402 circuit — due to a failed overhead conductor.
e SF X 1110 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

These outages contributed 359.5 minutes to the October 9-10, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |[SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4, 2017 75.2 12
SAN JOSE December 16,2017 110.9 14
SAN JOSE March 16, 2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8, 2018 128.8 4
SAN JOSE November 21, 2018 326.0 3
SAN JOSE November 29, 2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE October 9-10 2019 939.2 51

% Difference 728.8% | 728%

Table 134— San Jose Division Historical Performance

As indicated in Table 134, the San Jose Division CAIDI value of 939.2 minutes
for the October 9-10, 2019 major event days was 728.8% higher than the 113.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e The implementation of PSPS.

e Mc Kee 1103 circuit — due to a failed overhead conductor.

These outages contributed 808.8 minutes to the October 9-10, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
SIERRA October 20, 2017 328.8 20
SIERRA December 4,2017 300.1 25
SIERRA December 16,2017 2144 12
SIERRA March 16,2018 604.9 45
SIERRA May 17,2018 410.0 1
SIERRA July 28,2018 308.3 5
SIERRA October 14,2018 1,450.8 30
SIERRA November 8, 2018 357.2 4
SIERRA November 21,2018 89.0 5
SIERRA November 29,2018 293.6 17

Average of 10 excludable

major events 939.9 16
SIERRA October 9 2019 2,915.9 419

% Difference 210.2% | 2455%

Table 135- Sierra Division Historical Performance

As indicated in Table 135, the Sierra Division CAIDI value of 2,915.9 minutes for
the October 9-10, 2019 major event days was 210.2% higher than the 939.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 2,915.9 minutes to the
October 9-10, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16, 2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8,2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29,2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA October 9-10 2019 2,719.5 99

% Difference 3594.6% | 1275%

Table 136— Sonoma Division Historical Performance
As indicated in Table 136, the Sonoma Division CAIDI value of 2,719.5 minutes

for the October 9-10, 2019 major event days was 3,594.6% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.
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The top contributing factors to the higher division CAIDI value were due to the
following:
e The implementation of PSPS.
e Petaluma C 1108 circuit — due to an outage of unknown cause; line was
patrolled, but nothing found.
e Sonoma 1107 circuit — due to a failed wood-pole.

These outages contributed 2,554.9 minutes to the October 9-10, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
STOCKTON October 20, 2017 112.2 13
STOCKTON December 4,2017 261.8 30
STOCKTON December 16,2017 112.8 40
STOCKTON March 16,2018 556.6 54
STOCKTON May 17,2018 97.9 2
STOCKTON July 28,2018 838.9 3
STOCKTON October 14,2018 2,178.8 61
STOCKTON November 8,2018 161.9 5
STOCKTON November 21,2018 234.6 7
STOCKTON November 29,2018 137.5 18

Average of 10 excludable

major events 683.2 23
STOCKTON October 9-10 2019 2,607.9 111

% Difference 281.7% | 374%

Table 137- Stockton Division Historical Performance

As indicated in Table 137, the Stockton Division CAIDI value of 2,607.9 minutes
for the October 9-10, 2019 major event days was 281.7% higher than the 683.2-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the

implementation of PSPS. This outage event contributed 2,447.3 minutes to the
October 9-10, 2019 overall CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4, 2017 186.8 9
YOSEMITE December 16,2017 137.7 28
YOSEMITE March 16,2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8, 2018 111.6 5
YOSEMITE November 21,2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE October 9-10 2019 2,241.1 89

% Difference 1185.5%| 389%

Table 138- Yosemite Division Historical Performance

As indicated in Table 138, the Yosemite Division CAIDI value of 2,241.1 minutes
for the October 9-10, 2019 major event days was 1,185.5% higher than the
174.3-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e The implementation of PSPS.

e Tar Flat 402 circuit — due to a failed overhead transformer.

These outages contributed 2,060.6 minutes to the October 9-10, 2019 overall
CAIDI performance.
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The fourteenth major event was from October 23, 2019 caused by a gusty offshore
wind event resulting in critical fire potential and the implementation of PSPS. Table
139 summarizes the system and division CAIDI performances during this event and
the average of the prior ten weather related major events.

(October 23, 2019 vs. Prior 10 MED)

A\./erage CAIDI of Percent Difference Exceeds the
. Prior 10 System / October 23,2019 / ) L.
System / Division . . . . From the Prior Investigation
I)El)\(lz:‘:rlas:;eslféc Division Specific CAIDI CAIDI Average Threshold?
SYSTEM 1356.4 1399.9 103.2% NO
CENTRAL COAST 183.7 109.2 59.4% NO
DE ANZA 306.7 188.0 61.3% NO
DIABLO 102.8 60.2 58.6% NO
EAST BAY 91.8 54.4 59.3% NO
FRESNO 2115 140.0 66.2% NO
HUMBOLDT 468.6 334.9 71.5% NO
KERN 111.2 263.7 237.1% Yes
LOS PADRES 119.9 124.0 103.4% NO
MISSION 161.0 115.0 71.4% NO
NORTH BAY 449.5 1379.2 306.8% Yes
NORTH VALLEY 13270.3 1442.1 10.9% NO
PENINSULA 142.3 66.2 46.5% NO
SACRAMENTO 104.1 896.5 861.3% Yes
SAN FRANCISCO 89.4 37.9 42.4% NO
SAN JOSE 113.3 218.2 192.5% Yes
SIERRA 939.9 1468.0 156.2% Yes
SONOMA 73.6 1965.0 2669.5% Yes
STOCKTON 683.2 1322.5 193.6% Yes
YOSEMITE 174.3 331.0 189.9% Yes

Table 139 — October 23, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI |SO / Day
KERN October 14, 2017 95.6 4
KERN October 20, 2017 152.8 12
KERN December 4, 2017 80.8 5
KERN December 16, 2017 285.3 2
KERN March 16,2018 56.8 2
KERN May 17,2018 487.8 3
KERN October 14,2018 91.9 2
KERN November 8, 2018 291.1 4
KERN November 21, 2018 112.8 4
KERN November 29, 2018 162.4 7

Average of 10 excludable

major events 111.2 5
KERN October 23 2019 263.7 8

% Difference 137.1% 78%

Table 140 — Kern Division Historical Performance

As indicated in Table 140, the Kern Division CAIDI value of 263.7 minutes for the
October 23, 2019 major event day was 137.1% higher than the 111.2-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Poso Mountain 2101 circuit — due to an animal-related (bird) outage.

e Stockdale 2107 circuit — due to a failed underground switch.

These outages contributed 126.6 minutes to the October 23, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI SO / Day
NORTH BAY October 20, 2017 208.7 13
NORTH BAY December 4,2017 194.9 25
NORTH BAY December 16,2017 72.2 19
NORTH BAY March 16, 2018 310.5 3
NORTH BAY May 17,2018 250.2 3
NORTH BAY July 28,2018 266.5 2
NORTH BAY October 14,2018 1,618.6 30
NORTH BAY November 8, 2018 198.2 7
NORTH BAY November 21, 2018 250.2 8
NORTH BAY November 29,2018 251.3 20

Average of 10 excludable

major events 4495 13
NORTH BAY October 23 2019 1,379.2 54

% Difference 206.8% | 315%

Table 141 — North Bay Division Historical Performance
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As indicated in Table 141, the North Bay Division CAIDI value of 1,379.2 minutes
for the October 23, 2019 major event day was 206.8% higher than the 449.5-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e The implementation of PSPS.
e Silverado 2104 circuit — due to an outage of unknown cause; the line was
patrolled, but nothing found.

These outages contributed 1,342.4 minutes to the October 23, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4,2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO October 23 2019 896.5 29

% Difference 761.3% 53%

Table 142 — Sacramento Division Historical Performance

As indicated in Table 142, the Sacramento Division CAIDI value of 896.5 minutes
for the October 23, 2019 major event day was 761.3% higher than the 104.1-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the

implementation of PSPS. This outage event contributed 865.0 minutes to the
October 23, 2019 overall CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4,2017 75.2 12
SAN JOSE December 16,2017 110.9 14
SAN JOSE March 16,2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8, 2018 128.8 4
SAN JOSE November 21,2018 326.0 3
SAN JOSE November 29, 2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE October 23 2019 218.2 3

% Difference 92.5% -51%

Table 143 — San Jose Division Historical Performance

As indicated in Table 143, the San Jose Division CAIDI value of 218.2 minutes
for the October 23, 2019 major event day was 92.5% higher than the 113.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Swift 2110 circuit — due to a failed wood-pole.

e Mc Kee 1112 circuit — due to a failed overhead transformer.

e Evergreen 2105 circuit — due to a failed underground transformer.

These outages contributed 218.2 minutes to the October 23, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI SO / Day
SIERRA October 20, 2017 328.8 20
SIERRA December 4, 2017 300.1 25
SIERRA December 16,2017 214 .4 12
SIERRA March 16, 2018 604.9 45
SIERRA May 17,2018 410.0 1
SIERRA July 28,2018 308.3 5
SIERRA October 14,2018 1,450.8 30
SIERRA November 8, 2018 357.2 4
SIERRA November 21, 2018 89.0 5
SIERRA November 29, 2018 293.6 17

Average of 10 excludable

major events 939.9 16
SIERRA October 23 2019 1,468.0 241

% Difference 56.2% | 1370%

Table 144 — Sierra Division Historical Performance
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As indicated in Table 144, the Sierra Division CAIDI value of 1,468.0 minutes for
the October 23, 2019 major event day was 56.2% higher than the 939.9-minute
average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 931.7 minutes to the
October 23, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16, 2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29,2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA October 23 2019 1,965.0 156

% Difference 2569.5% | 2067%

Table 145 — Sonoma Division Historical Performance

As indicated in Table 145, the Sonoma Division CAIDI value of 1,965.0 minutes
for the October 23, 2019 major event day was 2,569.5% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Implementation of PSPS.
e The Kincade fire.

These outages contributed 1,922.3 minutes to the October 23, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
STOCKTON October 20, 2017 112.2 13
STOCKTON December 4, 2017 261.8 30
STOCKTON December 16, 2017 112.8 40
STOCKTON March 16,2018 556.6 54
STOCKTON May 17,2018 97.9 2
STOCKTON July 28,2018 838.9 3
STOCKTON October 14,2018 2,178.8 61
STOCKTON November 8, 2018 161.9 5
STOCKTON November 21,2018 234.6 7
STOCKTON November 29,2018 137.5 18

Average of 10 excludable

major events 683.2 23
STOCKTON October 23 2019 1,322.5 112

% Difference 93.6% 381%

Table 146 — Stockton Division Historical Performance

As indicated in Table 146, the Stockton Division CAIDI value of 1,322.5 minutes
for the October 23, 2019 major event day was 93.6% higher than the 683.2-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,301.8 minutes to the
October 23, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4, 2017 186.8 9
YOSEMITE December 16,2017 137.7 28
YOSEMITE March 16, 2018 267.9 30
YOSEMITE May 17,2018 130.9
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8,2018 111.6 5
YOSEMITE November 21,2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE October 23 2019 331.0 8

% Difference 89.9% -56%

Table 147 — Yosemite Division Historical Performance
As indicated in Table 147, the Yosemite Division CAIDI value of 331.0 minutes

for the October 23, 2019 major event day was 89.9% higher than the 174.3-
minute average of the prior 10 weather-related excludable major events.
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The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 300.8 minutes to the
October 23, 2019 overall CAIDI performance.

The fifteenth major event was from October 26-27, 2019 caused by strong winds
and associated critical fire danger resulting in Extreme-Plus fire potential and the
most widespread implementation of PSPS. Table 148 summarizes the system and
division CAIDI performances during this event and the average of the prior ten
weather related major events.

(October 26-27, 2019 vs. Prior 10 MED)

A\.lerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / October 26-27,2019 / . .
System / Division Division Specific Division Specific CAIDI From the Prior Investigation
CAIDI Average Threshold?
Excludable ME
SYSTEM 1356.4 2932.7 216.2% Yes
CENTRAL COAST 183.7 2575.9 1402.2% Yes
DE ANZA 306.7 2600.5 847.8% Yes
DIABLO 102.8 1434.6 1395.9% Yes
EAST BAY 91.8 1869.5 2037.2% Yes
FRESNO 211.5 1111.9 525.7% Yes
HUMBOLDT 468.6 4109.8 877.1% Yes
KERN 111.2 74.4 66.9% NO
LOS PADRES 119.9 193.0 161.0% Yes
MISSION 161.0 1245.1 773.2% Yes
NORTH BAY 449.5 3283.8 730.5% Yes
NORTH VALLEY 13270.3 3229.1 24.3% NO
PENINSULA 142.3 2490.4 1750.7% Yes
SACRAMENTO 104.1 938.0 901.3% Yes
SAN FRANCISCO 89.4 204.9 229.1% Yes
SAN JOSE 113.3 1643.4 1450.1% Yes
SIERRA 939.9 3399.6 361.7% Yes
SONOMA 73.6 5055.8 6868.5% Yes
STOCKTON 683.2 3239.5 474.1% Yes
YOSEMITE 174.3 2430.3 1394.0% Yes

Table 148 — October 26-27, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
SYSTEM October 20, 2017 165.8 296
SYSTEM December 4,2017 151.1 209
SYSTEM December 16, 2017 171.5 319
SYSTEM March 16,2018 358.3 204
SYSTEM May 17,2018 233.1 55
SYSTEM July 28,2018 217.3 84
SYSTEM October 14,2018 1,468.1 164
SYSTEM November 8, 2018 12,288.9 618
SYSTEM November 21,2018 121.6 266
SYSTEM November 29, 2018 168.2 365

Average of 10 excludable

major events 1,356.4 258
SYSTEM October 26-27 2019 2,932.7 | 1,460

% Difference 116.2% | 466%

Table 149 — T&D System Historical Performance

As indicated in Table 149, the T&D System CAIDI value of 2,932.7 minutes for
the October 26-27, 2019 major event days was 116.2% higher than the 1,356.4-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 2,465.8 minutes to the
October 26-27, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
CENTRAL COAST October 20, 2017 163.8 17
CENTRAL COAST December 4, 2017 240.2 16
CENTRAL COAST December 16,2017 240.1 48
CENTRAL COAST March 16, 2018 63.2 15
CENTRAL COAST May 17,2018 2435 4
CENTRAL COAST July 28,2018 91.8 8
CENTRAL COAST October 14,2018 70.9 3
CENTRAL COAST November 8,2018 43.6 11
CENTRAL COAST November 21,2018 185.4 37
CENTRAL COAST November 29,2018 3779 81

Average of 10 excludable

major events 183.7 24
CENTRAL COAST October 26-27 2019 2,575.9 152

% Difference 1302.2%| 531%

Table 150 — Central Coast Historical Performance

As indicated in Table 150, the Central Coast Division CAIDI value of 2,575.9
minutes for the October 26-27, 2019 major event days was 1,302.2% higher than
the 183.7-minute average of the prior 10 weather-related excludable major
events.
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The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 2,458.2 minutes to the
October 26-27, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
DE ANZA October 8-9, 2017 147.2 2
DE ANZA October 14,2017 168.8 4
DE ANZA October 20, 2017 115.5 6
DE ANZA December 4,2017 115.4 6
DE ANZA December 16,2017 1,097.7 12
DE ANZA May 17,2018 146.3 1
DE ANZA July 28,2018 331.6 1
DE ANZA November 8, 2018 299.5 3
DE ANZA November 21,2018 168.6 9
DE ANZA November 29,2018 45.0 21

Average of 10 excludable

major events 306.7 6
DE ANZA October 26-27 2019 2,600.5 71

% Difference 747.8% | 1075%

Table 151 — De Anza Historical Performance

As indicated in Table 151, the De Anza Division CAIDI value of 2,600.5 minutes
for the October 26-27, 2019 major event days was 747.8% higher than the 306.7-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 2,481.3 minutes to the
October 26-27, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI (SO / Day
DIABLO October 14,2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 134.4 2
DIABLO November 8, 2018 104.0 3
DIABLO November 21, 2018 97.5 14
DIABLO November 29, 2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO October 26-27 2019 1,434.6 76

% Difference 1295.9%| 1010%

Table 152 — Diablo Historical Performance
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As indicated in Table 152, the Diablo Division CAIDI value of 1,434.6 minutes for
the October 26-27, 2019 major event days was 1,295.9% higher than the 102.8-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Due to the implementation of PSPS.
Due to a grassfire.
Moraga 1105 circuit — a tree branch fell into the line.
Rossmoor 1104 circuit — due to a failed wood pole.
Tassajara 2108 circuit — a tree branch fell into the line.
Tassajara 2103 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
Lakewood 2110 circuit — a tree branch fell into the line.
e Meadow Lane 2106 circuit — due to a failed overhead transformer.
e Brentwood 2112 circuit — due to a failed overhead jumper.

These outages contributed 1,141.9 minutes to the October 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
EAST BAY October 20, 2017 437 10
EAST BAY December 4,2017 114.9 10
EAST BAY December 16, 2017 65.4 6
EAST BAY March 16,2018 87.9 3
EAST BAY May 17,2018 818.0 1
EAST BAY July 28,2018 13.6 2
EAST BAY October 14,2018 562.1 2
EAST BAY November 8,2018 51.9 2
EAST BAY November 21,2018 153.2 7
EAST BAY November 29,2018 75.8 7

Average of 10 excludable

major events 91.8 5
EAST BAY October 26-27 2019 1,869.5 70

% Difference 1937.2%| 1290%

Table 153 — East Bay Historical Performance

As indicated in Table 153, the East Bay Division CAIDI value of 1,869.5 minutes
for the October 26-27, 2019 major event days was 1,937.2% higher than the
91.8-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Due to the implementation of PSPS.
e Richmond R 1121 circuit — a tree branch fell into the line.
e Oakland K 1102 circuit — due to a failed underground switch.
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These outages contributed 1,732.3 minutes to the October 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI [SO / Day
FRESNO October 20, 2017 173.1 60
FRESNO December 4, 2017 40.5 3
FRESNO December 16, 2017 109.4
FRESNO March 16,2018 308.1 9
FRESNO May 17,2018 237.0 7
FRESNO July 28,2018 10.0 2
FRESNO October 14,2018 471.8 4
FRESNO November 8, 2018 126.9 7
FRESNO November 21, 2018 95.1 33
FRESNO November 29, 2018 107.7 23

Average of 10 excludable

major events 211.5 16
FRESNO October 26-27 2019 1,111.9 16

% Difference 425.7% 3%

Table 154 — Fresno Historical Performance

As indicated in Table 154, the Fresno Division CAIDI value of 1,111.9 minutes for
the October 26-27, 2019 major event days was 425.7% higher than the 211.5-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,031.3 minutes to the
October 26-27, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
HUMBOLDT October 20, 2017 132.2 7
HUMBOLDT December 4,2017 128.6 3
HUMBOLDT December 16, 2017 3519 5
HUMBOLDT March 16,2018 563.7 4
HUMBOLDT May 17,2018 84.0 4
HUMBOLDT July 28,2018 266.8 18
HUMBOLDT October 14,2018 1,341.4 8
HUMBOLDT November 8,2018 185.2 6
HUMBOLDT November 21,2018 60.8 8
HUMBOLDT November 29,2018 138.0 9

Average of 10 excludable

major events 468.6 7
HUMBOLDT October 26-27 2019 4,109.8 201

% Difference 777.1% | 2692%

Table 155 — Humboldt Historical Performance
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As indicated in Table 155, the Humboldt Division CAIDI value of 4,109.8 minutes
for the October 26-27, 2019 major event days was 777.1% higher than the 468.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Due to the implementation of PSPS.

e Fort Seward 1121 circuit — a tree fell into the line.

e Trinidad 1101 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

These outages contributed 4,109.8 minutes to the October 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI |SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16, 2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8,2018 166.3 3
LOS PADRES November 21,2018 193.2 14
LOS PADRES November 29,2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES October 27 2019 193.0 1

% Difference 61.0% -87%

Table 156 — Los Padres Historical Performance
As indicated in Table 156, the Los Padres Division CAIDI value of 193.0 minutes
for the October 26-27, 2019 major event days was 61.0% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The high CAIDI value was due to a tree falling into the Zaca 1102 circuit. The
CAIDI for this outage was 193.0 minutes.
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System / Division Major Event Day CAIDI |SO / Day
MISSION October 14, 2017 3249 3
MISSION October 20, 2017 252.4 10
MISSION December 4, 2017 130.5 4
MISSION December 16, 2017 40.5 3
MISSION March 16,2018 130.5 7
MISSION May 17,2018 276.7 2
MISSION July 28,2018 81.1 1
MISSION October 14,2018 292.4 2
MISSION November 21,2018 158.7 22
MISSION November 29, 2018 4745 7

Average of 10 excludable

major events 161.0 6
MISSION October 26-27 2019 1,245.1 29

% Difference 673.2% | 367%

Table 157 — Mission Historical Performance

As indicated in Table 157, the Mission Division CAIDI value of 1,245.1 minutes
for the October 26-27, 2019 major event days was 673.2% higher than the 161.0-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,129.5 minutes to the
October 26-27, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
NORTH BAY October 20, 2017 208.7 13
NORTH BAY December 4, 2017 194.9 25
NORTH BAY December 16,2017 72.2 19
NORTH BAY March 16, 2018 310.5 3
NORTH BAY May 17,2018 250.2 3
NORTH BAY July 28,2018 266.5 2
NORTH BAY October 14,2018 1,618.6 30
NORTH BAY November 8, 2018 198.2 7
NORTH BAY November 21,2018 250.2
NORTH BAY November 29,2018 251.3 20

Average of 10 excludable

major events 4495 13
NORTH BAY October 26-27 2019 3,283.8 131

% Difference 630.5% | 904%

Table 158 — North Bay Historical Performance
As indicated in Table 158, the North Bay Division CAIDI value of 3,283.8 minutes

for the October 26-27, 2019 major event days was 630.5% higher than the 449.5-
minute average of the prior 10 weather-related excludable major events.
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The top contributing factors to the higher division CAIDI value were due to the
following:

e Due to the implementation of PSPS.
A tree fell into the 115 kV transmission line serving Pueblo Substation.
North Tower 1104 circuit — due to a failed overhead conductor.
Vallejo B 1101 circuit — due to a failed overhead conductor.
Pueblo 2103 circuit — due to a failed overhead conductor.

These outages contributed 2,807.8 minutes to the October 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
PENINSULA October 14, 2017 131.0 1
PENINSULA October 20, 2017 185.2 9
PENINSULA December 4, 2017 389.6 5
PENINSULA December 16, 2017 158.1 18
PENINSULA March 16,2018 163.5 5
PENINSULA May 17,2018 73.1 1
PENINSULA July 28,2018 60.9 1
PENINSULA November 8, 2018 163.8
PENINSULA November 21,2018 112.3 13
PENINSULA November 29,2018 118.1 22

Average of 10 excludable

major events 142.3 8
PENINSULA October 26-27 2019 2,490.4 56

% Difference 1650.7%| 603%

Table 159 — Peninsula Historical Performance

As indicated in Table 159, the Peninsula Division CAIDI value of 2,490.4 minutes
for the October 26-27, 2019 major event days was 1,650.7% higher than the
142.3-minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the

implementation of PSPS. This outage event contributed 2,409.9 minutes to the
October 26-27, 2019 overall CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8, 2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29, 2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO October 26-27 2019 938.0 102

% Difference 801.3% | 434%

Table 160 — Sacramento Historical Performance

As indicated in Table 160, the Sacramento Division CAIDI value of 938.0 minutes
for the October 26-27, 2019 major event days was 801.3% higher than the 104.1-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Due to the implementation of PSPS.
e Zamora 1107 circuit — a tree branch fell into the line.
e Davis 1105 circuit — due to a failed overhead conductor.
e Suisun 1101 circuit — due to an outage of unknown cause; the line was
patrolled, but nothing found.
Vacaville 1104 circuit — a tree branch fell into the line.
e West Sacramento 1108 circuit — a tree fell into the line.
e Woodland 1102 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
e Davis 1104 circuit — a tree branch fell into the line.
e Rice 1100 circuit — due to a failed overhead conductor.
e Madison 2101 circuit - due to a failed overhead conductor.

These outages contributed 597.5 minutes to the October 26-27, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
SAN FRANCISCO September 11,2019 207.7 13
SAN FRANCISCO October 9, 2017 279.0 1
SAN FRANCISCO October 20, 2017 162.8 2
SAN FRANCISCO December 4, 2017 53.1 1
SAN FRANCISCO March 16,2018 54.5 1
SAN FRANCISCO July 28,2018 11.0 1
SAN FRANCISCO October 14,2018 33.0 1
SAN FRANCISCO November 8, 2018 361.0 2
SAN FRANCISCO November 21,2018 79.2 3
SAN FRANCISCO November 29,2018 74.4 3

Average of 10 excludable

major events 89.4 3
SAN FRANCISCO October 27 2019 204.9 6

% Difference 129.1% | 114%

Table 161 — San Francisco Historical Performance

As indicated in Table 161, the San Francisco Division CAIDI value of 204.9
minutes for the October 26-27, 2019 major event days was 129.1% higher than
the 89.4-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e SF N 408 circuit — due to: (1) a failed overhead transformer and (2) a tree
branch falling into the line.
e SF E 1103 circuit — due to a failed underground conductor.
e Daly City 1106 circuit — due to a failed overhead transformer.
e Daly City 1109 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
e Castro 402 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

These outages contributed 204.9 minutes to the October 26-27, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4,2017 75.2 12
SAN JOSE December 16, 2017 110.9 14
SAN JOSE March 16,2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8, 2018 128.8 4
SAN JOSE November 21,2018 326.0 3
SAN JOSE November 29,2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE October 26-27 2019 1,643.4 42

% Difference 1350.1%| 589%

Table 162 — San Jose Historical Performance

As indicated in Table 162, the San Jose Division CAIDI value of 1,643.4 minutes
for the October 26-27, 2019 major event days was 1,350.1% higher than the
113.3-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e The implementation of PSPS.

e Dixon Landing 2102 circuit — due to a failed overhead conductor.

These outages contributed 1,432.6 minutes to the October 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SIERRA October 20, 2017 328.8 20
SIERRA December 4,2017 300.1 25
SIERRA December 16,2017 2144 12
SIERRA March 16, 2018 604.9 45
SIERRA May 17,2018 410.0 1
SIERRA July 28,2018 308.3 5
SIERRA October 14,2018 1,450.8 30
SIERRA November 8, 2018 357.2 4
SIERRA November 21, 2018 89.0 5
SIERRA November 29,2018 293.6 17

Average of 10 excludable

major events 939.9 16
SIERRA October 26-27 2019 3,399.6 204

% Difference 261.7% | 1141%

Table 163 — Sierra Historical Performance
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As indicated in Table 163, the Sierra Division CAIDI value of 3,399.6 minutes for
the October 26-27, 2019 major event days was 261.7% higher than the 939.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e The implementation of PSPS.
e Mountain Quarry 2101 circuit — due to a failed wooden crossarm.
e Columbia Hill 1101 circuit — a tree branch fell into the line.

These outages contributed 3,103.3 minutes to the October 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16, 2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21, 2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA October 26-27 2019 5,055.8 263

% Difference 6768.5% | 3546%

Table 164 — Sonoma Historical Performance

As indicated in Table 164, the Sonoma Division CAIDI value of 5,055.8 minutes
for the October 26-27, 2019 major event days was 6,768.5% higher than the
73.6-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e The implementation of PSPS.
e Grass fire (Kincade fire).
e Santa Rosa A1110 circuit — a tree branch fell into the line.
e Sonoma 1105 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
e Fulton 1105 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

e Sonoma 1103 circuit — due to two tree-related outages (trees fell into the
line).
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These outages contributed 4,742.6 minutes to the October 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI [SO / Day
STOCKTON October 20, 2017 112.2 13
STOCKTON December 4, 2017 261.8 30
STOCKTON December 16, 2017 112.8 40
STOCKTON March 16,2018 556.6 54
STOCKTON May 17,2018 97.9 2
STOCKTON July 28,2018 838.9 3
STOCKTON October 14,2018 2,178.8 61
STOCKTON November 8, 2018 161.9 5
STOCKTON November 21,2018 234.6 7
STOCKTON November 29, 2018 137.5 18

Average of 10 excludable

major events 683.2 23
STOCKTON October 26-27 2019 3,239.5 140

% Difference 374.1% | 499%

Table 165 — Stockton Historical Performance

As indicated in Table 165, the Stockton Division CAIDI value of 3,239.5 minutes
for the October 26-27, 2019 major event days was 374.1% higher than the 683.2-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 3,009.5 minutes to the
October 26-27, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4,2017 186.8 9
YOSEMITE December 16,2017 137.7 28
YOSEMITE March 16,2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8,2018 111.6 5
YOSEMITE November 21,2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE October 26-27 2019 2,430.3 120

% Difference 1294.0%| 563%

Table 166 — Yosemite Historical Performance

271



WMP-Discovery2023_DR_TURN_003-Q002Atch03

As indicated in Table 166, the Yosemite Division CAIDI value of 2,430.3 minutes
for the October 26-27, 2019 major event days was 1,294.0% higher than the
174.3-minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 2,176.0 minutes to the
October 26-27, 2019 overall CAIDI performance.

The sixteenth major event was for October 29, 2019 caused by gusty north-
northeast winds that produced critical conditions resulting in the implementation of
PSPS. Table 167 summarizes the system and division CAIDI performances during
this event and the average of the prior ten weather related major events.

(October 29, 2019 vs. Prior 10 MED

A\'lerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / | October 29,2019 / . .
System / Division . . . . From the Prior Investigation
l);)\(/:ls:‘:r;:r;e;féc Division Specific CAIDI CAIDI Average Threshold?
SYSTEM 1356.4 1527.0 112.6% Yes
CENTRAL COAST 183.7 208.4 113.4% NO
DE ANZA 306.7 138.7 45.2% NO
DIABLO 102.8 489.0 475.8% Yes
EAST BAY 91.8 516.0 562.3% Yes
FRESNO 211.5 2345 110.9% NO
HUMBOLDT 468.6 1963.3 419.0% Yes
KERN 111.2 2206.2 1983.8% Yes
LOS PADRES 119.9 316.0 263.6% Yes
MISSION 161.0 107.2 66.6% NO
NORTH BAY 449.5 1667.6 371.0% Yes
NORTH VALLEY 13270.3 1753.8 13.2% NO
PENINSULA 142.3 395.9 278.3% Yes
SACRAMENTO 104.1 517.6 497.3% Yes
SAN FRANCISCO 89.4 57.8 64.6% NO
SAN JOSE 1133 115.7 102.1% NO
SIERRA 939.9 1615.9 171.9% Yes
SONOMA 73.6 1644.5 2234.1% Yes
STOCKTON 683.2 883.4 129.3% Yes
YOSEMITE 174.3 1154.2 662.0% Yes

Table 167 — October 29, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI SO / Day
SYSTEM October 20, 2017 165.8 296
SYSTEM December 4,2017 151.1 209
SYSTEM December 16, 2017 171.5 319
SYSTEM March 16,2018 358.3 204
SYSTEM May 17,2018 233.1 55
SYSTEM July 28,2018 217.3 84
SYSTEM October 14,2018 1,468.1 164
SYSTEM November 8, 2018 12,288.9 618
SYSTEM November 21,2018 121.6 266
SYSTEM November 29, 2018 168.2 365

Average of 10 excludable

major events 1,356.4 258
SYSTEM October 29 2019 1,527.0 444

% Difference 12.6% 72%

Table 168 — T&D System Historical Performance

As indicated in Table 168, the T&D System CAIDI value of 1,527.0 minutes for
the October 29, 2019 major event day was 12.6% higher than the 1,356.4-minute
average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,274.0 minutes to the
October 29, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
DIABLO October 14,2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4,2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 1344 2
DIABLO November 8,2018 104.0 3
DIABLO November 21,2018 97.5 14
DIABLO November 29,2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO October 29 2019 489.0 9

% Difference 375.8% 32%

Table 169 — Diablo Historical Performance

As indicated in Table 169, the Diablo Division CAIDI value of 489.0 minutes for
the October 29, 2019 major event day was 375.8% higher than the 102.8-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
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following:
e Rossmoor 1104 circuit — due to (1) two tree related outages (tree
branches fell into the line) and (2) an outage of unknown cause; the line
was patrolled but the cause was not determined.

These outages contributed 365.3 minutes to the October 29, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI |SO / Day
EAST BAY October 20, 2017 437 10
EAST BAY December 4,2017 114.9 10
EAST BAY December 16, 2017 65.4 6
EAST BAY March 16,2018 87.9 3
EAST BAY May 17,2018 818.0 1
EAST BAY July 28,2018 13.6 2
EAST BAY October 14,2018 562.1 2
EAST BAY November 8,2018 51.9 2
EAST BAY November 21,2018 153.2 7
EAST BAY November 29,2018 75.8 7

Average of 10 excludable

major events 91.8 5
EAST BAY October 29 2019 516.0 2

% Difference 462.3% -60%

Table 170 — East Bay Historical Performance

As indicated in Table 170, the East Bay Division CAIDI value of 516.0 minutes for
the October 29, 2019 major event day was 462.3% higher than the 91.8-minute
average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Edes 1103 circuit — due to a car-pole incident.

e Franklin 1104 circuit — due to a broken wood pole.

These outages contributed 516.0 minutes to the October 29, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
HUMBOLDT October 20, 2017 132.2 7
HUMBOLDT December 4,2017 128.6 3
HUMBOLDT December 16, 2017 351.9 5
HUMBOLDT March 16, 2018 563.7 4
HUMBOLDT May 17,2018 84.0 4
HUMBOLDT July 28,2018 266.8 18
HUMBOLDT October 14,2018 1,341.4 8
HUMBOLDT November 8, 2018 185.2 6
HUMBOLDT November 21,2018 60.8 8
HUMBOLDT November 29, 2018 138.0 9

Average of 10 excludable

major events 468.6 7
HUMBOLDT October 29 2019 1,963.3 5

% Difference 319.0% -31%

Table 171 — Humboldt Historical Performance

As indicated in Table 171, the Humboldt Division CAIDI value of 1,963.3 minutes
for the October 29, 2019 major event day was 319.0% higher than the 468.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,724.3 minutes to the
October 29, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
KERN October 14,2017 95.6 4
KERN October 20, 2017 152.8 12
KERN December 4, 2017 80.8 5
KERN December 16, 2017 285.3 2
KERN March 16,2018 56.8 2
KERN May 17,2018 487.8 3
KERN October 14,2018 91.9 2
KERN November 8,2018 291.1 4
KERN November 21,2018 112.8 4
KERN November 29,2018 162.4 7

Average of 10 excludable

major events 111.2 5
KERN October 29 2019 2,206.2 11

% Difference 1883.8% | 144%

Table 172 — Kern Historical Performance

As indicated in Table 172, the Kern Division CAIDI value of 2,206.2 minutes for
the October 29, 2019 major event day was 1,883.8% higher than the 111.2-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
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implementation of PSPS. This outage event contributed 2,084.7 minutes to the
October 29, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI [SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16, 2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21,2018 193.2 14
LOS PADRES November 29, 2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES October 29 2019 316.0 2

% Difference 163.6% -74%

Table 173 — Los Padres Historical Performance

As indicated in Table 173, the Los Padres Division CAIDI value of 316.0 minutes
for the October 29, 2019 major event day was 163.6% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Santa Ynez 1101 circuit — due to an animal (squirrel) related outage.
e Templeton 2113 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

These outages contributed 316.0 minutes to the October 29, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
NORTH BAY October 20, 2017 208.7 13
NORTH BAY December 4,2017 194.9 25
NORTH BAY December 16, 2017 72.2 19
NORTH BAY March 16, 2018 310.5 3
NORTH BAY May 17,2018 250.2 3
NORTH BAY July 28,2018 266.5 2
NORTH BAY October 14,2018 1,618.6 30
NORTH BAY November 8, 2018 198.2 7
NORTH BAY November 21,2018 250.2 8
NORTH BAY November 29,2018 251.3 20

Average of 10 excludable

major events 4495 13
NORTH BAY October 29 2019 1,667.6 33

% Difference 271.0% | 154%

Table 174 — North Bay Historical Performance

As indicated in Table 174, the North Bay Division CAIDI value of 1,667.6 minutes
for the October 29, 2019 major event day was 271.0% higher than the 449.5-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,333.0 minutes to the

October 29, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
PENINSULA October 14,2017 131.0 1
PENINSULA October 20, 2017 185.2 9
PENINSULA December 4,2017 389.6 5
PENINSULA December 16,2017 158.1 18
PENINSULA March 16,2018 163.5 5
PENINSULA May 17,2018 73.1 1
PENINSULA July 28,2018 60.9 1
PENINSULA November 8,2018 163.8 4
PENINSULA November 21,2018 112.3 13
PENINSULA November 29,2018 118.1 22

Average of 10 excludable

major events 142.3 8
PENINSULA October 29 2019 395.9 2

% Difference 178.3% -75%

Table 175 — Peninsula Historical Performance

As indicated in Table 175, the Peninsula Division CAIDI value of 395.9 minutes
for the October 29, 2019 major event day was 178.3% higher than the 142.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
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following:
e Menlo 1102 circuit — due to tree falling into the line.
e Belmont 1103 circuit — due to a malfunctioning line recloser.

These outages contributed 395.9 minutes to the October 29, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI |SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4,2017 55.1 17
SACRAMENTO December 16, 2017 85.1 68
SACRAMENTO March 16,2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8, 2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO October 29 2019 517.6 22

% Difference 397.3% 16%

Table 176 — Sacramento Historical Performance

As indicated in Table 176, the Sacramento Division CAIDI value of 517.6 minutes
for the October 29, 2019 major event day was 397.3% higher than the 104.1-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e The implementation of PSPS.

e Cordelia 1104 circuit — due to a broken wood pole.

These outages contributed 364.2 minutes to the October 29, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI SO / Day
SIERRA October 20, 2017 328.8 20
SIERRA December 4,2017 300.1 25
SIERRA December 16, 2017 2144 12
SIERRA March 16, 2018 604.9 45
SIERRA May 17,2018 410.0 1
SIERRA July 28,2018 308.3 5
SIERRA October 14,2018 1,450.8 30
SIERRA November 8, 2018 357.2 4
SIERRA November 21,2018 89.0 5
SIERRA November 29,2018 293.6 17

Average of 10 excludable

major events 939.9 16
SIERRA October 29 2019 1,615.9 148

% Difference 71.9% 802%

Table 177 — Sierra Historical Performance

As indicated in Table 177, the Sierra Division CAIDI value of 1,615.9 minutes for
the October 29, 2019 major event day was 71.9% higher than the 939.9-minute
average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,343.4 minutes to the
October 29, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16, 2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8,2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29,2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA October 29 2019 1,644.5 21

% Difference 2134.1%| 192%

Table 178 — Sonoma Historical Performance

As indicated in Table 178, the Sonoma Division CAIDI value of 1,644.5 minutes
for the October 29, 2019 major event day was 2,134.1% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
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implementation of PSPS. This outage event contributed 1,484.4 minutes to the
October 29, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI [SO / Day
STOCKTON October 20, 2017 112.2 13
STOCKTON December 4, 2017 261.8 30
STOCKTON December 16, 2017 112.8 40
STOCKTON March 16,2018 556.6 54
STOCKTON May 17,2018 97.9 2
STOCKTON July 28,2018 838.9 3
STOCKTON October 14,2018 2,178.8 61
STOCKTON November 8, 2018 161.9 5
STOCKTON November 21,2018 234.6 7
STOCKTON November 29, 2018 137.5 18

Average of 10 excludable

major events 683.2 23
STOCKTON October 29 2019 883.4 20

% Difference 29.3% -14%

Table 179 — Stockton Historical Performance

As indicated in Table 179, the Stockton Division CAIDI value of 883.4 minutes for
the October 29, 2019 major event day was 29.3% higher than the 683.2-minute
average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 679.3 minutes to the
October 29, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4,2017 186.8 9
YOSEMITE December 16,2017 137.7 28
YOSEMITE March 16,2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8,2018 111.6 5
YOSEMITE November 21,2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE October 29 2019 1,154.2 39

% Difference 562.0% | 115%

Table 180 — Yosemite Historical Performance
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As indicated in Table 180, the Yosemite Division CAIDI value of 1,154.2 minutes
for the October 29, 2019 major event day was 562.0% higher than the 174.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,000.9 minutes to the
October 29, 2019 overall CAIDI performance.

The seventeenth major event was for November 20, 2019 caused by a strong
offshore flow and associated critical fire weather conditions leading to the
implementation of PSPS. Table 181 summarizes the system and division CAIDI
performances during this event and the average of the prior ten weather related
major events.

(November 20, 2019 vs. Prior 10 MED)

A\.lerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / | November 20,2019 / . L.
System / Division Division Specific | Division Specific CAIDI From the Prior Investigation
CAIDI Average Threshold?
Excludable ME
SYSTEM 1356.4 1018.2 75.1% NO
CENTRAL COAST 183.7 164.8 89.7% NO
DE ANZA 306.7 0.0 0.0% NO
DIABLO 102.8 155.5 151.3% Yes
EAST BAY 91.8 24.0 26.2% NO
FRESNO 2115 52.8 25.0% NO
HUMBOLDT 468.6 1105.9 236.0% Yes
KERN 111.2 51.2 46.0% NO
LOS PADRES 119.9 570.6 475.9% Yes
MISSION 161.0 452.8 281.2% Yes
NORTH BAY 449.5 1383.6 307.8% Yes
NORTH VALLEY 13270.3 1482.5 11.2% NO
PENINSULA 142.3 0.0 0.0% NO
SACRAMENTO 104.1 372.7 358.1% Yes
SAN FRANCISCO 89.4 0.0 0.0% NO
SAN JOSE 113.3 312.1 275.4% Yes
SIERRA 939.9 80.8 8.6% NO
SONOMA 73.6 1330.6 1807.7% Yes
STOCKTON 683.2 77.5 11.3% NO
YOSEMITE 174.3 179.3 102.8% NO

Table 181 — November 20, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI |SO / Day
DIABLO October 14, 2017 295.3 4
DIABLO October 20, 2017 148.0 11
DIABLO December 4, 2017 68.8 12
DIABLO December 16, 2017 166.1 9
DIABLO May 17,2018 190.2 1
DIABLO July 28,2018 163.6 2
DIABLO October 14,2018 134.4 2
DIABLO November 8, 2018 104.0 3
DIABLO November 21,2018 97.5 14
DIABLO November 29, 2018 298.1 10

Average of 10 excludable

major events 102.8 7
DIABLO November 20 2019 155.5 5

% Difference 51.3% -26%

Table 182 — Diablo Historical Performance

As indicated in Table 182, the Diablo Division CAIDI value of 155.5 minutes for
the November 20, 2019 major event day was 51.3% higher than the 102.8-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Tassajara 2103 circuit — due to a failed underground secondary conductor.
Sobrante 1101 circuit — due to an animal (squirrel) related outage.
Tidewater 2109 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

Brentwood 2112 circuit — due to a failed overhead conductor.

Rossmoor 1106 circuit — due to an animal (squirrel) related outage.

These outages contributed 155.5 minutes to the November 20, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI |SO / Day
HUMBOLDT October 20, 2017 132.2 7
HUMBOLDT December 4,2017 128.6 3
HUMBOLDT December 16, 2017 351.9 5
HUMBOLDT March 16,2018 563.7 4
HUMBOLDT May 17,2018 84.0 4
HUMBOLDT July 28,2018 266.8 18
HUMBOLDT October 14,2018 1,341.4 8
HUMBOLDT November 8, 2018 185.2 6
HUMBOLDT November 21,2018 60.8 8
HUMBOLDT November 29, 2018 138.0 9

Average of 10 excludable

major events 468.6 7
HUMBOLDT November 20 2019 1,105.9 41

% Difference 136.0% | 469%

Table 183 — Humboldt Historical Performance

As indicated in Table 183, the Humboldt Division CAIDI value of 1,105.9 minutes
for the November 20, 2019 major event day was 136.0% higher than the 468.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e The implementation of PSPS.

e Middletown 1102 circuit — due to a failed anchor / guy.

These outages contributed 898.4 minutes to the November 20, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4,2017 52.0
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16, 2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21, 2018 193.2 14
LOS PADRES November 29,2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES November 20 2019 570.6 3

% Difference 375.9% -61%

Table 184 — Los Padres Historical Performance
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As indicated in Table 184, the Los Padres Division CAIDI value of 570.6 minutes
for the November 20, 2019 major event day was 375.9% higher than the 119.9-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e Cholame 2102 circuit — due to (1) a broken wood pole and (2) an outage
of unknown cause; the line was patrolled but the cause was not
determined.

e Templeton 2109 circuit — due to a failed overhead transformer.

These outages contributed 570.6 minutes to the November 20, 2019 overall CAIDI
performance.

System / Division Major Event Day CAIDI (SO / Day
MISSION October 14,2017 324.9 3
MISSION October 20, 2017 252.4 10
MISSION December 4, 2017 130.5 4
MISSION December 16,2017 40.5 3
MISSION March 16, 2018 130.5 7
MISSION May 17,2018 276.7 2
MISSION July 28,2018 81.1 1
MISSION October 14,2018 292.4 2
MISSION November 21, 2018 158.7 22
MISSION November 29, 2018 4745 7

Average of 10 excludable

major events 161.0 6
MISSION November 20 2019 452.8 4

% Difference 181.2% -34%

Table 185 — Mission Historical Performance

As indicated in Table 185, the Mission Division CAIDI value of 452.8 minutes for
the November 20, 2019 major event day was 181.2% higher than the 161.0-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e North Dublin 2109 circuit — due to a failed underground transformer.
e Fremont 1104 circuit — due to a failed overhead secondary conductor.
e Cayetano 2109 circuit — due to (1) a failed overhead conductor and (2) a
failed overhead transformer.

These outages contributed 452.8 minutes to the November 20, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI |SO / Day
NORTH BAY October 20, 2017 208.7 13
NORTH BAY December 4, 2017 194.9 25
NORTH BAY December 16,2017 72.2 19
NORTH BAY March 16,2018 310.5 3
NORTH BAY May 17,2018 250.2 3
NORTH BAY July 28,2018 266.5 2
NORTH BAY October 14,2018 1,618.6 30
NORTH BAY November 8, 2018 198.2 7
NORTH BAY November 21, 2018 250.2 8
NORTH BAY November 29,2018 251.3 20

Average of 10 excludable

major events 449.5 13
NORTH BAY November 20 2019 1,383.6 67

% Difference 207.8% | 415%

Table 186 — North Bay Historical Performance

As indicated in Table 186, the North Bay Division CAIDI value of 1,383.6 minutes
for the November 20, 2019 major event day was 207.8% higher than the 449.5-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
implementation of PSPS. This outage event contributed 1,261.4 minutes to the

November 20, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16,2017 85.1 68
SACRAMENTO March 16, 2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO November 20 2019 372.7 21

% Difference 258.1% 11%

Table 187 — Sacramento Historical Performance

As indicated in Table 187, the Sacramento Division CAIDI value of 372.7 minutes
for the November 20, 2019 major event day was 258.1% higher than the 104.1-
minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was the
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implementation of PSPS. This outage event contributed 304.1 minutes to the
November 20, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI [SO / Day
SAN JOSE October 20, 2017 175.6 10
SAN JOSE December 4, 2017 75.2 12
SAN JOSE December 16, 2017 110.9 14
SAN JOSE March 16,2018 680.0 1
SAN JOSE May 17,2018 185.7 2
SAN JOSE July 28,2018 534.8 2
SAN JOSE October 14,2018 249.6 3
SAN JOSE November 8, 2018 128.8 4
SAN JOSE November 21, 2018 326.0 3
SAN JOSE November 29, 2018 108.8 10

Average of 10 excludable

major events 113.3 6
SAN JOSE November 20 2019 312.1 2

% Difference 175.4% -67%

Table 188 — San Jose Historical Performance

As indicated in Table 188, the San Jose Division CAIDI value of 312.1 minutes
for the November 20, 2019 major event day was 175.4% higher than the 113.3-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e EIl Patio 112 circuit — due to a tree growing into the line.
e Swift 2110 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

These outages contributed 312.1 minutes to the November 20, 2019 overall CAIDI
performance.
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System / Division Major Event Day CAIDI |SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4,2017 39.2 13
SONOMA December 16,2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21,2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA November 20 2019 1,330.6 49

% Difference 1707.7%| 581%

Table 189 — Sonoma Historical Performance

As indicated in Table 189, the Sonoma Division CAIDI value of 1,330.6 minutes
for the November 20, 2019 major event day was 1,707.7% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

e The implementation of PSPS.
e Monroe 1104 circuit — due to a car-pole incident.
e Molino 1103 circuit — due to a failed overhead conductor.

These outages contributed 1,214.1 minutes to the November 20, 2019 overall
CAIDI performance.
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The eighteenth major event was from November 26-27, 2019 caused by a strong
winter storm impacting the territory with strong south-southeast winds, isolated
thunderstorms and heavy rain and mountain snow. Table 190 summarizes the
system and division CAIDI performances during this event and the average of the
prior ten weather related major events.

(November 26-27, 2019 vs. Prior 10 MED)

A\.lerage CAIDI of Percent Difference Exceeds the
. Prior 10 System / |November 26-27,2019 . .
System / Division Division Specific |/ Division Specific CAIDI From the Prior Investigation
Excludable ME CAIDI Average Threshold?
SYSTEM 1356.4 360.9 26.6% NO
CENTRAL COAST 183.7 331.2 180.3% Yes
DE ANZA 306.7 57.3 18.7% NO
DIABLO 102.8 113.8 110.7% NO
EAST BAY 91.8 170.2 185.4% Yes
FRESNO 2115 169.7 80.2% NO
HUMBOLDT 468.6 1033.8 220.6% Yes
KERN 111.2 79.5 71.5% NO
LOS PADRES 119.9 156.4 130.4% Yes
MISSION 161.0 134.9 83.8% NO
NORTH BAY 449.5 107.6 23.9% NO
NORTH VALLEY 13270.3 557.7 4.2% NO
PENINSULA 142.3 161.5 113.5% NO
SACRAMENTO 104.1 182.9 175.7% Yes
SAN FRANCISCO 89.4 49.8 55.7% NO
SAN JOSE 113.3 80.6 71.1% NO
SIERRA 939.9 450.3 47.9% NO
SONOMA 73.6 201.2 273.3% Yes
STOCKTON 683.2 402.0 58.8% NO
YOSEMITE 174.3 286.1 164.1% Yes

Table 190 — November 26-27, 2019 CAIDI Performance
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System / Division Major Event Day CAIDI |SO / Day
CENTRAL COAST October 20, 2017 163.8 17
CENTRAL COAST December 4,2017 240.2 16
CENTRAL COAST December 16,2017 240.1 48
CENTRAL COAST March 16,2018 63.2 15
CENTRAL COAST May 17,2018 243.5 4
CENTRAL COAST July 28,2018 91.8 8
CENTRAL COAST October 14,2018 70.9 3
CENTRAL COAST November 8, 2018 43.6 11
CENTRAL COAST November 21,2018 185.4 37
CENTRAL COAST November 29,2018 377.9 81

Average of 10 excludable

major events 183.7 24
CENTRAL COAST November 26-27 2019 331.2 51

% Difference 80.3% 113%

Table 191 — Central Coast Historical Performance

As indicated in Table 191, the Central Coast Division CAIDI value of 331.2
minutes for the November 26-27, 2019 major event days was 80.3% higher than
the 183.7-minute average of the prior 10 weather-related excludable major
events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Green Valley 2102 circuit — due to a failed underground elbow.
Dolan Road 1101 circuit — due to a failed overhead jumper.
Paul Sweet 2104 circuit — due to a failed overhead conductor.
Del Monte 2105 circuit — due to a failed overhead conductor.
Green Valley 2103 circuit — due to a failed overhead conductor.
Rob Roy 2105 circuit — due to a tree falling into the line.

These outages contributed 69.2 minutes to the November 26-27, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
EAST BAY October 20, 2017 437 10
EAST BAY December 4,2017 114.9 10
EAST BAY December 16, 2017 65.4 6
EAST BAY March 16,2018 87.9 3
EAST BAY May 17,2018 818.0 1
EAST BAY July 28,2018 13.6 2
EAST BAY October 14,2018 562.1 2
EAST BAY November 8, 2018 51.9 2
EAST BAY November 21,2018 153.2 7
EAST BAY November 29,2018 75.8 7

Average of 10 excludable

major events 91.8 5
EAST BAY November 26-27 2019 170.2 14

% Difference 85.4% 170%

Table 192 — East Bay Historical Performance

As indicated in Table 192, the East Bay Division CAIDI value of 170.2 minutes for
the November 26-27, 2019 major event days was 85.4% higher than the 91.8-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Richmond R 1121 circuit — due to a failed underground conductor.
e Fairview 2207 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.
e Richmond R 1127 circuit — due to a lightning strike to an overhead
transformer.

These outages contributed 61.7 minutes to the November 26-27, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
HUMBOLDT October 20, 2017 132.2 7
HUMBOLDT December 4,2017 128.6 3
HUMBOLDT December 16, 2017 351.9 5
HUMBOLDT March 16,2018 563.7 4
HUMBOLDT May 17,2018 84.0 4
HUMBOLDT July 28,2018 266.8 18
HUMBOLDT October 14,2018 1,341.4 8
HUMBOLDT November 8, 2018 185.2 6
HUMBOLDT November 21,2018 60.8 8
HUMBOLDT November 29, 2018 138.0 9

Average of 10 excludable

major events 468.6 7
HUMBOLDT November 26-27 2019 1,033.8 101

% Difference 120.6% | 1296%

Table 193 — Humboldt Historical Performance

As indicated in Table 193, the Humboldt Division CAIDI value of 1,033.8 minutes
for the November 26-27, 2019 major event days was 120.6% higher than the
468.6-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Blue Lake 1102 circuit — due to an outage of unknown cause; the line was
patrolled but the cause was not determined.

Trinidad 1101 circuit — due to a tree falling into the line.

Trinidad 1102 circuit — due to a tree falling into the line.

Harris 1109 circuit — due to a tree falling into the line.

Hoopa 1101 circuit — due to a tree falling into the line.

Willow Creek 1103 circuit — due to a failed overhead conductor.

Janes Creek 1103 circuit — due to an outage of unknown cause; the line
was patrolled but the cause was not determined.

Fort Bragg A 1101 circuit — due to a tree falling into the line.

Willow Creek 1101 — due to a failed overhead conductor.

Eel River 1102 circuit — due to a tree branch falling into the line.

These outages contributed 325.0 minutes to the November 26-27, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
LOS PADRES October 20, 2017 139.6 11
LOS PADRES December 4, 2017 52.0 8
LOS PADRES December 16,2017 21.2 3
LOS PADRES March 16,2018 815.1 3
LOS PADRES May 17,2018 118.2 3
LOS PADRES July 28,2018 324.0 1
LOS PADRES October 14,2018 126.0 1
LOS PADRES November 8, 2018 166.3 3
LOS PADRES November 21, 2018 193.2 14
LOS PADRES November 29, 2018 107.7 29

Average of 10 excludable

major events 119.9 8
LOS PADRES November 26-27 2019 156.4 15

% Difference 30.4% 97%

Table 194 — Los Padres Historical Performance

As indicated in Table 194, the Los Padres Division CAIDI value of 156.4 minutes
for the November 26-27, 2019 major event days was 30.4% higher than the
119.9-minute average of the prior 10 weather-related excludable major events.

The top contributing factor to the higher division CAIDI value was a failed wood
pole on the Santa Maria 1107 circuit. This outage event contributed 37.7 minutes
to the November 20, 2019 overall CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SACRAMENTO October 20, 2017 109.0 23
SACRAMENTO December 4, 2017 55.1 17
SACRAMENTO December 16,2017 85.1 68
SACRAMENTO March 16, 2018 112.5 4
SACRAMENTO May 17,2018 166.7 8
SACRAMENTO July 28,2018 85.1 6
SACRAMENTO October 14,2018 87.8 2
SACRAMENTO November 8,2018 150.3 18
SACRAMENTO November 21,2018 202.2 22
SACRAMENTO November 29,2018 269.7 22

Average of 10 excludable

major events 104.1 19
SACRAMENTO November 26-27 2019 182.9 27

% Difference 75.7% 42%

Table 195 — Sacramento Historical Performance

As indicated in Table 195, the Sacramento Division CAIDI value of 182.9 minutes
for the November 26-27, 2019 major event days was 75.7% higher than the
104.1-minute average of the prior 10 weather-related excludable major events.
The top contributing factors to the higher division CAIDI value were due to the
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following:
e Bogue 1102 circuit — due to a failed underground transformer.
e Maxwell 1105 circuit — due to a failed overhead jumper.
e East Marysville 1108 circuit — due to a tree branch falling into the line.
e Winters 1102 circuit — due to a tree branch falling into the line.
e Peabody 2105 circuit — due to a failed wood-pole.
e Live Oak 1101 circuit — due to a failed overhead conductor.
e Dunnigan 1101 circuit — due to a car-pole incident.

These outages contributed 41.0 minutes to the November 26-27, 2019 overall
CAIDI performance.

System / Division Major Event Day CAIDI SO / Day
SONOMA October 20, 2017 262.1 16
SONOMA December 4, 2017 39.2 13
SONOMA December 16, 2017 147.1 7
SONOMA March 16,2018 258.7 3
SONOMA May 17,2018 184.2 3
SONOMA July 28,2018 564.0 1
SONOMA October 14,2018 122.0 1
SONOMA November 8, 2018 102.5 8
SONOMA November 21, 2018 66.1 11
SONOMA November 29, 2018 282.3 9

Average of 10 excludable

major events 73.6 7
SONOMA November 26-27 2019 201.2 29

% Difference 173.3% | 296%

Table 196 — Sonoma Historical Performance

As indicated in Table 196, the Sonoma Division CAIDI value of 201.2 minutes for
the November 26-27, 2019 major event days was 173.3% higher than the 73.6-
minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:
e Salmon Creek 1101 circuit — due to (1) an outage of unknown cause; the
line was patrolled, but nothing found, (2) a failed overhead insulator and
(3) a tree falling into the line.
e Molino 1103 circuit — due to a failed overhead jumper.
e Santa Rosa A 1102 circuit — due to a failed overhead insulator.
e Monroe 1105 circuit — due to a failed underground elbow.

These outages contributed 68.1 minutes to the November 26-27, 2019 overall
CAIDI performance.
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System / Division Major Event Day CAIDI |SO / Day
YOSEMITE October 20, 2017 178.6 33
YOSEMITE December 4, 2017 186.8 9
YOSEMITE December 16,2017 137.7 28
YOSEMITE March 16,2018 267.9 30
YOSEMITE May 17,2018 130.9 4
YOSEMITE July 28,2018 691.8 5
YOSEMITE October 14,2018 33.6 2
YOSEMITE November 8, 2018 111.6 5
YOSEMITE November 21,2018 101.4 36
YOSEMITE November 29,2018 157.4 29

Average of 10 excludable

major events 174.3 18
YOSEMITE November 26-27 2019 286.1 55

% Difference 64.1% 201%

Table 197 — Yosemite Historical Performance

As indicated in Table 197, the Yosemite Division CAIDI value of 286.1 minutes
for the November 26-27, 2019 major event days was 64.1% higher than the
174.3-minute average of the prior 10 weather-related excludable major events.

The top contributing factors to the higher division CAIDI value were due to the
following:

Oakhurst 1103 circuit — due to an outage of unknown cause; the line was
patrolled, but nothing found.

Bear Valley 2105 circuit — due to a broken wood pole.

Oro Loma 1115 circuit — due to a broken wood pole.

Miwuk 1702 circuit — due to a tree branch falling into the line.

Curtis 1705 circuit — due to a tree falling into the line.

Stoney 1106 circuit — due to a broken wood pole.

These outages contributed 90.9 minutes to the November 26-27, 2019 overall
CAIDI performance.
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3. System and Division Indices Based on IEEE 1366 for the past

10 years including Planned Outages and including and
excluding MED

As shown in Table 198 below, 2019 SAIDI performance figures have increased for the
fourth consecutive year.

Table 198: Combined Transmission and Distribution System Indices with Planned
Outages

Major Events Included Major Events Excluded

Year SAIDI | SAIFI | MAIFI | CAIDI | SAIDI | SAIFI | MAIFI | CAIDI
2010 271.7 1.496 1.489 185.6 157.2 1.207 1.254 130.3
2011 312.5 1.402 1.478 222.9 141.7 1.097 1.170 129.3
2012 161.4 1.224 1.921 131.9 131.0 1.130 1.800 115.9
2013 137.3 1.171 1.637 117.3 116.1 1.070 1.527 108.5
2014 149.4 1.133 1.567 131.9 108.4 0.966 1.396 112.2
2015 147.2 1.052 1.820 139.9 95.9 0.871 1.594 110.1
2016 121.9 1.103 1.603 110.6 108.9 1.021 1.494 106.7
2017 374.2 1.549 2.406 241.6 113.4 0.958 1.568 118.3
2018 306.1 1.175 1.551 260.4 126.3 1.079 1.479 117.0
2019 | 1,397.3 | 1.997 1.794 699.5 | 148.8 1.129 1.282 131.9

295



WMP-Discovery2023_DR_TURN_003-Q002Atch03

a. System and Division Indices Based on IEEE 1366 for the past ten
years including Planned Outages and including MED, and
excluding ISO Outages

Table 199:

Division Year | SAIDI [SAIFI[MAIFI| CAIDI
CENTRAL COAST | 2010| 430.0| 2.151| 3.945( 200.0
CENTRAL COAST | 2011| 539.9| 2.154| 2.074| 250.7
CENTRAL COAST | 2012| 174.4] 1.420| 2.376| 122.8
CENTRAL COAST | 2013 151.8] 1.469| 2.054| 103.3
CENTRAL COAST | 2014| 214.1| 1.432| 2.134| 149.5
CENTRAL COAST | 2015| 269.6| 1.376| 2.176] 195.9
CENTRAL COAST | 2016| 202.8| 1.714| 2.739| 118.3
CENTRAL COAST | 2017| 819.7| 2.522| 4.885| 325.0
CENTRAL COAST | 2018| 217.7| 1.733| 2.807| 125.6
CENTRAL COAST | 2019] 1,330.1] 2.707| 3.155| 491.3
Division/System | Year | SAIDI |SAIFI|MAIFI| CAIDI
DE ANZA 2010( 192.1] 1.249| 1.420( 153.8
DE ANZA 2011 101.3]| 0.798] 1.495( 126.9
DE ANZA 2012 100.2| 0.793| 1.223| 126.4
DE ANZA 2013| 100.8| 0.935( 1.175| 107.8
DE ANZA 2014 134.2| 1.113| 1.319| 120.6
DE ANZA 2015 80.7] 0.680| 1.291( 118.7
DE ANZA 2016| 119.4| 0.977( 1.415| 122.1
DE ANZA 2017 332.0| 1.583( 2.034| 209.7
DE ANZA 2018| 121.2| 0.967( 1.603| 125.4
DE ANZA 2019| 439.4| 1.498( 2.011| 293.4
Division/System | Year | SAIDI |SAIFI|MAIFI| CAIDI
DIABLO 2010| 142.8| 1.477( 1.310 96.7
DIABLO 2011| 110.1| 1.071f 1.396| 102.8
DIABLO 2012 127.4| 1.339( 1.403 95.2
DIABLO 2013 99.9( 1.112| 1.299 89.9
DIABLO 2014 97.0( 1.060| 1.375 91.5
DIABLO 2015 97.6| 1.066| 1.878 91.6
DIABLO 2016 97.8| 1.121| 1.736 87.3
DIABLO 2017 161.0| 1.327( 2.376| 121.3
DIABLO 2018 122.1| 1.278| 1.906 95.6
DIABLO 2019 640.8]| 1.728] 1.857( 370.9
Division/System | Year [ SAIDI |SAIFI|MAIFI| CAIDI
EAST BAY 2010| 134.6| 1.123| 0.754| 119.9
EAST BAY 2011 123.3| 1.039( 1.060{ 118.7
EAST BAY 2012| 119.0| 1.405| 1.347 84.7
EAST BAY 2013| 130.4| 1.059( 1.267| 123.1
EAST BAY 2014 89.1]| 0.883| 1.520( 100.9
EAST BAY 2015 65.9( 0.749| 1.179 87.9
EAST BAY 2016| 137.1| 1.246( 1.243| 110.0
EAST BAY 2017 162.1| 1.271| 2.080 127.6
EAST BAY 2018| 120.9| 1.089( 1.229| 111.1
EAST BAY 2019| 487.9| 1.420( 1.217| 343.7

296



WMP-Discovery2023_DR_TURN_003-Q002Atch03

Division/System | Year | SAIDI |SAIFI|MAIFI| CAIDI
FRESNO 2010( 204.2| 1.379| 1.955( 148.1
FRESNO 2011 186.0| 1.220| 2.013| 152.5
FRESNO 2012| 121.4| 1.159| 2.360| 104.7
FRESNO 2013| 119.5| 1.227| 2.108 97.4
FRESNO 2014| 101.0| 1.088| 1.782 92.8
FRESNO 2015( 115.2| 1.238| 2.060 93.1
FRESNO 2016 99.4| 1.206| 1.978 82.4
FRESNO 2017 116.6| 1.064| 1.915( 109.6
FRESNO 2018 128.0| 1.142] 1.557( 112.1
FRESNO 2019 139.2]| 1.090| 1.697( 127.8
Division/System | Year | SAIDI |SAIFI|MAIFI| CAIDI
HUMBOLDT 2010| 745.1| 2.892| 1.687| 257.6
HUMBOLDT 2011| 762.1| 2.437| 2.282| 312.8
HUMBOLDT 2012 387.3| 1.918| 4.660( 201.9
HUMBOLDT 2013( 344.6| 1.552| 2.627( 222.0
HUMBOLDT 2014 350.5|1.528| 1.941| 229.4
HUMBOLDT 2015 738.9| 2.388| 2.739| 309.4
HUMBOLDT 2016 251.0| 1.757| 2.100( 142.9
HUMBOLDT 2017 955.5| 2.526] 3.513 378.2
HUMBOLDT 2018| 445.7| 2.278| 1.590| 195.7
HUMBOLDT 2019| 7,020.0| 4